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PF

PF

CODE DATA
THE PROJECT WAS DESIGNED IN ACCORDANCE WITH THE FOLLOWING GUIDELINES AND THE
LATEST EDITION OF THE FOLLOWING CODES:

-NFPA 101 2012 (LSC)
-CHAPTER 20 AMBULATORY HEALTH CARES
-CHAPTER 38 NEW BUSINESS OCCUPANCIES

-UNIFORM FEDERAL ACCESSIBILITY STANDARDS (UFAS)

-DEPARTMENT OF VETERAN AFFAIRS - DESIGN MANUALS AND STANDARDS

-NATIONAL FIRE PROTECTION ASSOCIATION (NFPA) EXCEPT NFPA 5000

-NFPA-99 CHAPTER 5.1.3 GAS BOTTLE STORAGE

-NATIONAL STANDARD PLUMBING CODE (NSPC)

-NATIONAL ELECTRIC CODE (NEC)

-INTERNATIONAL MECHANICAL CODE

-OCCUPATIONAL, SAFETY AND HEALTH ADMINISTRATION (OSHA)

-IBC 2012
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TRAVEL DISTANCE TO BARRIER DOOR = 116'-2"

 179'-5"

REMOTENESS DISTANCE 85'-11"

10' - 0"

34" DOOR
.2" INCH/PERSON
170 PEOPLE
ACTUAL 55

34" DOOR
.2" INCH/PERSON
170 PEOPLE
ACTUAL 33

34" DOOR
.2" INCH/PERSON
170 PEOPLE
ACTUAL 33

34" DOOR
.2" INCH/PERSON
170 PEOPLE
ACTUAL 49

E

96" DOOR
.2" INCH/PERSON
480 PEOPLE
ACTUAL 55

96" DOOR
.2" INCH/PERSON
480 PEOPLE
ACTUAL 55

44" STAIRWAY
.3" INCH/PERSON
146 PEOPLE
ACTUAL 49

44" STAIRWAY
.3" INCH/PERSON
146 PEOPLE
ACTUAL 49

BUILDING REGULATION DATA

IBC 2012

USE GROUP

304 B BUSINESS CHAPLAINS SERVICES; EYE CLINIC

422 AMBULATORY CARE  AND HEMODIALYSIS FACILITIES

CONSTRUCTION TYPE TABLE 601

TYPE II B

BUILDING AREA AND HEIGHTS TABLE 503

23,000SF

506.2 FRONTAGE INCREASE: 23,000SF x (674/674) - .25 x (30/30) = 17,250SF

506.3 SPRINKLER SYSTEM INCREASE: 23,000 x 200% = 46,000SF
TOTAL ALLOWABLE = 86,250SF

   ACTUAL = 25,172

BUILDING HEIGHT 504

3 STORIES      3

504.2 SPRINKLER SYSTEM INCREASE: 1 STORY      1
      TOTAL: 4 STORIES

  ACTUAL: 2 STORIES

HAZARDOUS AREAS TABLE 509

WASTE AND LINEN COLLECTION ROOMS IN I.2 AMBULATORY CARE FACILITIES : 1 HOUR

WASTE AND LINEN COLLECTION OVER 100SF : 1 HOUR OR SPRINKLER SYSTEM

SMOKE COMPARTMENTS 422.3

IF GREATER THAN 10,000SF, 2 SMOKE COMPARTMENTS ARE REQUIRED, DIVIDED BY SMOKE BARRIER
WITH EACH COMPARTMENT NO GREATER THAN 22,500SF.

TRAVEL DISTANCE MAX 200'x0" TO BARRIER DOOR.

SMOKE BARRIER DOOR TABLE 716.5

1/3 HOUR

MEANS OF EGRESS

EXIT ACCESS TRAVEL DISTANCE TABLE 1016.2

B: 300 FEET WITH SPRINKLER SYSTEM

SECTION 1015 : EXIT AND EXIT ACCESS DOORWAYS

TWO EXITS ARE REQUIRED SEPARATION DISTANCE 1/3 THE DIAGONAL WITH SPRINKLER SYSTEM

EGRESS WIDTH

10053.1 STAIRWAYS CAPACITY IS OCCUPANT LAD x .2 INCHES

10053.2 CORRIDORS CAPACITY IS OCCUPANT LAD x .15 INCHES

MINIMUM WIDTH TABLE

44 INCHES
72 INCHES CORRIDORS SERVING GURNEY TRAFFIC

SHAFT ENCLOSURE 713.4

SHAFT SHALL HAVE FIRE-RESISTANT ROOFING OF NOT LESS THAN 1 HOUR WHEN CONNECTING LESS
THAN 4 STORIES.

NFPA 101 2012

USE GROUP

CHAPTER 3B BUSINESS : CHAPLAINS SERVICES; EYE CLINIC

CHAPTER 20 AMBULATORY HEALTH CARE HEMODIALYSIS

CONSTRUCTION TYPE TABLE 20.1.6.1

TYPE II 000

BUILDING HEIGHT 20.1.6.1

GREATER THAN OR EQUAL TO 2

SUB DIVISION OF BUILDING SPACE 20.3.7

EVERY STORY OF AMBULATORY HEALTHCARE FACILITY SHALL DIVIDE INTO NOT LESS THAN 2
SMOKE COMPARTMENTS NOT EXCEEDING 22,500SF

TRAVEL DISTANCE FROM ANY POINT TO REACH SMOKE BARRIER DOOR : 200'-0"

SMOKE BARRIER DOOR TABLE 20.3.7.9

DOORS IN SMOKE BARRIERS SHALL BE NO LESS THAN 1-3/4" SELF CLOSING.

LATCHING HARDWARE NOT REQUIRED 20.3.7.10

MEANS OF EGRESS

TRAVEL DISTANCE TO EXIT 38.2.6.3

TRAVEL DISTANCE SHALL NOT EXCEED 300 FEET WITH SPRINKLER SYSTEM.

TRAVEL DISTANCE TO EXIT 20.2.6.2.2

TRAVEL DISTANCE SHALL NOT EXCEED 200 FEET WITH SPRINKLER SYSTEM.

NUMBER OF MEANS OF EGRESS 38.2.4.1

NOT LESS THAN 2

SEPARATION DISTANCE NOT LESS THAN 1/3 THE DIAGONAL 7.5.1.3.3

EGRESS WIDTH TABLE 7.3.3.1

STAIRWAYS : OCCUPANCY LOAD x .3 INCHES
CORRIDORS : OCCUPANCY LOAD x .2 INCHES

CAPACITY OF MEANS OF EGRESS 38.2.3.2

MINIMUM WIDTH OF 44 INCHES

SHAFT 8.6.5 ITEM 2

SHAFTS LESS THAN 4 STORIES SHALL HAVE 1-HOUR FIRE BARRIER.

FINISH REQUIREMENTS ( NFPA 101 10.2.2)

EXIT ENCLOSURES/EXIT PASSAGEWAYS: CLASS A OR B
EXIT ACCESS CORRIDORS & OTHER EXIT WAYS: CLASS A OR B
ROOMS& ENCLOSED SPACES: CLASS A, B, OR C

FLOORS IN EXIT ENCLOSURES, EXIT PASSAGEWAYS AND CORRIDORS
 ( OTHER THAN WOOD, VINYL, LINOLEUM AND RESILIENT FLOORS W/O FIBER
MATERIALS): CLASS I OR II

XXX SF
X

XXX XXX
OCCUPANT LOAD TAG

ROOM AREA

LOAD FACTOR/
OCCUPANT LOAD

USE GROUP

FIRE EXTINGUISHER CABINET
FEC

EGRESS CAPACITY TAG
xx" DOOR
x" INCH/PERSON
xx PEOPLE

X'-XX"

MAX TRAVEL DISTANCE

REQUIRED EXIT

LIFE SAFETY LEGEND

E

1 HOUR FIRE BARRIER

SMOKE BARRIER
1 HOUR RATED
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PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH
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FIRST FLOOR LIFE SAFETY
PLAN

OCCUPANT LOAD PER ROOM FIRST FLOOR

ROOM
NUMBER NAME AREA OCCUPANCY

OCCUPANCY
FACTOR

OCCUPANT
LOAD

A164 EXAM 118 SF B 100 2
AG02 WAITING 695 SF A 15 47
AG04 RECEPTION 143 SF B 100 2
AG06 ELEC 31 SF M 300 1
AG10A EQUIPMENT MAINTENANCE 273 SF M 300 1
AG10C WATER TREATMENT ROOM 574 SF M 300 2
AG12 EQUIP PROCESSING CLEAN

STORAGE
181 SF M 300 1

AG13 BREAK DOWN 145 SF B 300 1
AG15.2 CHAIR STATION 99 SF B 100 2
AG15.3 CHAIR STATION 80 SF B 100 1
AG15.4 CHAIR STATION 79 SF B 100 1
AG15.5 CHAIR STATION 79 SF B 100 1
AG15.6 CHAIR STATION 79 SF B 100 1
AG15.8 CHAIR STATION 80 SF B 100 1
AG15.9 CHAIR STATION 89 SF B 100 1
AG15.10 CHAIR STATION 71 SF B 100 1
AG15.11 CHAIR STATION 80 SF B 100 1
AG15.12 CHAIR STATION 80 SF B 100 1
AG15.13 CHAIR STATION 80 SF B 100 1
AG15.14 CHAIR STATION 80 SF B 100 1
AG15.15 CHAIR STATION 80 SF B 100 1
AG15.17 CHAIR STATION 79 SF B 100 1
AG15.19 CHAIR STATION 79 SF B 100 1
AG15.20 CHAIR STATION 79 SF B 100 1
AG15.21 CHAIR STATION 79 SF B 100 1
AG15.22 CHAIR STATION 78 SF B 100 1
AG15.23 CHAIR STATION 101 SF B 100 1
AG15.24 CHAIR STATION 99 SF B 100 1
AG15.25 CHAIR STATION 99 SF B 100 1
AG15.26 CHAIR STATION 99 SF B 100 1
AG15.27 CHAIR STATION 99 SF B 100 1
AG15.28 CHAIR STATION 101 SF B 100 2
AG15C EQUIPMENT STORAGE 199 SF M 300 1
AG15D CLEAN SUPPLY / STERILE

SUPPLY
150 SF M 300 1

AG15E SOILED UTILITY 108 SF M 300 1
AG15F MED PREP 92 SF B 100 1
AG15M RENAL DIALYSIS ISOLATION

ROOM CHAIR 9
138 SF B 100 2

AG15N NURSE SATION 1060 SF B 100 11
AG15P RENAL DIALYSIS ISOLATION

ROOM CHAIR 16
137 SF B 100 2

AG15Q RENAL DIALYSIS ISOLATION
ROOM

143 SF B 100 2

AG15S IT 97 SF B 100 1
AG17 HOME TRAINING 123 SF B 100 2
AG19 HOME TRAINING 125 SF B 100 2
AG22 HAC 64 SF M 300 1
AG25 EXAM 120 SF B 100 2
AG29 NURSE PRACTITIONER 79 SF B 100 1
AG31 CHIEF NURSE 79 SF B 100 1
AG32 EXAM/PROCEDURE 177 SF B 100 2
AG33 CHIEF DIALYSIS CENTER 105 SF B 100 2
AG38 CONFERENCE 316 SF A 15 22
AG40 STAFF LOUNGE 220 SF A 15 15
AG41 PACT TEAM ROOM 531 SF B 100 6
AM1 MECHANICAL 92 SF M 300 1
BE1 ELECTRICAL 155 SF M 300 1
BG01 RESOURCE/PROG ASSIST 193 SF B 100 2
BG02 COUNSELING 99 SF B 100 1
BG04 COUNSELING 99 SF B 100 1
BG05 OFFICE 253 SF B 100 3
BG06 COUNSELING 99 SF B 100 1
BG08 COUNSELING 107 SF B 100 2
BG11 IT 75 SF M 300 1
BG12 RESIDENTS OFFICE 351 SF B 100 4
BG13 NOURISHMENT 166 SF A 15 12
BG14 OFFICE 299 SF B 100 3
BG15 SOCIAL WORKER 103 SF B 100 2
BG16 CHAPLAIN 111 SF B 100 2
BG17 GROUP THERAPY 233 SF A 15 16
BG18A GROUP   THERAPY 126 SF A 15 9
BG18B GROUP    THERAPY 125 SF A 15 9
BM1 SPRINKLER 114 SF M 300 1
Grand total: 70 232
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KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

A-003

jhtjht

SECOND FLOOR LS & FIRST
FLOOR SMOKE ZONE PLANS

 3/32" = 1'-0"

SECOND FLOOR LIFE SAFETY PLAN

 3/32" = 1'-0"

SMOKE ZONE PLAN - FIRST FLOOR

OCCUPANT LOAD PER ROOM SECOND FLOOR

ROOM
NUMBER NAME AREA Occupancy

Rm_Occup
ancy Factor

Rm_Occup
ancy Load

A102 WAITING 523 SF A 15 35
A102A STORAGE 20 SF B 100 1
A104 RECEPTION 95 SF B 100 1
A106 VBA OFFICE 70 SF B 100 1
A108 EXAM 123 SF B 100 2
A110 VISUAL FIELDS 98 SF B 100 1
A112 EXAM 126 SF B 100 2
A116 EXAM 127 SF B 100 2
A120 EXAM 126 SF B 100 2
A122 EXAM 133 SF B 100 2
A124 LOUNGE 131 SF A 15 9
A126 VISIT OFFICE 88 SF B 100 1
A128 TOILET 52 SF B 100 1
A130 CHIEF OF STAFF 102 SF B 100 2
A132 EXAM 129 SF A 100 2
A133 SCREENING 94 SF B 100 1
A134 EXAM 139 SF B 100 2
A135 EXAM 129 SF B 100 2
A136 OCT ROOM 119 SF B 100 2
A137 PHOTOGRAPHY ROOM 114 SF B 100 2
A138 EXAM 134 SF B 100 2
A142 LOW VISION TRAINING 394 SF B 100 4
A142A STORAGE 81 SF M 300 1
A144 OPT SIMULATION 100 SF M 300 1
A146 LOW VISION EXAM 180 SF B 100 2
A148 EXAM 129 SF B 100 2
A149 EXAM 127 SF B 100 2
A153 LOW VISION MSA OFFICE 109 SF B 100 2
A155 VISUAL FIELDS 115 SF B 100 2
A156 CLEAN 74 SF B 100 1
A157 SOILED 62 SF M 300 1
A159 IT 90 SF M 300 1
A161 VISUAL FIELDS 119 SF B 100 2
A163 ELECTRICAL 16 SF M 300 1
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7843
 NO.

AI
NI

GR

IV
FOHTLAEWNO

M
M

O
C JOSEPH H. TROST

ARCHITECT



PF

PF

192 SF

BUILDING COMMON
SPACE

574 SF

BUILDING COMMON
SPACE

DEPARTMENT GSF LEGEND

BUILDING COMMON SPACE

CHAPLAIN SERVICES

DIALYSIS CLINIC

92 SF

BUILDING COMMON
SPACE

36 SF

BUILDING COMMON
SPACE

13011 SF
DIALYSIS CLINIC

3252 SF
CHAPLAIN SERVICES

74 SF

BUILDING COMMON
SPACE

361 SF

BUILDING COMMON
SPACE

154 SF
ELECTRICAL

114 SF
SPRINKLER

75 SF
IT

107 SF
COUNSELING

99 SF
COUNSELING

99 SF
COUNSELING

166 SF
NOURISHMENT

103 SF

SOCIAL
WORKER

111 SF
CHAPLAIN

299 SF
OFFICE

351 SF

RESIDENTS
OFFICE

42 SF
TLT

32 SF
STORAGE

304 SF
CORRIDOR

233 SF

GROUP
THERAPY

126 SF

GROUP
THERAPY

253 SF
OFFICE

42 SF
TLT

193 SF

RESOURCE/PROG
ASSIST

73 SF
VESTIBULE

238 SF
CORRIDOR

PH
A

SE
 T

W
O

 C
O

N
N

EC
TI

O
N

99 SF
COUNSELING

Department Legend

Building Common

Circulation

Patient Services

Reception/Waiting

Staff

Support

160 SF
STAIR

202 SF
STAIR

205 SF
LOBBY

574 SF

WATER
TREATMENT

ROOM

273 SF

EQUIPMENT
MAINTENANCE

181 SF

EQUIP
PROCESSING

CLEAN
STORAGE

92 SF
MECHANICAL

145 SF
BREAK DOWN

531 SF

PACT TEAM
ROOM

316 SF
CONFERENCE

695 SF
WAITING

177 SF
EXAM/PROCEDURE 143 SF

RECEPTION
44 SF

TOILET

44 SF
TOILET84 SF

CORRIDOR

64 SF
HAC

57 SF

TOILET /
SHOWER

31 SF
ELEC

182 SF
CORRIDOR

558 SF
CORRIDOR

105 SF

CHIEF
DIALYSIS
CENTER

79 SF
CHIEF NURSE

79 SF

NURSE
PRACTITIONER

41 SF
TOILET

97 SF
IT

120 SF
EXAM

118 SF
EXAM

125 SF

HOME
TRAINING

44 SF
TOILET

123 SF

HOME
TRAINING

199 SF

EQUIPMENT
STORAGE

150 SF

CLEAN
SUPPLY /
STERILE
SUPPLY

108 SF

SOILED
UTILITY

92 SF
MED PREP

83 SF
VESTIBULE

42 SF
TOILET

143 SF

RENAL
DIALYSIS

ISOLATION
ROOM

78 SF

CHAIR
STATION

79 SF

CHAIR
STATION

79 SF

CHAIR
STATION

79 SF

CHAIR
STATION

79 SF

CHAIR
STATION

79 SF

CHAIR
STATION

42 SF
TOILET

137 SF

RENAL
DIALYSIS

ISOLATION
ROOM CHAIR

16
80 SF

CHAIR
STATION

80 SF

CHAIR
STATION

80 SF

CHAIR
STATION

80 SF

CHAIR
STATION

80 SF

CHAIR
STATION

71 SF

CHAIR
STATION

89 SF

CHAIR
STATION

80 SF

CHAIR
STATION

138 SF

RENAL
DIALYSIS

ISOLATION
ROOM CHAIR 9

46 SF
TOILET

79 SF

CHAIR
STATION

79 SF

CHAIR
STATION

79 SF

CHAIR
STATION

80 SF

CHAIR
STATION

99 SF

CHAIR
STATION

101 SF

CHAIR
STATION

99 SF

CHAIR
STATION

99 SF

CHAIR
STATION

99 SF

CHAIR
STATION

99 SF

CHAIR
STATION

101 SF

CHAIR
STATION

2329 SF
CORRIDOR

1060 SF

NURSE
STATION

220 SF

STAFF
LOUNGE

220 SF
CORRIDOR

111 SF
CORRIDOR

A
Serv

ic
e

D
i s

ab
l e

d Ve t e ran Owned
Sma

ll
Business

SDVOSB

CVE

3A

3B

1

Miller-Remick LLC

1010 KINGS HIGHWAY SOUTH
CHERRY HILL, NEW JERSEY 08034
PHONE: (856)429-4000
FAX: (856)429-5002

M.E.P.  &  Structural Engineering
A Service Disabled Veteran Owned
Small Business

Drawing Title

Approved: Medical Center  Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

CONSULTANTS: ARCHITECT / ENGINEERS: Office of
Construction
and Facilities
Management

o
n
e
 e

ig
h
th

 in
ch

 =
 o

n
e
 f
o
o
t

1
6

8
4

0

B

A

C

D

E

F

th
re

e
 in

ch
e
s 

=
 o

n
e
 f
o
o
t
6
"

1
0

6
"

o
n
e
 a

n
d
 o

n
e
 h

a
lf 

in
ch

e
s 

=
 o

n
e
 f
o
o
t

o
n
e
 in

ch
 =

 o
n
e
 f
o
o
t

2
0

6
"

6
"

0
2

th
re

e
 q

u
a
rt

e
rs

 in
ch

 =
 o

n
e
 f
o
o
t

o
n
e
 h

a
lf 

in
ch

 =
 o

n
e
 f
o
o
t

4
0

th
re

e
 e

ig
h
th

s 
in

ch
 =

 o
n
e
 f
o
o
t

4
0

0
4

8
o
n
e
 q

u
a
rt

e
r 

in
ch

 =
 o

n
e
 f
o
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

NO. DESCRIPTION DATE

www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
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FIRST FLOOR DEPARTMENT
PLANS

BUILDING GROSS SF

Level Area
FIRST FLOOR 14,456 SF
FIRST FLOOR 3,993 SF
SECOND FLOOR 6,546 SF
TOTAL GSF 24,996 SF

DEPARTMENT GROSS SQUARE FOOT

Name Area
BUILDING COMMON SPACE 1,651 SF
CHAPLAIN SERVICES 3,252 SF
DIALYSIS CLINIC 13,011 SF
EYE CLINIC 5,787 SF
TOTAL DGSF 23,700 SF

 1/16" = 1'-0"

DEPARTMENT GROSS SF PLAN - FIRST FLOOR

 3/32" = 1'-0"

DEPARTMENT PLAN - PHASE ONE - FIRST FLOOR

 3/32" = 1'-0"

DEPARTMENT PLAN - PHASE THREE - FIRST FLOOR
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SECOND FLOOR
DEPARTMENT PLANS

DEPARTMENT GROSS SQUARE FOOT

Name Area
BUILDING COMMON SPACE 1,651 SF
CHAPLAIN SERVICES 3,252 SF
DIALYSIS CLINIC 13,011 SF
EYE CLINIC 5,787 SF
TOTAL DGSF 23,700 SF

BUILDING GROSS SF

Level Area
FIRST FLOOR 14,456 SF
FIRST FLOOR 3,993 SF
SECOND FLOOR 6,546 SF
TOTAL GSF 24,996 SF

 1/16" = 1'-0"

DEPARTMENT GROSS SF PLAN - SECOND FLOOR

 1/8" = 1'-0"

DEPARTMENT PLAN - SECOND FLOOR
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GENERAL DEMOLITION NOTES

• DEMOLITION DRAWINGS INDICATE IN GENERAL, THE EXTENT OF DEMOLITION. REMOVE ENTIRE BUILDING,
INCLUDING BUT LIMITED TO FOUNDATION, WALLS, PLUMBING, ELECTRICAL, MECHANICAL AND ROOFS.

• THE CONTRACTOR SHALL VISIT THE SITE AND BECOME FAMILIAR WITH ALL EXISTING CONDITIONS PRIOR TO
THE START OF CONSTRUCTION.

• SEE ASBESTOS REPORT FOR THE REMOVAL OF ANY HAZARDOUS MATERIALS.

• ALL NOTE REMARKS AND/OR SCHEDULES ARE FOR THIS ONLY UNLESS OTHERWISE INDICATED.

• CAP ALL UTITLIES COMING INTO THE BUILDING PRIOR TO REMOVAL OF BUILDING.

DEMOLITION NOTES

1. EXISTING TREES TO REMAIN. CONTRACTOR SHALL BE RESPONSIBLE FOR PROTECTING TREES DURING
CONSTRUCTION AND DEMOLITION OPERATIONS. CONTRACTOR SHALL HIRE AN ARBORIST TO PROVIDE NECESSARY
DETAILS AND REQUIREMENTS TO PERSERVE TREES.

2. REMOVE EXISTING BUILDING IN ITS ENTIRETY.

3. REMOVE EXISTING PLANTING AS REQUIRED TO INSTAL NEW BUILDING.

4. SEE CIVIL DWGS FOR EXTENSION OF DEMOLITION.

5. REMOVE EXISTING GAZEBO AND RETAIN FOR REUSE. SEE CIVIL DWGS FOR NEW LOCATION.

6. REMOVE EXISTING WOOD DECK IN ITS ENTIRETY.

7. REMOVE AND RETAIN EXISTING MANTLE AND FIREPLACE SURROUND FOR REUSE IN PHASE 1.

*** DEMOLITION NOTES APPLY TO THIS SHEET ONLY ***
7

7

A
Serv

ic
e

D
i s

ab
l e

d Ve t e r an Owned
Sma

ll
Business

SDVOSB

CVE

Miller-Remick LLC

1010 KINGS HIGHWAY SOUTH
CHERRY HILL, NEW JERSEY 08034
PHONE: (856)429-4000
FAX: (856)429-5002

M.E.P.  &  Structural Engineering
A Service Disabled Veteran Owned
Small Business

Drawing Title

Approved: Medical Center  Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

CONSULTANTS: ARCHITECT / ENGINEERS: Office of
Construction
and Facilities
Management

o
n
e
 e

ig
h
th

 in
ch

 =
 o

n
e
 f
o
o
t

1
6

8
4

0

B

A

C

D

E

F

th
re

e
 in

ch
e
s 

=
 o

n
e
 f
o
o
t
6
"

1
0

6
"

o
n
e
 a

n
d
 o

n
e
 h

a
lf 

in
ch

e
s 

=
 o

n
e
 f
o
o
t

o
n
e
 in

ch
 =

 o
n
e
 f
o
o
t

2
0

6
"

6
"

0
2

th
re

e
 q

u
a
rt

e
rs

 in
ch

 =
 o

n
e
 f
o
o
t

o
n
e
 h

a
lf 

in
ch

 =
 o

n
e
 f
o
o
t

4
0

th
re

e
 e

ig
h
th

s 
in

ch
 =

 o
n
e
 f
o
o
t

4
0

0
4

8
o
n
e
 q

u
a
rt

e
r 

in
ch

 =
 o

n
e
 f
o
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

NO. DESCRIPTION DATE

www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

BID DOCUMENTS
FULLY SPRINKLERED

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

jhtjht

BUILDING 115 DEMOLITION
PLANS - PHASE TWO

AD101

 1/8" = 1'-0"

BASEMENT FLOOR DEMOLITION PLAN

 1/8" = 1'-0"

FIRST FLOOR DEMOLITION PLAN

 1/8" = 1'-0"

SECOND FLOOR DEMOLITION PLAN

 1" = 20'-0"

EXISTING SITE PLAN

 12" = 1'-0"AD101

5 INTERIOR ELEVATION

 12" = 1'-0"AD101

6 INTERIROR ELEVATION 2
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----NTS----

7843
 NO.

AI
NI

GR

IV
FOHTLAEWNO

M
M

O
C JOSEPH H. TROST

ARCHITECT



GENERAL DEMOLITION NOTES
1. REMOVE ENTIRE TWO STORY PLUS BASEMENT WOOD FRAMED, BRICK VENEER STRUCTURE.

2. REMOVE EXISTING DECK IN ITS ENTIRETY.

3. DISCONNECT AND CAP ALL UTILITIES PRIOR TO DEMOLITION OF STRUCTURE.

4. SEE CIVIL DRAWINGS FOR INTENT OF SITE DEMOLITION.

5. PROTECT EXISTING MAGNOLIA TREES.

6. INFILL EXISTING BASEMENT WITH SUITABLE FILL MATERIAL.
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• CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO THE START OF
CONSTRUCTION. ANY DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE
ARCHITECT FOR A RESOLUTION. ADJUSTMENTS TO DIMENSIONS AND CONDITIONS SHOWN MAY BE
REQUIRED.

• ALL DIMENSIONS ARE REFERENCED FROM FACE OF STUD AT NEW CONSTRUCTION UNLESS OTHERWISE
NOTED. DIMENSIONS ARE REFERENCED FROM FACE OF FINISH AT EXISTING CONSTRUCTION.

• ALL DIMENSIONS INDICATED +/- ARE APPROXIMATE AND MUST BE FIELD VERIFIED PRIOR TO THE START OF
CONSTRUCTION.

• PROVIDE SHALL MEAN TO SUPPLY, TO FURNISH AND TO INSTALL COMPLETE WITH ALL ACCESSORIES,
PARTS AND/OR SERVICES TO BE READY FOR ITS INTENDED USE.

• WHERE WORK ABUTS OR ADJOINS EXISTING SURFACES WHICH WILL REMAIN EXPOSED, ALIGN NEW
WORK FLUSH WITH EXISTING ADJACENT SURFACES.

• THE CONTRACTOR SHALL MAINTAIN THE EXISTING BUILDING IN A WATER TIGHT CONDITION THROUGHOUT
THE ENTIRE CONSTRUCTION PERIOD. REPAIR DAMAGE CAUSED BY CONSTRUCTION OPERATIONS. TAKE
ALL PRECAUTIONS NECESSARY TO PROTECT THE BUILDING AND ITS OCCUPANTS DURING THE
CONSTRUCTION PERIOD.

• CONTRACTOR SHALL PROVIDE BARRIERS TO PREVENT ENTRY TO THE CONSTRUCTION AREA. BARRIERS
SHALL NOT INTERFERE WITH THE OWNERS USE OF THE SITE.

• THE CONTRACTOR SHALL PROVIDE NEGATIVE PRESSURE IN THE AREA OF RENOVATION TO PREVENT
THE SPREAD OF DUST TO OCCUPIED AREAS OF THE BUILDING.

• ALL NOTES, REMARKS AND/OR SCHEDULES ON THIS SHEET ARE FOR THIS ONLY UNLESS OTHERWISE
NOTED.

GENERAL NEW WORK NOTES

1. EWC.

2. FIRE EXTINGUISHER AND CABINET.

3. PROVIDE 1/2" FIRE RATED PLYWOOD THIS SIDE OF ROOM IN LIEU OF GWB. COORDINATE WITH WALL
TYPES. EXTEND PLYWOOD TO DECK ABOVE FIRST FLOOR OR BOTTOM OF TRUSS ON SECOND FLOOR.

4. OPERABLE PARTITION.

5. PROVIDE MANUFACTURES STANDARD POCKET DOOR.

6. DOOR OPERATOR

NEW WORK NOTES
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PHASE 1
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BID DOCUMENTS
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PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE101.1

jhtjht

FIRST FLOOR - PHASE ONE

 1/8" = 1'-0"

NEW WORK PLAN - PHASE ONE - FIRST FLOOR

ROOM LEGEND - PHASE 1

NUMBER NAME
BE1 ELECTRICAL
BG01 RESOURCE/PROG ASSIST
BG02 COUNSELING
BG04 COUNSELING
BG05 OFFICE
BG06 COUNSELING
BG07 TLT
BG08 COUNSELING
BG09 TLT
BG10 IT
BG11 RESIDENTS OFFICE
BG12 NOURISHMENT
BG15 OFFICE
BG16 SOCIAL WORKER
BG17 STORAGE
BG19 CHAPLAIN
BG21 GROUP THERAPY
BG23A GROUP   THERAPY
BG23B GROUP    THERAPY
BM1 SPRINKLER
BV1 VESTIBULE
CGB-1 CORRIDOR
CGB-2 CORRIDOR

WALL TYPE SCHEDULE

TYPE STC DESCRIPTION FIRE RATING UL REMARKS
C8 8" CMU. EXTEND WALL ASSEMBLY TO DECK ABOVE - PROVIDE INSULATION WHERE

COMPONETS MEET DECK ABOVE
C8_1 8" CMU. EXTEND WALL ASSEMBLY TO DECK ABOVE 1 HR BARRIER PROVIDE 1" STENCILED TEXT

EVERY 8' O.C. MAX. READING "1 HR
FIRE RATED PARTITION". PROVIDE
INSULATION WHERE COMPONENTS
MEET DECK ABOVE. PROVIDE FIRE
SAFING WHERE COMPONETS MEET
DECK ABOVE.

M3 N/A 3 5/8" METAL STUDS AT 16" O.C. MAX. 5/8" GWB BOTH SIDES. EXTEND WALL ASSEMBLY
TO 4" ABOVE FINISHED CEILING.ANCHOR STUDS TO DECK OR TRUSS ABOVE.

N/A N/A

M3B N/A 3 5/8" METAL STUDS AT 16" O.C. MAX. 5/8" GWB ONE SIDE. EXTEND WALL ASSEMBLY TO
4" ABOVE FINISHED CEILING.

N/A N/A

M351 51 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" GWB BOTH SIDES. PROVIDE 3" SAFB
CREASED MINERAL WOOL. EXTEND  WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE
OR BOTTOM CORD OF 2ND FLOOR TRUSS

N/A U419 PROVIDE SOUND INSULATION
WHERE COMPONENTS MEET DECK
ABOVE. PROVIDE ACOUSTICAL
SEALANT AT RUNNER AND HEAD
PRIOR TO INSULATION OF GWB.
PROVIDE ACOUSTICAL SEALANT AT
ALL WALL PENETRATIONS.
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• CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO THE START OF
CONSTRUCTION. ANY DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE ARCHITECT
FOR A RESOLUTION. ADJUSTMENTS TO DIMENSIONS AND CONDITIONS SHOWN MAY BE REQUIRED.

• ALL DIMENSIONS ARE REFERENCED FROM FACE OF STUD AT NEW CONSTRUCTION UNLESS OTHERWISE
NOTED. DIMENSIONS ARE REFERENCED FROM FACE OF FINISH AT EXISTING CONSTRUCTION.

• ALL DIMENSIONS INDICATED +/- ARE APPROXIMATE AND MUST BE FIELD VERIFIED PRIOR TO THE START OF
CONSTRUCTION.

• PROVIDE SHALL MEAN TO SUPPLY, TO FURNISH AND TO INSTALL COMPLETE WITH ALL ACCESSORIES, PARTS
AND/OR SERVICES TO BE READY FOR ITS INTENDED USE.

• WHERE WORK ABUTS OR ADJOINS EXISTING SURFACES WHICH WILL REMAIN EXPOSED, ALIGN NEW WORK
FLUSH WITH EXISTING ADJACENT SURFACES.

• THE CONTRACTOR SHALL MAINTAIN THE EXISTING BUILDING IN A WATER TIGHT CONDITION THROUGHOUT THE
ENTIRE CONSTRUCTION PERIOD. REPAIR DAMAGE CAUSED BY CONSTRUCTION OPERATIONS. TAKE ALL
PRECAUTIONS NECESSARY TO PROTECT THE BUILDING AND ITS OCCUPANTS DURING THE CONSTRUCTION
PERIOD.

• CONTRACTOR SHALL PROVIDE BARRIERS TO PREVENT ENTRY TO THE CONSTRUCTION AREA. BARRIERS SHALL
NOT INTERFERE WITH THE OWNERS USE OF THE SITE.

• THE CONTRACTOR SHALL PROVIDE NEGATIVE PRESSURE IN THE AREA OF RENOVATION TO PREVENT THE
SPREAD OF DUST TO OCCUPIED AREAS OF THE BUILDING.

• ALL NOTES, REMARKS AND/OR SCHEDULES ON THIS SHEET ARE FOR THIS ONLY UNLESS OTHERWISE NOTED.

GENERAL NEW WORK NOTES

1. EWC

2. FIRE EXTINGUISHER AND CABINET.

3. CAMPUS DIRECTORY. PROVIDE POWER AND DATA.

4. PROVIDE 1HR FIRE RATED EXTERIOR WALL.

5. PROVIDE 1/2" FIRE RATED PLYWOOD THIS SIDE OF ROOM IN LIEU OF GWB. COORDINATE WITH WALL
TYPES. EXTEND PLYWOOD TO DECK ABOVE ON FIRST FLOOR OR BOTTOM OF TRUSS ON SECOND
FLOOR.

6. REMOVE EIFS INSTALLED IN PHASE 1.

7. WALL CONTROL PLATE FOR POWER OPERATED DOORS.

8. CARD READER.

9. EXPOSED STEEL COLUMN PAINTED.

10. BASEBOARD HEATER SEE MECH.

NEW WORK NOTES
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NO. DESCRIPTION DATE

www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE101.2

jhtjht

FIRST FLOOR PLAN - PHASE
THREE

 1/8" = 1'-0"

NEW WORK PLAN - PHASE THREE - FIRST FLOOR

ROOM LEGEND - PHASE THREE - FIRST FLOOR

NUMBER NAME
AG01 LOBBY
AG02 WAITING
AG04 RECEPTION
AG05 TOILET
AG06 ELEC
AG07 TOILET
AG10 CORRIDOR
AG10A EQUIPMENT MAINTENANCE
AG10C WATER TREATMENT ROOM
AG12 EQUIP PROCESSING CLEAN STORAGE
AG13 BREAK DOWN
AG15 CORRIDOR
AG15.2 CHAIR STATION
AG15.3 CHAIR STATION
AG15.4 CHAIR STATION
AG15.5 CHAIR STATION
AG15.6 CHAIR STATION
AG15.8 CHAIR STATION
AG15.9 CHAIR STATION
AG15.10 CHAIR STATION
AG15.11 CHAIR STATION
AG15.12 CHAIR STATION
AG15.13 CHAIR STATION
AG15.14 CHAIR STATION
AG15.15 CHAIR STATION
AG15.17 CHAIR STATION
AG15.18 CHAIR STATION
AG15.19 CHAIR STATION
AG15.20 CHAIR STATION
AG15.21 CHAIR STATION
AG15.22 CHAIR STATION
AG15.23 CHAIR STATION
AG15.24 CHAIR STATION
AG15.25 CHAIR STATION
AG15.26 CHAIR STATION
AG15.27 CHAIR STATION
AG15.28 CHAIR STATION
AG15C EQUIPMENT STORAGE
AG15D CLEAN SUPPLY / STERILE SUPPLY
AG15E SOILED UTILITY
AG15F MED PREP
AG15M RENAL DIALYSIS ISOLATION ROOM CHAIR 9
AG15M.1 TOILET
AG15N NURSE STATION
AG15P RENAL DIALYSIS ISOLATION ROOM CHAIR 16
AG15P.1 TOILET
AG15Q RENAL DIALYSIS ISOLATION ROOM
AG15Q.1 TOILET
AG15S IT
AG17 HOME TRAINING
AG19 HOME TRAINING
AG19A TOILET
AG21 EXAM
AG22 HAC
AG24 TOILET / SHOWER
AG25 EXAM
AG27 TOILET
AG29 NURSE PRACTITIONER
AG31 CHIEF NURSE
AG32 EXAM/PROCEDURE
AG33 CHIEF DIALYSIS CENTER
AG38 CONFERENCE
AG40 STAFF LOUNGE
AG41 PACT TEAM ROOM
AM1 MECHANICAL
AV-1 VESTIBULE
CGA CORRIDOR
CGA-1 CORRIDOR
CGA-2 CORRIDOR
CGA-3 CORRIDOR
ELV2 ELEVATOR
ELV 1 ELEVATOR
SGA1 STAIR
SGA2 STAIR

WALL TYPE SCHEDULE PHASE 3

TYPE STC DESCRIPTION FIRE RATING UL REMARKS
C8_1 8" CMU. EXTEND WALL ASSEMBLY TO DECK ABOVE 1 HR BARRIER PROVIDE 1" STENCILED TEXT EVERY 8' O.C. MAX. READING

"1 HR FIRE RATED PARTITION". PROVIDE INSULATION
WHERE COMPONENTS MEET DECK ABOVE. PROVIDE FIRE
SAFING WHERE COMPONETS MEET DECK ABOVE.

C8_1A 8" CMU. WITH 7/8" MTL FURRING AND 5/8" GWB. EXTEND CMU TO DECK ABOVE, EXTEND FURRING AND GWB
TO 4" ABOVE FINISHED CEILING.

1 HR BARRIER PROVIDE 1" STENCILED TEXT EVERY 8' O.C. MAX. READING
"1 HR FIRE RATED PARTITION". PROVIDE INSULATION
WHERE COMPONENTS MEET DECK ABOVE. PROVIDE FIRE
SAFING WHERE COMPONETS MEET DECK ABOVE.

M1B N/A 1 5/8" METAL STUDS AT 16" O.C. MAX. 5/8" GWB ONE SIDE. EXTEND WALL ASSEMBLY TO 4" ABOVE FINISHED
CEILING.

N/A -

M3 N/A 3 5/8" METAL STUDS AT 16" O.C. MAX. 5/8" GWB BOTH SIDES. EXTEND WALL ASSEMBLY TO 4" ABOVE FINISHED
CEILING.ANCHOR STUDS TO DECK OR TRUSS ABOVE.

N/A N/A

M3_1 40 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. EXTEND WALL ASSEMBLY TO
UNDERSIDE OF DECK ABOVE.

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING "1 HR
FIRE BARRIER" AS REQUIRED BY BUILDING CODE. PROVIDE
INSULATION WHERE COMPONENTS MEET DECK ABOVE.
PROVIDE SEALANT AT RUNNER AND HEAD PRIOR TO
INSTALLATION OF GWB

M3_1SB 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. EXTEND PARTITION TO UNDERSIDE
OF DECK ABOVE.

1 HR FIRE & SMOKE BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING
"SMOKE BARRIER AND 1 HOUR SMOKE BARRIER"

M3_SB 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. EXTEND PARTITION TO UNDERSIDE
OF DECK ABOVE.

SMOKE BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING
"SMOKE BARRIER"

M3B N/A 3 5/8" METAL STUDS AT 16" O.C. MAX. 5/8" GWB ONE SIDE. EXTEND WALL ASSEMBLY TO 4" ABOVE FINISHED
CEILING.

N/A N/A

M4 N/A 4" METAL STUDS AT 16" O.C.MAX. 1 LAYER 5/8" GWB BOTH SIDES. ANCHOR PARTITION TO DECK OR TRUSS
ABOVE. EXTEND GWB 4" ABOVE CEILING.

N/A U419

M6_1 56 6" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. 5" MINERAL WOOL BATT INSULATION.
EXTEND WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE.

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING "1 HR
FIRE RATED PARTITION" AS REQUIRED BY BUILDING CODE.
PROVIDE INSULATION WHERE COMPONENTS MEET DECK
ABOVE.

M8 N/A 8" METAL STUDS AT 16" O.C.MAX. 5/8" GWB BOTH SIDES. EXTEND GWB TO 4" ABOVE FINISHED CEILING.
ANCHOR STUDS TO UNDERSIDE OF DECK OR STRUCTURE ABOVE AT 48" O.C. MAX

N/A N/A

M8_1 56 6" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. 5" MINERAL WOOL BATT INSULATION.
EXTEND WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE.

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING "1 HR
FIRE RATED PARTITION" AS REQUIRED BY BUILDING CODE.
PROVIDE INSULATION WHERE COMPONENTS MEET DECK
ABOVE.

M351 51 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" GWB BOTH SIDES. PROVIDE 3" SAFB CREASED MINERAL WOOL.
EXTEND  WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE OR BOTTOM CORD OF 2ND FLOOR TRUSS

N/A U419 PROVIDE SOUND INSULATION WHERE COMPONENTS MEET
DECK ABOVE. PROVIDE ACOUSTICAL SEALANT AT RUNNER
AND HEAD PRIOR TO INSULATION OF GWB. PROVIDE
ACOUSTICAL SEALANT AT ALL WALL PENETRATIONS.

M351_1 51 3 5/8" METAL STUDS AT 16" O.C. MAX. WITH 1 LAYER OF 5/8" FIRE RATED GWB BOTH SIDES. PROVIDE 3"
MINERAL WOOL. EXTEND WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. MAX. READING
"1HR FIRE RATED PARTITION" AS REQUIRED BY BUILDING
CODE. PROVIDE INSULATION WHERE COMPONENTS MEET
DECK ABOVE. PROVIDE ACOUSTICAL SEALANT AT RUNNER
AND HEAD PRIOR TO INSTALLATION OF GWB. PROVIDE
ACOUSTICAL SEALANT AT ALL WALL PENETRATIONS.

M351_SB 51 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. PROVIDE 3" MINERAL WOOL. EXTEND
WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE

SMOKE BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING
"SMOKE BARRIER". PROVIDE ACOUSTICAL SEALANT AT
RUNNER AND HEAD PRIOR TO INSTALLATION OF GWB.
PROVIDE ACOUSTICAL SEALANT AT ALL WALL
PENETRATIONS.

M851 51 8" METAL STUDS AT 16" O.C.MAX. 5/8" GWB BOTH SIDES. EXTEND GWB TO 4" ABOVE FINISHED CEILING.
ANCHOR STUDS TO UNDERSIDE OF DECK OR STRUCTURE ABOVE AT 48" O.C. MAX

PROVIDE SOUND INSULATION WHERE COMPONENTS MEET
DECK ABOVE. PROVIDE ACOUSTICAL SEALANT AT RUNNER
AND HEAD PRIOR TO INSULATION OF GWB. PROVIDE
ACOUSTICAL SEALANT AT ALL WALL PENETRATIONS.

M851_1 51 3 5/8" METAL STUDS AT 16" O.C. MAX. WITH 2 LAYERS OF 5/8" FIRE RATED GWB BOTH SIDES. PROVIDE 3"
MINERAL WOOL. EXTEND WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. MAX. READING
"1HR FIRE RATED PARTITION" AS REQUIRED BY BUILDING
CODE. PROVIDE INSULATION WHERE COMPONENTS MEET
DECK ABOVE. PROVIDE ACOUSTICAL SEALANT AT RUNNER
AND HEAD PRIOR TO INSTALLATION OF GWB. PROVIDE
ACOUSTICAL SEALANT AT ALL WALL PENETRATIONS.
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• CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO THE START OF
CONSTRUCTION. ANY DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE
ARCHITECT FOR A RESOLUTION. ADJUSTMENTS TO DIMENSIONS AND CONDITIONS SHOWN MAY BE
REQUIRED.

• ALL DIMENSIONS ARE REFERENCED FROM FACE OF STUD AT NEW CONSTRUCTION UNLESS OTHERWISE
NOTED. DIMENSIONS ARE REFERENCED FROM FACE OF FINISH AT EXISTING CONSTRUCTION.

• ALL DIMENSIONS INDICATED +/- ARE APPROXIMATE AND MUST BE FIELD VERIFIED PRIOR TO THE START OF
CONSTRUCTION.

• PROVIDE SHALL MEAN TO SUPPLY, TO FURNISH AND TO INSTALL COMPLETE WITH ALL ACCESSORIES,
PARTS AND/OR SERVICES TO BE READY FOR ITS INTENDED USE.

• WHERE WORK ABUTS OR ADJOINS EXISTING SURFACES WHICH WILL REMAIN EXPOSED, ALIGN NEW
WORK FLUSH WITH EXISTING ADJACENT SURFACES.

• THE CONTRACTOR SHALL MAINTAIN THE EXISTING BUILDING IN A WATER TIGHT CONDITION THROUGHOUT
THE ENTIRE CONSTRUCTION PERIOD. REPAIR DAMAGE CAUSED BY CONSTRUCTION OPERATIONS. TAKE
ALL PRECAUTIONS NECESSARY TO PROTECT THE BUILDING AND ITS OCCUPANTS DURING THE
CONSTRUCTION PERIOD.

• CONTRACTOR SHALL PROVIDE BARRIERS TO PREVENT ENTRY TO THE CONSTRUCTION AREA. BARRIERS
SHALL NOT INTERFERE WITH THE OWNERS USE OF THE SITE.

• THE CONTRACTOR SHALL PROVIDE NEGATIVE PRESSURE IN THE AREA OF RENOVATION TO PREVENT
THE SPREAD OF DUST TO OCCUPIED AREAS OF THE BUILDING.

• ALL NOTES, REMARKS AND/OR SCHEDULES ON THIS SHEET ARE FOR THIS ONLY UNLESS OTHERWISE
NOTED.

GENERAL NEW WORK NOTES

1. ROOF DRAIN AND OVERFLOW DRAIN.

2. FIRE EXTINGUISHER AND CABINET.

3. PROVIDE 1/2" FIRE RATED PLYWOOD THIS SIDE OF ROOM IN LIEU OF GWB. COORDINATE WITH WALL
TYPES. EXTEND PLYWOOD TO DECK ABOVE ON FIRST FLOOR OR BOTTOM OF TRUSS ON SECOND
FLOOR.

4. PROVIDE M3B WALL TYPE AT ALL WINDOWS WITH SPANDREL GLASS.

NEW WORK NOTES
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ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE102.2

jhtjht

SECOND FLOOR PLAN -
PHASE THREE

 1/8" = 1'-0"

SECOND FLOOR PLAN PHASE THREE

ROOM LEGEND - PHASE 2 - SECOND FLOOR

NUMBER NAME
A101 ENTRY
A102 WAITING
A102A STORAGE
A104 RECEPTION
A106 VBA OFFICE
A108 EXAM
A110 VISUAL FIELDS
A112 EXAM
A116 EXAM
A120 EXAM
A122 EXAM
A124 LOUNGE
A126 VISIT OFFICE
A128 TOILET
A130 CHIEF OF STAFF
A132 EXAM
A133 SCREENING
A134 EXAM
A135 EXAM
A136 OCT ROOM
A137 PHOTOGRAPHY ROOM
A138 EXAM
A142 LOW VISION TRAINING
A142A STORAGE
A144 OPT SIMULATION
A146 LOW VISION EXAM
A148 EXAM
A149 EXAM
A152 TOILET
A153 LOW VISION MSA OFFICE
A155 VISUAL FIELDS
A156 CLEAN
A157 SOILED
A159 IT
A160 TOILET
A161 VISUAL FIELDS
A163 ELECTRICAL
AE1 ELEVATOR EQUIPMENT
C1A-1 CORRIDOR
C1A-2 CORRIDOR
C1A-3 CORRIDOR
C1A-4 CORRIDOR
SGA1.2 STAIR
SGA2.2 STAIR

WALL TYPE SCHEDULE PHASE 3

TYPE STC DESCRIPTION FIRE RATING UL REMARKS
C8_1 8" CMU. EXTEND WALL ASSEMBLY TO DECK ABOVE 1 HR BARRIER PROVIDE 1" STENCILED TEXT EVERY 8' O.C. MAX. READING

"1 HR FIRE RATED PARTITION". PROVIDE INSULATION
WHERE COMPONENTS MEET DECK ABOVE. PROVIDE FIRE
SAFING WHERE COMPONETS MEET DECK ABOVE.

C8_1A 8" CMU. WITH 7/8" MTL FURRING AND 5/8" GWB. EXTEND CMU TO DECK ABOVE, EXTEND FURRING AND GWB
TO 4" ABOVE FINISHED CEILING.

1 HR BARRIER PROVIDE 1" STENCILED TEXT EVERY 8' O.C. MAX. READING
"1 HR FIRE RATED PARTITION". PROVIDE INSULATION
WHERE COMPONENTS MEET DECK ABOVE. PROVIDE FIRE
SAFING WHERE COMPONETS MEET DECK ABOVE.

M1B N/A 1 5/8" METAL STUDS AT 16" O.C. MAX. 5/8" GWB ONE SIDE. EXTEND WALL ASSEMBLY TO 4" ABOVE FINISHED
CEILING.

N/A -

M3 N/A 3 5/8" METAL STUDS AT 16" O.C. MAX. 5/8" GWB BOTH SIDES. EXTEND WALL ASSEMBLY TO 4" ABOVE FINISHED
CEILING.ANCHOR STUDS TO DECK OR TRUSS ABOVE.

N/A N/A

M3_1 40 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. EXTEND WALL ASSEMBLY TO
UNDERSIDE OF DECK ABOVE.

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING "1 HR
FIRE BARRIER" AS REQUIRED BY BUILDING CODE. PROVIDE
INSULATION WHERE COMPONENTS MEET DECK ABOVE.
PROVIDE SEALANT AT RUNNER AND HEAD PRIOR TO
INSTALLATION OF GWB

M3_1SB 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. EXTEND PARTITION TO UNDERSIDE
OF DECK ABOVE.

1 HR FIRE & SMOKE BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING
"SMOKE BARRIER AND 1 HOUR SMOKE BARRIER"

M3_SB 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. EXTEND PARTITION TO UNDERSIDE
OF DECK ABOVE.

SMOKE BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING
"SMOKE BARRIER"

M3B N/A 3 5/8" METAL STUDS AT 16" O.C. MAX. 5/8" GWB ONE SIDE. EXTEND WALL ASSEMBLY TO 4" ABOVE FINISHED
CEILING.

N/A N/A

M4 N/A 4" METAL STUDS AT 16" O.C.MAX. 1 LAYER 5/8" GWB BOTH SIDES. ANCHOR PARTITION TO DECK OR TRUSS
ABOVE. EXTEND GWB 4" ABOVE CEILING.

N/A U419

M6_1 56 6" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. 5" MINERAL WOOL BATT INSULATION.
EXTEND WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE.

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING "1 HR
FIRE RATED PARTITION" AS REQUIRED BY BUILDING CODE.
PROVIDE INSULATION WHERE COMPONENTS MEET DECK
ABOVE.

M8 N/A 8" METAL STUDS AT 16" O.C.MAX. 5/8" GWB BOTH SIDES. EXTEND GWB TO 4" ABOVE FINISHED CEILING.
ANCHOR STUDS TO UNDERSIDE OF DECK OR STRUCTURE ABOVE AT 48" O.C. MAX

N/A N/A

M8_1 56 6" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. 5" MINERAL WOOL BATT INSULATION.
EXTEND WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE.

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING "1 HR
FIRE RATED PARTITION" AS REQUIRED BY BUILDING CODE.
PROVIDE INSULATION WHERE COMPONENTS MEET DECK
ABOVE.

M351 51 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" GWB BOTH SIDES. PROVIDE 3" SAFB CREASED MINERAL WOOL.
EXTEND  WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE OR BOTTOM CORD OF 2ND FLOOR TRUSS

N/A U419 PROVIDE SOUND INSULATION WHERE COMPONENTS MEET
DECK ABOVE. PROVIDE ACOUSTICAL SEALANT AT RUNNER
AND HEAD PRIOR TO INSULATION OF GWB. PROVIDE
ACOUSTICAL SEALANT AT ALL WALL PENETRATIONS.

M351_1 51 3 5/8" METAL STUDS AT 16" O.C. MAX. WITH 1 LAYER OF 5/8" FIRE RATED GWB BOTH SIDES. PROVIDE 3"
MINERAL WOOL. EXTEND WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. MAX. READING
"1HR FIRE RATED PARTITION" AS REQUIRED BY BUILDING
CODE. PROVIDE INSULATION WHERE COMPONENTS MEET
DECK ABOVE. PROVIDE ACOUSTICAL SEALANT AT RUNNER
AND HEAD PRIOR TO INSTALLATION OF GWB. PROVIDE
ACOUSTICAL SEALANT AT ALL WALL PENETRATIONS.

M351_SB 51 3 5/8" METAL STUDS AT 16" O.C.MAX. 5/8" FIRE RATED GWB BOTH SIDES. PROVIDE 3" MINERAL WOOL. EXTEND
WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE

SMOKE BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. READING
"SMOKE BARRIER". PROVIDE ACOUSTICAL SEALANT AT
RUNNER AND HEAD PRIOR TO INSTALLATION OF GWB.
PROVIDE ACOUSTICAL SEALANT AT ALL WALL
PENETRATIONS.

M851 51 8" METAL STUDS AT 16" O.C.MAX. 5/8" GWB BOTH SIDES. EXTEND GWB TO 4" ABOVE FINISHED CEILING.
ANCHOR STUDS TO UNDERSIDE OF DECK OR STRUCTURE ABOVE AT 48" O.C. MAX

PROVIDE SOUND INSULATION WHERE COMPONENTS MEET
DECK ABOVE. PROVIDE ACOUSTICAL SEALANT AT RUNNER
AND HEAD PRIOR TO INSULATION OF GWB. PROVIDE
ACOUSTICAL SEALANT AT ALL WALL PENETRATIONS.

M851_1 51 3 5/8" METAL STUDS AT 16" O.C. MAX. WITH 2 LAYERS OF 5/8" FIRE RATED GWB BOTH SIDES. PROVIDE 3"
MINERAL WOOL. EXTEND WALL ASSEMBLY TO UNDERSIDE OF DECK ABOVE

1 HR BARRIER U419 PROVIDE 1" STENCILED TEXT EVERY 8' O.C. MAX. READING
"1HR FIRE RATED PARTITION" AS REQUIRED BY BUILDING
CODE. PROVIDE INSULATION WHERE COMPONENTS MEET
DECK ABOVE. PROVIDE ACOUSTICAL SEALANT AT RUNNER
AND HEAD PRIOR TO INSTALLATION OF GWB. PROVIDE
ACOUSTICAL SEALANT AT ALL WALL PENETRATIONS.
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PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113
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SECOND FLOOR OPTION

 1/8" = 1'-0"

SECOND FLOOR PLAN PHASE THREE - BID DEDUCT - ITEM #6

 1/8" = 1'-0"

SECOND FLOOR CEILING PLAN - BID DEDUCT 1 - ITEM #6

METAL SOFFIT (TYP)
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3

4

6

8

B C G

1

E FD

5

2

7

HA

2

3 TYP

1 TYP

7TYP

1

AE103

2

AE103

6

AE103

5 TYP

6

NOTE: SEE FLOOR PLAN FOR DOWNSPOUT LOCATIONS

4

4 4

4

4
4

4

4

4

SEE ROOFING MFR.'S STANDARD
DETAILS FOR PIPE PENETRATIONS

1/
2"

1"

3"

APPROX. 12"

MECHANICALLY FASTENED
SPMR - COORDINATE WITH
ROOFING MFR.'S STANDARD
DETAILS - SEE SPECS

 O
V

ER
FL

O
W

 D
R

AI
N

8"
 F

O
R

MEMBRANE ROOF
MECHANICALLY FASTENED -
PER MFR. RECOMMENDATION

SURE-SEAL BONDING
ADHESIVE - PER MFR.
RECOMMENDATION

SEAL - PER MFR.
RECOMMENDATION

ROOF MANUFACTURER'S
KEYHOLE RIB CLOSURE

FIELD BEVEL CUT PANELS TO
SUIT VALLEY CONDITIONS

PROVIDE HIGH-TEMPERATURE PEEL
AND STICK MEMBRANE TO 3'-0" FROM
CENTERLINE OF ALL VALLEYS

VALLEY FLASHING WITH
4" SEALED LAP JOINTS

ICE & WATER SHIELD
REQUIRED AT VALLEYS

PLUG STIFFENING BEADS
WITH BACKER ROD AND SEALANT

RIVET VALLEY TO PANELS
WITH TAPE SEALANT BETWEEN
RIVETS SPACED AT 4" O.C.

8 1/2" MIN

6"

CONT. UNDERLAYMENT

1"

PANEL FIX POINT, FASTEN
THROUGH PANEL BEHIND
CLOSURE WITH 3/8" SHIM
BETWEEN 3 SCREWS PER
PANEL.

7 3/8" TYP.

HIP FLASHING WITH 4" SEALED
FLAP JOINTS IN DIRECTION OF
FLOW. FASTEN FLASHING TO
CLOSURE BETWEEN EACH
PANEL RIB.

BEVEL CUT PANELS TO SUIT
HIP CONDITION

HIP CLOSURE SYSTEM
WITH FOAM INSERT

CONTINUOUS CLEAT ON
ONE SIDE ONLY

CONTINUOUS
UNDERLAYMENT

OVERFLOW DRAIN

ROOF DRAIN

EPDM FULLY ADHERED

ROOF INSULATION

SUBSTRATE

CONTINUOUS BEAD
OF SEALANT

CONTINUOUS BEAD
OF SEALANT

GENERAL ROOF NOTES
1.  ROOF DRAIN AND OVERFLOW DRAIN.

2. ROOF TOP UNIT, SEE MECHANICAL DRAWINGS.

3. WALKING PADS.

4. VENT STACK, SEE PLUMBING DRAWINGS.

5. STAINLESS STEEL GUY WIRE WITH TURNBUCKLE. SEE STRUCTURAL DRAWINGS.

6. MECHANICAL EQUIPMENT. COORDINATE WITH MECHANICAL DRAWINGS.

 7. EXHAUST VENTILATOR SEE MECH. DRAWINGS.

EPDM FULLY ADHERED

CONTINUOUS BEAD OF
LAP SEALANT

FLASHING

APPROPRIATE
FASTENER 4" O.C.

WELDED METAL
SCUPPER SLEEVE

SLOTTED METAL
GRAVEL STOP

FLASHING

CONTINUOUS BEAD OF
LAP SEALANT

WOOD BLOCKING

ROOF INSULATION

SUBSTRATE

TYPE
SEE WALL

7 
1/

4"

5/
8"

CONT SEALANT

MEMBRANE FLASHING

ALUMINUM COPING WITH
CONT CLEAT

TREATED WOOD BLOCKING2 
3/

8"

 3/32" = 1'-0"

ROOF PLAN
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PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)
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590-401

05-13-2016

113

AE103
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ROOF PLAN

AE103  3" = 1'-0"

3 TYPICAL VENT PIPE

AE103  1 1/2" = 1'-0"

4 TYPICAL ROOF EDGE

AE103  3" = 1'-0"

1 TYPICAL ROOF VALLEY

AE103  3" = 1'-0"

2 TYPICAL ROOF RIDGE

AE103  3" = 1'-0"

5 TYPICAL ROOF / OVERFLOW DRAIN

AE103  3" = 1'-0"

6 THRU WALL SCUPPERAE103  3" = 1'-0"

7 TYPICAL GRAVEL STOP EDGE
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• ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH APPLICABLE FEDERAL, STATE AND LOCAL CODES
AND ORDINANCES.

• CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO THE START OF CONSTRUCTION.
ANY DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE ARCHITECT FOR A
RESOLUTION.

• EACH SUB CONTRACTOR SHALL REVIEW THE CONSTRUCTION DOCUMENTS AND EVALUATE THE SCOPE OF
WORK REQUIRED BY THEIR RESPECTIVE TRADE AND ANY CONFLICTS WITH OTHER TRADES. ANY CONFLICTS
WILL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE ARCHITECT FOR A RESOLUTION.

• PROVIDE SHALL MEAN TO SUPPLY, TO FURNISH AND TO INSTALL COMPLETE WITH ALL ACCESSORIES, PARTS
AND/OR SERVICES TO BE READY FOR ITS INTENDED USE.

• CONTRACTOR SHALL COORDINATE ALL REQUIRED CONDUIT, PIPING AND CHASES FOR OWNER FURNISHED
OWNER INSTALLED EQUIPMENT WITH THE OWNER.

• CONTRACTOR SHALL COORDINATE WITH WORK BEING PERFORMED UNDER SEPARATE CONTRACT BY
OWNER.

• SEE FIRE PLAN FOR FIRE WALL AND SMOKE PARTITION LOCATIONS.

• ALL ABUTTING DISSIMILAR MATERIALS ARE TO BE SEALED. COLOR TO MATCH ADJACENT MATERIALS.

• ALL NOTES, REMARKS AND/OR SCHEDULES ON THIS SHEET ARE FOR THIS SHEET ONLY UNLESS OTHERWISE
NOTED.

1. PROVIDE PTD GWB SOFFIT.  SEE FINISH SCHEDULE FOR COLORS.

2. EXPOSED STRUCTURE.

3. PTD EXTERIOR GWB CEILING 8'-0" AFF.

CEILING NOTES

GENERAL CEILING NOTES

2 X 2 INDIRECT
LIGHT FIXTURE

CEILING LEGEND

RETURN AIR DIFFUSER

SUPPLY AIR DIFFUSER

RECESSED CEILING LIGHT

EXIT SIGN

***NOTE: ITEMS ON THIS SHEET ARE SHOWN FOR LOCATION. COORDINATE WITH
MECHANICAL AND ELECTRICAL SHEETS.***

CEILING MOUNTED LIGHT

1' X 4' INDIRECT LIGHT FIXTURE
CEILING MOUNTED
LIGHT

CGB-1

BG12

BE1

BM1

BG16

BG21

BG23A

BG19

BG10

BG17

BG15

BG11

BG09

BG07

BG08

BG06

BG04

BG02

BG05

BG01

BV1

CGB-2

BG23B

A

1

2 2

2

1

1

AE111.1

3' - 6"

2' - 0" 8' - 0 1/2"

ALUMINUM SOFFIT

EQ EQ

4'
 - 

9 
1/

2"
4'

 - 
9 

1/
2"1'

 - 
9 

1/
4"

2

AE111.1

PH
A

SE
 T

W
O

 C
O

N
N

EC
TI

O
N

4
AE301

3

PLAN FOR DIMENSION
SEE FIRST FLOOR RCP

3 5/8" METAL STUDS, TYP

ACOUSTICAL CEILING AS
SCHEDULED. SEE FINISH
LEGEND FOR INFORMATION

1/2" PTD GWB, TYP. SEE FIRST
FLOOR RCP FOR INFORMATION

TY
P.4"

2' - 0"

4"
2"

10 3/8"1' - 1 5/8"

STEEL BEAM - SEE STRUCTURAL DRAWINGS

SOUND INSULATION

CONTINUOUS STEEL ANGLE

3 5/8" METAL STUDS TO BOTTOM OF TRUSS ABOVE

1 5/8" METAL STUDS

5/8" GWB

MOUNTING PLATE WITH TIE RODS

CEILING AS SCHEDULED - SEE
FINISH LEGEND FOR INFORMATION

OPERABLE PARTITION
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NO. DESCRIPTION DATE

www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE111.1

jhtjht

FIRST FLOOR REFLECTED
CEILING PLAN - PHASE ONE

 1/8" = 1'-0"

REFLECTED CEILING PLAN - PHASE ONE - FIRST FLOOR

ROOM LEGEND - PHASE 1

NUMBER NAME
BE1 ELECTRICAL
BG01 RESOURCE/PROG ASSIST
BG02 COUNSELING
BG04 COUNSELING
BG05 OFFICE
BG06 COUNSELING
BG07 TLT
BG08 COUNSELING
BG09 TLT
BG10 IT
BG11 RESIDENTS OFFICE
BG12 NOURISHMENT
BG15 OFFICE
BG16 SOCIAL WORKER
BG17 STORAGE
BG19 CHAPLAIN
BG21 GROUP THERAPY
BG23A GROUP   THERAPY
BG23B GROUP    THERAPY
BM1 SPRINKLER
BV1 VESTIBULE
CGB-1 CORRIDOR
CGB-2 CORRIDOR

AE111.1  1 1/2" = 1'-0"

1 SOFFIT DETAIL

AE111.1  1" = 1'-0"

2 OPERABLE PARTITION DETAIL
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3

4

6

8

B C G

1

E FD

5

2

7

H

AG40

AG41

AG02

AG04

AG10C

AG10A

AG12 AG13AG22

AG10

AG38

CGA-1

AG15S

AG33

AG31

AG29

AG27

AG32

AG24 AG06

AM1

AG15C

AG15E

AG15FAG15D

AG25 AG17AG19 AG19A

AG15.27AG15.26AG15.25AG15.24AG15.23 AG15.28

AG15.19

AG15.17

AG15P

AG15.18

AG15Q.1

AG15P.1

AG15.6

AG15.15 AG15.14 AG15.13 AG15.12 AG15.11 AG15.10 AG15.9 AG15.8

AG15M.1

AG15.2

AG15.3

AG15.4

AG15.5

AG15N

AG01

AV-1

AG07

AG05

A

AG15Q

AG15M

AG15.22

AG15.21

AG15.20

3

3

3
2

2 3

4

4

4

TYP.

TYP.

TYP.

2

AE111.2

1

AE111.2

1

AE111.2

1

AE111.2

4
TYP.

2

AE111.2

4

AG21

2

AE111.2

1'
 - 

2"
12

' -
 6

 7
/8

"

6' - 0" 9 1/4" 48' - 5 1/2" 9 1/4"

1' - 8 5/8"

10
' -

 3
 3

/8
"

1'
 - 

4"
6'

 - 
2"

3'
 - 

0"
8'

 - 
0"

3'
 - 

0"
8'

 - 
0"

3'
 - 

0"
6'

 - 
10

"

1

AE111.2

2

AE111.2

TYP.

TYP.

TYP.

TYP.

TYP.

TYP.

2

AE111.2TYP.

100.00°

100.00°

5'
 - 

3 
5/

8"

5'
 - 

5 
3/

8"

9' - 9 3/8"
1' - 8 5/8"
6' - 3 3/8" 3' - 0"

TYP.

R
=5'

3' - 0" 6' - 3 1/4"

1' - 8 5/8"

9' - 10 1/2"

5' - 6" 8' - 3 1/8" 7' - 10 1/2" 8' - 0 5/8" 8' - 1"

7' - 2 5/8" 7' - 5 7/8" 7' - 9 7/8" 7' - 8 1/8"

7' - 9" 7' - 9 5/8" 7' - 1 1/2" 7' - 5 1/2"

TY
P.

EQ
EQ

4'
 - 

2 
7/

8"

6' - 8 3/4"

TYP.

R=3'-6"

3 
1/

4"

1'
 - 

3 
3/

8"

1'
 - 

0"

2'
 - 

0"

10' - 0" 5' - 4 1/2"

EQ
EQ

1' - 10 3/8"1' - 1 5/8"

CGA-2

8' - 10"8' - 6"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

4

AE111.2
4

AE111.2

2' - 1 5/8"

3'
 - 

11
 1

/4
"

TYP.

1

3

1

1

1

PH
AS

E 
O

N
E 

C
O

N
N

EC
TI

O
N

11

3

3

3

AE111.2

1

AE111.2

TYP.

8' - 10"

EQ
EQ

3' - 0"

5

6

6

• ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH APPLICABLE FEDERAL, STATE AND LOCAL CODES
AND ORDINANCES.

• CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO THE START OF CONSTRUCTION.
ANY DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE ARCHITECT FOR A
RESOLUTION.

• EACH SUB CONTRACTOR SHALL REVIEW THE CONSTRUCTION DOCUMENTS AND EVALUATE THE SCOPE OF
WORK REQUIRED BY THEIR RESPECTIVE TRADE AND ANY CONFLICTS WITH OTHER TRADES. ANY CONFLICTS
WILL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE ARCHITECT FOR A RESOLUTION.

• PROVIDE SHALL MEAN TO SUPPLY, TO FURNISH AND TO INSTALL COMPLETE WITH ALL ACCESSORIES, PARTS
AND/OR SERVICES TO BE READY FOR ITS INTENDED USE.

• CONTRACTOR SHALL COORDINATE ALL REQUIRED CONDUIT, PIPING AND CHASES FOR OWNER FURNISHED
OWNER INSTALLED EQUIPMENT WITH THE OWNER.

• CONTRACTOR SHALL COORDINATE WITH WORK BEING PERFORMED UNDER SEPARATE CONTRACT BY
OWNER.

• SEE FIRE PLAN FOR FIRE WALL AND SMOKE PARTITION LOCATIONS.

• ALL ABUTTING DISSIMILAR MATERIALS ARE TO BE SEALED. COLOR TO MATCH ADJACENT MATERIALS.

• ALL NOTES, REMARKS AND/OR SCHEDULES ON THIS SHEET ARE FOR THIS SHEET ONLY UNLESS OTHERWISE
NOTED.

1. PROVIDE PTD GWB SOFFIT.  SEE FINISH SCHEDULE FOR COLOR.

2. OPEN TO ABOVE.

3. PROVIDE PTD GWB CEILING.  SEE FINISH SCHEDULE FOR COLOR.

4. PROVIDE CUBICLE CURTAIN [CC#1] AND TRACK.

5. PROVIDE PTD EXTERIOR GWB CEILING.

6. 2" STATINLESS STEEL CONT. SOFFIT VENT

CEILING NOTES

GENERAL CEILING NOTES

2 X 2 INDIRECT
LIGHT FIXTURE

CEILING LEGEND

RETURN AIR DIFFUSER

SUPPLY AIR DIFFUSER

RECESSED CEILING LIGHT

EXIT SIGN

***NOTE: ITEMS ON THIS SHEET ARE SHOWN FOR LOCATION. COORDINATE WITH
MECHANICAL AND ELECTRICAL SHEETS.***

CEILING MOUNTED LIGHT

1' X 4' INDIRECT LIGHT FIXTURE
CEILING MOUNTED
LIGHT

TY
P

4"

PLAN FOR DIMENSION
SEE FIRST FLOOR RCP

ACT AS SCHEDULED. SEE FINISH
LEGEND FOR INFORMATION

1/2" PTD GWB, TYP. SEE FIRST
FLOOR RCP FOR INFORMATION

3 5/8" MTL STUDS,
FASTENED TO
STRUCTURE ABOVE, TYP

LINE OF WALL BEYOND

2"

PLAN FOR DIMENSION
SEE FIRST FLOOR RCP

3 5/8" METAL FRAMING WITH 1/2"
GYP ONE SIDE, TYP

ACOUSTICAL CEILING AS
SCHEDULED. SEE FINISH
LEGEND FOR INFORMATION

1/2" PTD GWB, TYP. FIRST
FLOOR RCP FOR INFORMATION

*SEE FIRST FLOOR RCP
FOR CEILING HEIGHTS

TY
P.4"

3 5/8" MTL STUDS, FASTENED
TO STRUCTURE ABOVE, TYP

4"

1/2" PTD GYP, TYP. SEE FIRST
FLOOR RCP FOR INFORMATION

TY
P.4"

TY
P .4"

4 7/8"

ACT AS SCHEDULED. SEE FINISH
LEGEND FOR INFORMATION

3 5/8" METAL FRAMING WITH
5/8" PTD GYP BOTH SIDES

2"

9' - 0"
8' - 10"
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NO. DESCRIPTION DATE

www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE111.2

jhtjht

FIRST FLOOR REFLECTED
CEILING PLAN - PHASE 3

 1/8" = 1'-0"

REFLECTED CEILING PLAN - PHASE THREE - FIRST FLOOR

ROOM LEGEND - PHASE THREE - FIRST FLOOR

NUMBER NAME
AG01 LOBBY
AG02 WAITING
AG04 RECEPTION
AG05 TOILET
AG06 ELEC
AG07 TOILET
AG10 CORRIDOR
AG10A EQUIPMENT MAINTENANCE
AG10C WATER TREATMENT ROOM
AG12 EQUIP PROCESSING CLEAN STORAGE
AG13 BREAK DOWN
AG15 CORRIDOR
AG15.2 CHAIR STATION
AG15.3 CHAIR STATION
AG15.4 CHAIR STATION
AG15.5 CHAIR STATION
AG15.6 CHAIR STATION
AG15.8 CHAIR STATION
AG15.9 CHAIR STATION
AG15.10 CHAIR STATION
AG15.11 CHAIR STATION
AG15.12 CHAIR STATION
AG15.13 CHAIR STATION
AG15.14 CHAIR STATION
AG15.15 CHAIR STATION
AG15.17 CHAIR STATION
AG15.18 CHAIR STATION
AG15.19 CHAIR STATION
AG15.20 CHAIR STATION
AG15.21 CHAIR STATION
AG15.22 CHAIR STATION
AG15.23 CHAIR STATION
AG15.24 CHAIR STATION
AG15.25 CHAIR STATION
AG15.26 CHAIR STATION
AG15.27 CHAIR STATION
AG15.28 CHAIR STATION
AG15C EQUIPMENT STORAGE
AG15D CLEAN SUPPLY / STERILE SUPPLY
AG15E SOILED UTILITY
AG15F MED PREP
AG15M RENAL DIALYSIS ISOLATION ROOM CHAIR 9
AG15M.1 TOILET
AG15N NURSE STATION
AG15P RENAL DIALYSIS ISOLATION ROOM CHAIR 16
AG15P.1 TOILET
AG15Q RENAL DIALYSIS ISOLATION ROOM
AG15Q.1 TOILET
AG15S IT
AG17 HOME TRAINING
AG19 HOME TRAINING
AG19A TOILET
AG21 EXAM
AG22 HAC
AG24 TOILET / SHOWER
AG25 EXAM
AG27 TOILET
AG29 NURSE PRACTITIONER
AG31 CHIEF NURSE
AG32 EXAM/PROCEDURE
AG33 CHIEF DIALYSIS CENTER
AG38 CONFERENCE
AG40 STAFF LOUNGE
AG41 PACT TEAM ROOM
AM1 MECHANICAL
AV-1 VESTIBULE
CGA CORRIDOR
CGA-1 CORRIDOR
CGA-2 CORRIDOR
CGA-3 CORRIDOR
ELV2 ELEVATOR
ELV 1 ELEVATOR
SGA1 STAIR
SGA2 STAIR

AE111.2  1" = 1'-0"

1 SOFFIT

AE111.2  1" = 1'-0"

2 SOFFIT

AE111.2  1" = 1'-0"

3 SOFFIT

AE111.2  1" = 1'-0"

4 BULKHEAD
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3

4

6

B C G

1

E FD

5

2

H

A102

A102A

A108

A120

A122

A116

A112

A110

A124A130

A132A134

A104

A106

A146

A142

A138

A144

C1A-1

AE1

C1A-2

C1A-3

C1A-4

SGA2.2

A142A

A135

A163

A156

A148

A149

A153

A161

A155

A160 A152

A157

A133

A137

A159

A136

A

SGA1.2

2

1

2

AE111.2

5' - 2 1/2"

3' - 0 7/8"

5'
 - 

4"
3'

 - 
2"1' - 8"

3' - 0"

A126

A128

1 1

3

3

2

8'-10"

• ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH APPLICABLE FEDERAL, STATE AND LOCAL CODES
AND ORDINANCES.

• CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO THE START OF CONSTRUCTION.
ANY DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE ARCHITECT FOR A
RESOLUTION.

• EACH SUB CONTRACTOR SHALL REVIEW THE CONSTRUCTION DOCUMENTS AND EVALUATE THE SCOPE OF
WORK REQUIRED BY THEIR RESPECTIVE TRADE AND ANY CONFLICTS WITH OTHER TRADES. ANY CONFLICTS
WILL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE ARCHITECT FOR A RESOLUTION.

• PROVIDE SHALL MEAN TO SUPPLY, TO FURNISH AND TO INSTALL COMPLETE WITH ALL ACCESSORIES, PARTS
AND/OR SERVICES TO BE READY FOR ITS INTENDED USE.

• CONTRACTOR SHALL COORDINATE ALL REQUIRED CONDUIT, PIPING AND CHASES FOR OWNER FURNISHED
OWNER INSTALLED EQUIPMENT WITH THE OWNER.

• CONTRACTOR SHALL COORDINATE WITH WORK BEING PERFORMED UNDER SEPARATE CONTRACT BY
OWNER.

• SEE FIRE PLAN FOR FIRE WALL AND SMOKE PARTITION LOCATIONS.

• ALL ABUTTING DISSIMILAR MATERIALS ARE TO BE SEALED. COLOR TO MATCH ADJACENT MATERIALS.

• ALL NOTES, REMARKS AND/OR SCHEDULES ON THIS SHEET ARE FOR THIS SHEET ONLY UNLESS OTHERWISE
NOTED.

1.  PROVIDE PTD GWB SOFFIT.  SEE FINISH SCHEDULE FOR COLOR.

2. EXPOSED STRUCTURE.

3.  MECHANICAL EQUIPMENT SHOWN FOR COORDINATION.  SEE MECHANICAL DRAWINGS FOR MORE
INFORMATION.

CEILING NOTES

GENERAL CEILING NOTES

2 X 2 INDIRECT
LIGHT FIXTURE

CEILING LEGEND

RETURN AIR DIFFUSER

SUPPLY AIR DIFFUSER

RECESSED CEILING LIGHT

EXIT SIGN

***NOTE: ITEMS ON THIS SHEET ARE SHOWN FOR LOCATION. COORDINATE WITH
MECHANICAL AND ELECTRICAL SHEETS.***

CEILING MOUNTED LIGHT

1' X 4' INDIRECT LIGHT FIXTURE
CEILING MOUNTED
LIGHT
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www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE112.2

jhtjht

SECOND FLOOR REFLECTED
CEILING PLAN - PHASE 3

 1/8" = 1'-0"

REFLECTED CEILING PLAN - PHASE 3 - SECOND FLOOR

ROOM LEGEND - PHASE 2 - SECOND FLOOR

NUMBER NAME
A101 ENTRY
A102 WAITING
A102A STORAGE
A104 RECEPTION
A106 VBA OFFICE
A108 EXAM
A110 VISUAL FIELDS
A112 EXAM
A116 EXAM
A120 EXAM
A122 EXAM
A124 LOUNGE
A126 VISIT OFFICE
A128 TOILET
A130 CHIEF OF STAFF
A132 EXAM
A133 SCREENING
A134 EXAM
A135 EXAM
A136 OCT ROOM
A137 PHOTOGRAPHY ROOM
A138 EXAM
A142 LOW VISION TRAINING
A142A STORAGE
A144 OPT SIMULATION
A146 LOW VISION EXAM
A148 EXAM
A149 EXAM
A152 TOILET
A153 LOW VISION MSA OFFICE
A155 VISUAL FIELDS
A156 CLEAN
A157 SOILED
A159 IT
A160 TOILET
A161 VISUAL FIELDS
A163 ELECTRICAL
AE1 ELEVATOR EQUIPMENT
C1A-1 CORRIDOR
C1A-2 CORRIDOR
C1A-3 CORRIDOR
C1A-4 CORRIDOR
SGA1.2 STAIR
SGA2.2 STAIR
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FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

WINDOW HEAD
M.O.

8' - 0"

PRECAST CONCRETE COPING

35' - 0"

34' - 0"

AE201
E

PRECAST CONCRETE COPING BASE BID.
ALUMINUM COPING DEDUCT ALTERNATE #1

1' - 4" 1' - 4" 1' - 4"

PRECAST CONCRETE WATER TABLE
BRICK

DOWN SPOUT COLOR
TO MATCH ROOF

ALUMINUM STANDING SEAM ROOF.
COLOR TO MATCH ADJACENT BUILDING

12

5

12

5

1' - 4"

ALUMINUM FASCIA
TO MATCH ROOF

ALUMINUM STOREFRONT
WINDOW - BONE WHITE

PRECAST ARCH

BUILT-IN GUTTER - TYP.

ALUMINUM FASCIA TO MATCH ROOF

BRICK SOLDIER COURSE  BANDING

BRICK ROW LOCK COURSE-TYP..

FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

PAINT METAL DOOR AND
FRAME  TO MATCH BRICK

1' - 4"1' - 4"

BRICK JACK ARCH TYP. U.O.N.

12

5

GRADE-SEE CIVIL DWGS. TYP.

ALUM GRAVEL STOP EDGE COLOR
TO MATCH METAL ROOFING

PRECAST WATER TABLE-TYP.

FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

WINDOW HEAD
M.O.

8' - 0"

1' - 4" 1' - 4"

AE201
H

12
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AE205
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FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

WINDOW HEAD
M.O.

8' - 0"

D
AE301

B
AE301

SILL HEIGHT M.O.
3' - 4"

E
AE301

METAL TRUSS FRAMING - SEE
STRUCTURAL DRAWINGS

CONCRETE COPING

ALUM ROOFING AND FASCIA

ALUMINUM STOREFRONT PRECAST WATER TABLE

ROWLOCK BRICK SILL
BRICK VENEER

METAL FASCIA AND SOFFIT

DECORATIVE BRACKETS

BRICK JACK ARCH

METAL ROOF SYSTEM

FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

WINDOW HEAD
M.O.

8' - 0"

D
AE301

B
AE301

AE301
1

AE311
2

METAL TRUSSES-SEE STRUCT. DWGS

ALUM ROOFING, ROOF INSULATION, AND  METAL ROOF
DECKING-SEE STRUCT. DWGS

SUSP. ACOUST. CLG. SYSTEM

CONC. SLAB , VAPOR BARRIER, AND POROUS FILL-SEE
STRUCTURAL DWGS.

CONC. SIDEWALK-SEE CIVIL DWGS

ALL INTERIOR PARTITIONS U.O.N. UP
TO TRUSS BRG.

E
AE301

AE610
19

FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

A
AE301

C
AE301

PH
AS

E 
3 

C
O

N
N

EC
TI

O
N

AE311
1

TRUSS-SEE
STRUCTURAL DWGS

METAL ROOF, FASCIA, AND SOFFIT

FLAT ROOF

RATED CMU WALL

PRECAST WATER TABLE

CONC. SLAB-SEE STRUCT. DWGS

A

SILL HEIGHT M.O.
3' - 4"

FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

A
AE301

C
AE301

PH
AS

E 
3 

C
O

N
N

EC
TI

O
N

EXT. WALL WITH EIFS FROM ROOF
LEVEL UP TO SLOPED METAL ROOF

FLAT ROOF

EIFS SIDING  AT WALL

METAL TRUSSES-SEE STRUCT. DWGS

ALUM ROOFING ON  ROOF INSULATION AND METAL
DECKING-SEE
STRUCT. DWGS

AE301
5

AE311
3

A

SILL HEIGHT M.O.
3' - 4"

4
AE301

FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

WINDOW HEAD
M.O.

8' - 0"

4'
 - 

0"
6'

 - 
8"

1'
 - 

4"BRICK VENEER

PRECAST WATER TABLE

BRICK SILL

5/8" CONT.  INSULATION

5/8" GYP. SHEATHING

 8" MTL. STUDS

5.5"  MINERAL WOOL INSULATION

WEATHER BARRIER

SOLID SURFACE SILL

ALUM. STOREFRONT WINDOW
W/ 1" INSULATED LOW E GLAZING IGU#1

BRICK JACK ARCH

EXTENDED TOP CHORD

METAL TRUSSES-SEE
STRUCT. DWGS

ALUMINUM FASCIA
WRAP PLYWOOD

ALUM ROOFING ON
METAL ROOF DECK
AND INSULATION

BUILT-IN
GUTTER

R VALUES:
OUTSIDE AIR FILM = .17
3.625" CLAY BRICK=.44
2" AIR SPACE=1
5/8" "CI" = 4.1
5/8" GYP. SHEATHING=.5625
5.5" MINERAL WOOL BATTS =17.6
5/8" GWB= .5625
INTERIOR AIR FILM = .68

TOTAL R VALUE = 25.115
U WALL VALUE = .039

SILL HEIGHT M.O.
3' - 4"

1/2"

2'
 - 

0 
1/

8"

3' - 6 7/8"

12

5

5/8" GWB

VAPOR BARRIER

FIRST FLOOR
0' - 0"

SECOND FLOOR
14' - 8"

ROOF BRG
12' - 0"

1 HR RATED 8" CMU WALL -
SEE STRUCTURAL DRAWINGS

SPRAY ON  WATERPROOFING AT FACE
OF CMU CONT. TO TOP OF FOOTING

CMU BOND BEAM AT STL. BEARING
AND AT TOP OF WALL

STRUCTURAL FRAMING AND DECK-
SEE STRUCT. DWGS

TAPERED INSULATION ON 3 1/2"
RIGID INSULATION

2X TREATED WD. BLOCKING- ANCHOR BOLTED TO
BOND BEAM AND RECESSED TO FLUSH WITH TOP OF
BLOCKING

PREFAB METAL COPING

CONC. SLAB-SEE STRUCT. DWGS

2" PERIMETER INSULATION

CMU FND-SEE STRUCT. DWGSFIN. GRADE-SEE CIVIL DWGS

14
' -

 8
"

2" EIFS SYSTEM

R VALUES:
OUTSIDE AIR FILM = .17
2" EIFS =10
8" CMU = 1.11
INTERIOR AIR FILM = .68

TOTAL R VALUE = 11.96
U WALL VALUE = .083

A

SILL HEIGHT M.O.
3' - 4"

STL BEAM PHASE 3

1' - 3"

MFGR'S STARTER TRIM

APPLIED WATERPROOFING

1' - 1 1/4"

ROOF BRG
12' - 0"

3" EIFS SYSTEM

5/8" GYPSUM SHEATHING

SPRAY ON WEATHER BARRIER-VAPOR BARRIER

2X TREATED WOOD
BLOCKING

2 LAYERS 3/4"
EXTERIOR PLYWOOD

METAL TRUSS FRAMING
AND ROOF DECKING-SEE
STRUCTURAL DWGS

3.5" ROOF INSULATION
AND ALUM ROOFING

METAL FLASHING

3.5" ROOF INSULATION, GYPSUM COVER
BOARD AND SINGLE PLY ROOF MEMBRANE

1.5" METAL ROOF DECKING AND
METAL ROOF FRAMING-SEE STRUCT. DWGS

RUN MEMBRANE UP SHEATHING 8"

CONT. SEALANT

R VALUES:
OUTSIDE AIR FILM = .17
3" EIFS =15
5/8" GYP. SHEATHING =.5625

TOTAL R VALUE = 15.7325
U WALL VALUE = .0635

JOIST GIRDER

ALUM TRIM

8"

FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

C
AE301

WINDOW HEAD
M.O.

8' - 0"

AE311
6

STEP FLASHING TYP.

8'
 - 

8"

FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

GRAVEL STOP

6X6X3/8 STL
ANGLE

3/8" ANCHOR BOLT

2X8 TREATED WD
BLOCKING

5/8" FIRE RATED PLYWD

BRICK VENEER

8" METAL STUD

5/8" GYP SHEATHING

5/8" RIGID INSULATION
(ci)

BRICK TIES @ 16" O.C.

STEEL BEAM BEYOND

1 1/2" MTL DECK

TAPERED
INSULATION ON
3 1/2" RIGID
INSULATION

5/8" GYP SHEATHING

SINGLE PLY ROOFING

AE311
5
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PF&A DESIGN
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(DIALYSIS/EYE
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590-401

05-13-2016

113

AE301

jhtjht

BUILDING SECTIONS - PHASE
ONE

 1/8" = 1'-0"AE301

A BUILDING SECTION

 1/8" = 1'-0"AE301

C BUILDING SECTION

 1/8" = 1'-0"AE301

B BUILDING SECTION

 1/8" = 1'-0"AE301

D BUILDING SECTION

 3/4" = 1'-0"AE301

1 WALL SECTION
 3/4" = 1'-0"AE301

2 WALL SECTION
AE301  1" = 1'-0"

5 DETAIL

 1/4" = 1'-0"AE301

E ENTRANCE SECTION

 3/4" = 1'-0"AE301

4 WALL SECTION
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FIRST FLOOR
0' - 0"

TRUSS BRG
26' - 0"

SECOND FLOOR
14' - 8"

ENTRY ROOF
36' - 0"

WINDOW HEAD
M.O.

8' - 0"

AE312
1

AE312
4

AE313
1

METAL TRUSS FRAMING-SEE STRUCTURAL DRAWINGS

METAL ROOF ON  RIGID ROOF INSULATION AND 1 1/2"
METAL DECKING-SEE STRUCTURAL DRAWINGS -

3.5" TAPERED ROOF INSULATION
ON 1 1/2" METAL ROOF DECKING-SEE
STRUCT. DWGS

CONC. SLAB-SEE STRUCT. DWGS

METAL ROOF

SUSP. CLG.SYS.

SUSP.CLG. SYS.

SUSP.CLG. SYS.

TRANSLUCENT PANEL ON
STL  FRAMING-SEE
STRUCT. DWGS

METAL ROOF CANT

SILL HEIGHT M.O.
3' - 4"

12

5

12
4

PROVIDE FIRE RATED
GWB CEILING AT SOILED ROOM
UL # P515

AE314
6

9 
5/

8"

FIRST FLOOR
0' - 0"

TRUSS BRG
26' - 0"

SECOND FLOOR
14' - 8"

Level 8
26' - 0"

WINDOW HEAD
M.O.

8' - 0"

AE313
2

AE313
3

SILL HEIGHT M.O.
3' - 4"

3'
 - 

0"
3'

 - 
6"

FIRST FLOOR
0' - 0"

TRUSS BRG
26' - 0"

SECOND FLOOR
14' - 8"

AE314
1

AE314
2

AE314
3

SILL HEIGHT M.O.
3' - 4"

12
4

FIRST FLOOR
0' - 0"

TRUSS BRG
26' - 0"

SECOND FLOOR
14' - 8"

ENTRY ROOF
36' - 0"

ELEVATOR ROOF
29' - 0"

ELEV PIT FLOOR
-4' - 0"

WINDOW HEAD
M.O.

8' - 0"

HOIST. BEAM BRG
27' - 4"

14
' -

 8
"

BO
TT

O
M

 O
F 

R
O

O
F 

D
EC

K
8'

 - 
0"

SILL HEIGHT M.O.
3' - 4"

COLUMN BEYOND

29
' -

 6
"

FIRST FLOOR
0' - 0"

TRUSS BRG
26' - 0"

SECOND FLOOR
14' - 8"

3B
AE302

SILL HEIGHT M.O.
3' - 4"

AE313
7

8'
 - 

0"

FIRST FLOOR
0' - 0"

E
AE302

H

8' - 6"

12

6

SEE DETAIL 1/AE313 FOR TYPICAL
WALL CONSTRUCTION NOTES

2 LAYERS 3/4" EXT
PLYWD

C8

ALUM SOFFIT

3/4" EXT PLYWD
WRAP WITH ALUM

6" MTL STUD FRAMING

ALUM ROOFING

ALUM STOREFONT

TRUSS BRG
26' - 0"

SECOND FLOOR
14' - 8"

METAL ROOF TRUSS-SEE
STRUCT. DWGS

CORRIDOR

ACCESS DOOR TO ROOF

AE610
6

AE610
4

FIRST FLOOR
0' - 0"

TRUSS BRG
26' - 0"

SECOND FLOOR
14' - 8"

WINDOW HEAD
M.O.

8' - 0"

AE302
1

8'
 - 

0"
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PF&A DESIGN

BID DOCUMENTS
FULLY SPRINKLERED

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)
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590-401
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113

AE302

jhtjht

BUILDING SECTIONS - PHASE
THREE

 1/8" = 1'-0"AE302

A BUILDING SECTION

 1/8" = 1'-0"AE302

F BUILDING SECTION
 1/8" = 1'-0"AE302

G BUILDING SECTION

 1/8" = 1'-0"AE302

B BUILDING SECTION
 1/8" = 1'-0"AE302

C PARTIAL BUILDING SECTION

 1/8" = 1'-0"AE302

H SECTION

AE302  3/4" = 1'-0"

1 DETAIL

 1/8" = 1'-0"AE302

D PARTIAL BUILDING SECTION
 1/8" = 1'-0"AE302

E PARTIAL BUILDING SECTION
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FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

WINDOW HEAD
M.O.

8' - 0"

AE610
1

AE610
3

AE311
4

5/8" GYPSUM SHEATHING

5.5" THERMAL INSULATION

8" METAL STUDS 16" O.C. MAX.

5/8" GYPSUM WALL BOARD

ALUM. STOREFRONT W/ 1" LOW-
E INSULATED GLAZING IGU#1

PRECAST WATER TABLE

AE311
5

5/8" RIGID CONT. INSUL. "CI"

BRICK VENEER

R values:
outside air film = .17
3.625" clay brick=.44
2" air space=1
5/8" "CI" = 4.1
5/8" gyp. sheathing=.5625
5.5" mineral wool batts =17.6
5/8" gwb= .5625
Interior air film = .68

total R value = 25.115
U value of wall = .039

3' - 6 7/8"

5

12

ALUM BRACKET

1/4"

1/2"

1/2"

1/4"

1/2"

DOWNSPOUT BEYOND

FIRST FLOOR
0' - 0"

SECOND FLOOR
14' - 8"

ROOF BRG
12' - 0"

WINDOW HEAD
M.O.

8' - 0"

AE311
4

STRUCT. FRAMING-SEE
STRUCT. DWGS

6"

3 
1/

2"

INSULATED METAL ROOF
SYSTEM

SUSPENDED ACOUSTICAL.
CLG. SYSTEM

ALUM. STOREFRONT SYSTEM

ALUM. STOREFRONT ENTRY
SYSTEM

11
"

7'
 - 

1"

TRANSOM

CONC. SLAB-SEE STRUCT. DWGS

COMPACTED FILL

VAPOR BARRIER

STEP FLASHING

ROOF BRG
12' - 0"

INSULATED METAL
ROOF  SYSTEM

METAL ROOF DECKING-
SEE STRUCT. DWGS.

EXTENDED TOP CHORD
OF METAL TRUSS-SEE
STRUCT. DWGS.

METAL FASCIA

METAL SOFFIT

5/8" GYPSUM SHEATHING

5/8"  CONT. RIGID INSULATION

5.5" THERMAL INSULATION

FLUID APPLIED AIR BARRIER

EXTEND INSULATION TO ROOF DECK

METAL TRUSS-SEE STRUCT. DWGS

3' - 6 7/8"

11 7/8"

11 1/4"

2 LAYERS 3/4"
EXTERIOR PLYWOOD

AE314
5

INFILL FLUTE W/ INSULATION

J CLIPS

7/8" HAT CHANNELS

1 1/2"

FIRST FLOOR
0' - 0"

BRICK WEEPS AT 24"
O.C.  HORIZ.

THRU WALL FLASHING
AT WEEPS

FILL VOID SOLID WITH
GROUT-SEE STRUCT. DWGS

CONC. SLAB/FOUNDATION/AND
FOOTING-SEE STRUCT DWGS

2" PERIMETER INSULATION

PRECAST CONC.
WATER TABLE

FINISH GRADE-SEE
CIVIL DWGS

4" FILL

VAPOR BARRIER

3/4" 3 5/8" 3 1/4" 8"

4"
1 

1/
4"

1'
 - 

4"
5 

3/
8"

MASONRY TIES AT 16" O.C.

CONTINUOUS CAVITY
WALL DRAINAGE MESH

1' - 2 7/8"

5/8" RIGID INSULATION

5/8" GWB SHEATHING

8" METAL STUDS

5 1/2" MINERAL WOOL INSULATION

VAPOR BARRIER

5/8" GWB

FLUID APPLIED AIR BARRIER

 COMPACTED FILL-SEE STRUCT. DWGS

FIRST FLOOR
0' - 0"

ROOF BRG
12' - 0"

METAL TRUSS
FRAMING-SEE
STRUCT DWGS

PRECAST PANEL

FINISH GRADE-SEE
CIVIL DWGS

BRICK VENEER

SUSP. ACOUST. CLG.
AS SCHEDULED

WATER TABLE BEYOND

METAL ROOF SYSTEM

ROOF INSULATION, ROOF DECKING,
AND METAL TRUSS-SEE
STRUCTURAL DWGS.

MASONRY ANCHORS @
16" O.C. VERTICAL

BASE BID - SEE DETAIL 8/AE311
FOR BID DEDUCT #1

AE311
5

VAPOR BARRIER

1' - 2 7/8"

3 5/8"

3 1/4" TO F.O.S.

8"

5/8" GWB

8" METAL STUD

5/8" GWB SHEATHING

5/8" RIGID INSULATION BOARD (ci)

VAPOR BARRIER

AE311
7

OPP. HAND

FIRST FLOOR
0' - 0"

ALUM ROOFING
3 1/2" RIGID INSULATION

5/8" GYP SHEATHING

ICE AND WATER SHIELD

1 1/2" METAL DECK

STL TUBE SEE STRUCT.

2X6 TREATED WD BLOCKING
BACKER ROD AND
SEALANT

3/8" SHIM

ALUM. STOREFRONT W/
1" LOW-E INSULATED
GLAZING IGU#1

2 LAYERS 3/4"
EXTERIOR PLYWOOD

3

12

EDGE FLASHING

WRAP PLYWD W/ ALUM
FASCIA COLOR TO
MATCH ROOF

ALUM SOFFIT COLOR TO
MATCH ROOF

SILL RECEPTOR

SHIM

BACKER ROD  & SEALANT

INFILL FLUTE WITH INSULATION TYP.

MTL CLIP ANGLE

8'
 - 

8"

1' - 5 3/8"

METAL TRUSS

6" STUD INFILL BETWEEN TRUSSES
W/ MINERAL WOOL INSUL.

5/8" EXTERIOR  SHEATHING

ALUMINUM COPING

2X8 WOOD BLOCKING

20 GAUGE 4"X4" ANGLE

4 
1/

8"

SINGLE PLY MEMBRANE
ROOF RUN UP AND OVER
WOOD BLOCKING

ALUMINUM ROOF
WHERE APPLIES

METAL ROOF FLASHING

ICE AND WATER SHIELD

ALUM STANDING
SEAM ROOF

5/8" GWB

3 1/2" INSULATION

METAL DECK

METAL TRUSS

3"

1' - 5 1/2"

4 
1/

4"

3 5/8"3 1/4"8"

METAL THRU WALL FLASHING

CLIP ANGLE

PRECAST CONC COPING

WEEP HOLES AT 24" O.C.

BRICK TIES AT 16" O.C.

5/8" RIGID INSULATION

5/8" GWB SHEATHING

FLUID APPLIED AIR BARRIER
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(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE311

jhtjht

WALL SECTIONS -PHASE
ONE

 3/4" = 1'-0"AE311

1 WALL SECTION
 3/4" = 1'-0"AE311

2 WALL SECTION

AE311  1 1/2" = 1'-0"

4 TYPICAL GUTTER DETAIL
AE311  1 1/2" = 1'-0"

5 TYPICAL FOUNDATION DETAIL

 3/4" = 1'-0"AE311

3 WALL SECTION

AE311  3/4" = 1'-0"

6 STOREFRONT SECTION AT VESTIBULE

AE311  1 1/2" = 1'-0"

8 COPING DETAIL DEDUCT ALTERNATE #1

AE311  1 1/2" = 1'-0"

7 COPING DETAIL

7843
 NO.
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GR
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M
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ARCHITECT



FIRST FLOOR
0' - 0"

1'
 - 

5 
5/

8"
VA

R
IE

S
9"

TH
R

U
 S

LO
PE

D
 P

O
R

TI
O

N
 O

F 
TO

P 
O

F 
W

AL
L

VA
R

IE
S

14
' -

 0
 1

/4
"

PRECAST WATER TABLE

BRICK VENEER

BRICK VENEER

8" CMU-SEE STRUCT. DWGS
FOR BOND BEAM LOCATIONS

PRECAST CONC COPING

ALUM ROOFING

ROOF INSULATION ON
1 1/2" METAL ROOF DECKING -SEE
STRUCTURAL DRAWINGS

METAL TRUSS-SEE STRUCTURAL
DRAWINGS

5/8" GWB SOFFIT PTD.

STEEL TUBE SUPPORT
STRUCTURE FOR CANOPY-SEE
STRUCTURAL DRAWINGS-PAINT
FINISH TO MATCH ROOF COLOR

PRE-ENGINEERED TRANSLUCENT
CANOPY FASTENED TO STRUCT.
FRAMING

PRECAST CONC. COPING
AT BRICK PIERS BEYOND

ASPHALT WIPE DOWN AREA OF
PAVEMENT-SEE
CIVIL DRAWINGS

AE312
5

PRECAST CONC CIRCLE

3'
 - 

4 
1/

4"

3/4" 3/4"

1 
3/

8"
3 

5/
8"

STEEL ANGLE PAINT TO MATCH BRICK

1/2"

2"

3 5/8"

2"

1/2"

BRICK REINFORCING @ 16" O.C.

STEEL TUBE SUPPORT
STRUCTURE FOR CANOPY - SEE
STRUCTURAL DRAWINGS - PAINT
FINISH TO MATCH ROOF COLOR

7/8" FURRING CHANNELS @ 16" O.C.

CAULK AROUND TUBE

11' - 3"

STEP FLASHING

STEEL BEAM PAINT TO MATCH BRICK

13
' -

 4
 5

/8
"

ENTRY ROOF
36' - 0"

ALUM ROOFING

METAL SOFFIT

BRICK CORBELLING

STEEL COL. -SEE STRUCT
DWGS

EXTEND GWB TO TRUSS
ABOVE

EXTENDED TOP CHORD-
SEE STRUCT. DWGS

METAL TRUSS-SEE
STRUCT. DWGS

2X6 METAL STUDS

3' - 6 3/4"
3/4"

12

5

2 LAYERS 3/4"
EXTERIOR PLYWOOD

ALUM FASCIA
WRAP PLYWOOD

1 1/2"

1/4"

1/4"

3 1/2" INSULATION
1 1/2" METAL DECK

5/8" GYP SHEATHING

ICE AND WATER SHIELD

INFILL FLUTE WITH INSULATION

STEEL FRAMING - SEE
STRUCTURAL DRAWINGS

31' - 4 3/8"
1/2"

1/2"

2"

PRECAST CONC SQUARE
SEE ELEVATION FOR MORE
DETAILS

5/8" CONT. RIGID INSULATION (ci)

VAPOR BARRIERFLUID APPLIED AIR BARRIER

FIRST FLOOR
0' - 0"

SECOND FLOOR
14' - 8"

TR
AN

SO
M

3'
 - 

0"
8"

7'
 - 

0"

CONC. SIDEWALK-
SEE CIVIL DWGS 2" PERIMETER

RIGID INSULATION

CONC. SLAB/FND-SEE
STRUCT. DWGS

STRUCT. FLOOR FRAMING-
SEE
STRUCT DWGS

CONC. SLAB AND METAL
DECKING -SEE STRUCT. DWGS

AUTOMATIC SLIDING
DOOR OPERATOR

ALUM. STOREFRONT
ENTRY SYSTEM

5/8" RIGID INSULATION BOARD (ci)

5/8" GYPSUM SHEATHING

8" METAL STUDS AT 16" O.C.

5/8" GWB

5.5" MINERAL WOOL INSULATION

 BRICK VENEERMETAL FRAMING AND
DECKING
SEE STRUCT DWGS

ALUM ROOFING ON
RIGID ROOF INSULATION

5/8" GWB SOFFIT PTD.

R VALUES:
OUTSIDE AIR FILM = .17
3.625" CLAY BRICK=.44
2" AIR SPACE=1
5/8" "CI" = 4.1
5/8" GYP. SHEATHING=.5625
5.5" MINERAL WOOL BATTS =17.6
5/8" GWB= .5625
INTERIOR AIR FILM = .68

TOTAL R VALUE = 25.115
U WALL VALUE = .039

STEP FLASHING

THRU WALL FLASHING

WEEP HOLES AT
24" O.C.

7/8" FURRING CHANNELS @ 16" O.C.

FLUID APPLIED AIR BARRIER

VAPOR BARRIER

BRICK REINFORCING AT 16" O.C.

CEILING AS SCHEDULED

10
' -

 8
"

ALUM THRESHOLD

1/2" RIGID INSULATION

TRUSS BRG
26' - 0"

ENTRY ROOF
36' - 0"

AE313
5

1' - 2 7/8"

1' - 6 1/4"

12

5
8 1/2" 8 1/2" PRECAST COPING

ANCHORED TO CMU
BOND BEAM-SEE
STRUCT. DWGS

CONT.3/8"  BACKER ROD
AND SEALANT

METAL ROOF FLASHING

SOLID GROUT

SLOPED ALUM ROOFING

1"
8"

1/2"
BRICK REINFORCING AT
16" O.C. VERTICALLY

SECOND FLOOR
14' - 8"

F

2 LAYERS 3/4 EXT PLYWD

ALUM TRIM

STANDING SEAM METAL
ROOFING

1/2" SHEATHING

6

12

6" MTL STUD @ 16" O.C.
MAX

3 5/8" MTL STUDS @ 16'O.C.MAX

STEEL BEAM SEE STRUCT.

METAL TRUSS @ 24" O.C. SEE STRUCT

5/8" EXT GWB PTD.

2 " STAINLESS STEEL CONT. SOFFIT VENT

7/8" MTL FURRING @ 16" O.C. MAX

1 1/2" MTL DECK SEE STRUCT.

6 3/8"9 1/2"
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ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

BID DOCUMENTS
FULLY SPRINKLERED

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE312

jhtjht

WALL SECTIONS - PHASE
THREE

 3/4" = 1'-0"AE312

1 WALL SECTION

 3/4" = 1'-0"AE312

2 WALL SECTION

 3/4" = 1'-0"AE312

3 WALL SECTION

 3/4" = 1'-0"AE312

4 WALL SECTION NOTE: SEE  2/AE312 AND 3/AE313 FOR SIMILAR NOTES AND DIMENSIONS U.O.N.

NOTE: SEE  3/AE313 FOR SIMILAR NOTES AND DIMENSIONS U.O.N.

AE312  1 1/2" = 1'-0"

5 DETAIL

 1 1/2" = 1'-0"AE312

6 CANOPY EAVE DETAIL

7843
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FIRST FLOOR
0' - 0"

T.O. FOOTING
-2' - 0"

B.O. FOOTING
-3' - 0"

SECOND FLOOR
14' - 8"

8" MTL STUDS AT 16" O.C.

5.5"THERMAL INSULATION

5/8" GWB

5/8"  GYPSUM SHEATHING

FLUID APPLIED AIR BARRIER

5/8" RIGID INSULATION BOARD (ci)

BRICK VENEER

PRECAST CONC. COPING

PRECAST CONC WATER TABLE

ALUM ROOF ON  ROOF DECKING

MTL FRAMING-SEE
STRUCT. DWGS

METAL SOFFIT

5/8" SHEATHING

ROOF DECK AND
FRAMING BEARING ON
STUDS -SEE STRUCT.
DWGS

3.5"  ROOF
INSULATION

BRICK EXTENDED TO TOP OF FOOTING-SEE
STRUCT. DWGS

FILL VOID SOLID WITH GROUT-SEE STRUCT. DWGS

CONC. SLAB-SEE
STRUCT. DWGS

2" PERIMETER
INSULATION

15 MIL VAPOR
BARRIER

SUSP. ACOUST. CLG

AE313
4

R VALUES:
OUTSIDE AIR FILM = .17
3.625" CLAY BRICK=.44
2" AIR SPACE=1
5/8" "CI" = 4.1
5/8" GYP. SHEATHING=.5625
5.5" MINERAL WOOL BATTS =17.6
5/8" GWB= .5625
INTERIOR AIR FILM = .68

TOTAL R VALUE = 25.115
U WALL VALUE = .039

4'
 - 

0"
8'

 - 
0"

8'
 - 

5 
3/

8"
1'

 - 
4"

RUN ROOF
MEMBRANE UP
PARAPET

2'
 - 

1 
5/

8"

12
' -

 0
"

1"

1"

3/4"

3 
5/

8"
1 

1/
4"

3 7/8" 1/2"

1/2"

8" 6 7/8"

VAPOR BARRIER

7/8" HAT CHANNELS

5/8" GWB SHEATHING

2 LAYERS 3/4"
EXTERIOR PLYWOOD

1 1/2"

ALUM FASCIA

SOLDIER COURSE

ROWLOCK COURSE

12

6

FIRST FLOOR
0' - 0"

SECOND FLOOR
14' - 8"

3/4"

3/4"

1/2"

1/2"
1/2"

3 1/2"

5 
5/

8"
2 

5/
8"

2 
5/

8"
2 

5/
8"

1'
 - 

4"

2 
5/

8"

4"
11

' -
 9

 3
/8

"

ROWLOCK COURSE

8"6 7/8"

1' - 2 7/8"

AE313
4

SIM

AE311
8

BASE BID

DEDUCT ALTERNATE #1

FIRST FLOOR
0' - 0"

SECOND FLOOR
14' - 8"

WINDOW HEAD
M.O.

8' - 0"

2'
 - 

1 
5/

8"
6'

 - 
8"

8'
 - 

0"

SOLDIER COURSE

3.5" TAPERED ROOF
INSULATION

SPMR SYSTEM

METAL ROOF DECK AND
STRUCTURAL FRAMING BEARING
ON EXTERIOR STUDS-SEE
STRUCT. DWGS

SUSP. CLG. SYS.

BRICK JACK ARCH

ROWLOCK BRICK SILL

PRECAST WATER TABLE

ALUM. STOREFRONT W/ 1"
LOW-E INSULATED GLAZING
IGU#1

CONC. SLAB-SEE STRUCT.
DWGS

3' - 4"

WINDOW SILL

AE313
4

SIM

AE311
8

BASE BID

DEDUCT ALTERNATE #1

12

6

SS FLASHING SLOPE (1)
BRICK COURSE TO PREVENT
WATER PONDING UNDER CAST STONE

PRECAST COPING BASE BID - SEE DETAIL
8/AE311 FOR DEDUCT ALTERNATE #1

BRICK WEEPS 24" O.C..

HIGH IMPACT PLASTIC SETTING SHIMS
AT 1/2 POINTS OF STONE BED IN APPROVED
SILICONE SEALANT

(2) 2X10 TREATED
WOOD BLOCKING

SEAL AROUND
PENETRATIONS IN
FLASHING WITH
COMPATIBLE SEALANT

"L" STRAP W/WELDED
DOWEL PINS AT COPING

INSTALL COPING PER CAST STONE INSTITUTE'S TECHNICAL
BULLETIN #47 DETAIL 5 OR 6 (DETAIL 5 IS SHOWN ABOVE)

COUNTER FLASHING

ROOF MEMBRANE
RUN UP AND OVER
BLOCKING

1' - 5 1/2"

4 
1/

4"

3"

ALUM ROOFING

ICE AND WATER SHIELD

8" 6 7/8"

ICE AND WATER SHIELD

4" CMU WHERE WALL IS NOT EXPOSED

STEP FLASHING

METAL FRAMING-SEE
STRUCT. DWGS

METAL DECK

SEALANT

ROWLOCK COURSE

1/4"

3 1/2" RIGID INSULATION

SECOND FLOOR
14' - 8"

ROOF BRG
12' - 0"

A

EXISTING BRICK PHASE 1

DEMO  COPING AND BLOCKING  FROM PHASE 1

8" MTL STUD @ 16" O.C. MAX

REMOVE EIFS FROM PHASE 1
NEW STEEL BEAM PHASE 3

TRUSS BRG
26' - 0"

3

1' - 6 1/4"

5' - 8"

1' - 1 1/8"

3'
 - 

4"

1/2"
WEEP HOLES @ 24" O.C. MAX

STUFF CAVITY W/ MINERAL
WOOL  INSULATION

20 GAUGE CLOSURE CONT.

SEE WALL SECTION 2/AE314
FOR TYPICAL NOTES
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ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

BID DOCUMENTS
FULLY SPRINKLERED

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE313

jhtjht

WALL SECTIONS - PHASE
THREE

 3/4" = 1'-0"AE313

1 WALL SECTION
 3/4" = 1'-0"AE313

2 WALL SECTION
 3/4" = 1'-0"AE313

3 WALL SECTION
NOTE: SEE SECTION 1/AE313 FOR SIMILAR NOTES

NOTE: SEE SECTION 1 / AS513.1 FOR SIMILAR NOTES UNLESS OTHERWISE NOTED
(U.O.N.)

AE313  1 1/2" = 1'-0"

4 DETAIL

AE313  1 1/2" = 1'-0"

5 DETAIL

AE313  3/4" = 1'-0"

6 WALL SECTION SEE WALL SECTION 2/AE301
FOR PHASE 1 DETAILS

AE313  3/4" = 1'-0"

7 DETAIL @ ELEV MACHINE ROOM ROOF

7843
 NO.
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FIRST FLOOR
0' - 0"

SECOND FLOOR
14' - 8"

WINDOW HEAD
M.O.

8' - 0"

8'
 - 

0"

PRECAST CONC.
COPING BASE BID

BRICK CORBELLING

METAL FRAMING AND
DECKING BEARING ON
EXTERIOR STUDS-SEE
STRUCTURAL DWGS

SUSP. ACOUST. CLG.

ALUM. STOREFRONT
W/ 1" LOW-E
INSULATED GLAZING
IGU#1

FINISH GRADE-SEE CIVIL
DWGS

PRECAST WATER
TABLE

2 1/2"

A

8'
 - 

0"

3'
 - 

9 
3/

4"

BRICK SILL COURSE

ROWLOCK COURSE

BRICK JACK ARCH

1/2"

1/2"
1/2"

3/4"

3/4"

AE313
4

SIM

AE311
8

BASE BID BID DEDUCT

STL ANGLE SEE STRUCT

PACK GAP SOLID WITH
INSULATION, TYPICAL

TRUSS BRG
26' - 0"

SECOND FLOOR
14' - 8"

B

PRECAST COPING BEYOND

ROOF MEMBRANE -RUN UP
PARAPET WALL

3.5" ROOF  INSULATION AND
SINGLE PLY MEMBRANE ROOFING

DOWNSPOUT

DECORATIVE BRACKET

METAL  SOFFIT

BRICK VENEER

2" AIRSPACE

5/8" RIGID INSULATION
BOARD (ci)

5/8" GYP. SHEATHING

FLUID APPLIED AIR BARRIER

5.5" MINERAL WOOL INSULATION

ALUM ROOF SYSTEM

AE314
4

PREFINISHED METAL BUILT-IN
GUTTER WITH SOLDERED JTS

14' - 1 1/2"

JST. BRG..

1' - 6 1/4"

1' - 8"

AE314
5

9'
 - 

1 
3/

4"

2 LAYERS OF
EXTERIOR PLYWOOD

METAL FASCIA

8" METAL STUDS @ 16" O.C.

SOLDIER COURSE

1 1/2"

5' - 8"

VAPOR BARRIER

1/2"

8"6 7/8"

ROWLOCK COURSE

1' - 8"4' - 0"

FIRST FLOOR
0' - 0"

SECOND FLOOR
14' - 8"

H

WINDOW HEAD
M.O.

8' - 0"

SIDEWALK-SEE CIVIL DWGS

SEE STRUCT. DWGS FOR CONC.
SLAB, FND, AND FOOTING2" PERIMETER INSULATION

7'
 - 

0"

BRICK CORBELLING, SEE
SECTION 2/AE313 FOR TYP
NOTES AND DIMENSIONS

8 3/4"

HM FRAME AND DOOR

SADDLE THRESHOLD SET
IN BED OF SEALANT

PRECAST CONC. COPING

RUN ROOF MEMBRANE
UP PARAPET WALL

5/8"  GYP SHEATHING

3.5" ROOF INSULATION AND
SINGLE PLY MEMBRANE ROOFING

AE510
8

STRUCT. ROOF DECK AND
FRAMING BEARING ON
EXT. STUD FRAMING-SEE
STRUCT. DWGS

SUSP. ACOUST. CLG.

6"
JO

IS
T 

BR
G

14
' -

 2
"

R VALUES:
OUTSIDE AIR FILM = .17
3.625" CLAY BRICK=.44
2" AIR SPACE=1
5/8" "CI" = 4.1
5/8" GYP. SHEATHING=.5625
5.5" MINERAL WOOL BATTS =17.6
5/8" GWB= .5625
INTERIOR AIR FILM = .68

TOTAL R VALUE = 25.115
U WALL VALUE = .039

BRICK JACK ARCH

3'
 - 

9 
3/

8"

ROWLOCK COURSE

SECOND FLOOR
14' - 8"

B

COUNTERFLASHING

BRICK WEEPS 24"O.C..

ROOF MEMBRANE
RUN UP BRICK 8"

MTL. THRU WALL
FLASHING AT
BRICK WEEPS

STL FRAMING SEE STRUCT.
DWGS

1' - 8"

1' - 6 1/4"

MORTAR NET

BRICK

VAPOR BARRIER

DOWNSPOUT

6" CMU, GROUT SOLID

FLUID APPLIED AIR
BARRIER

GUTTER TRIM

GUTTER PAN WITH WELDED JOINTS

WATER PROOF MEMBRANE TO
LINE GUTTER PAN AND EXTEND
36" UP UNDER PANELS

KEYHOLE CLOSURE
SET IN SEALANT

3/4"X34" EXPANDING
FOAM TAPE CLOSURE

SLIDING HOOK CLIP

ICE AND WATER SHIELD
TO LAP OVER GUTTER
FLANGE AS SHOWN

GUTTER LINER
TO MATCH ROOF

INSTALLER NOTE: FILL PANEL
PENCIL RIBS WITH CAULK AT
KEYHOLE CLOSURE LINE

INSTALLER NOTE: PLACE 1/8"X1"
SEALANT TAPE BETWEEN GUTTER
FLANGE AND CLOSURE; CONT.
SEALANT BETWEEN GUTTER
FLANGE AND CLEAT

6"

12" MAX

DOWNSPOUT BEYOND

INFILL FLUTE WITH
INSULATION TYP.

11 1/2"

1

10 1/2"

BRICK

STL ANGLE SEE
STRUCT.

STL TUBE SEE
STRUCT.

BACKER ROD
AND SEALANT

5/8' GWB

8" MTL STUDS@16"0.C. MAX

CONT WD BLOCKING

VAPOR BARRIER

5/8" SHEATHING

FLUID APPLIED
AIR BARRIER

5/8" RIGID
INSULATION (ci)

BRICK TIES AT 16" O.C.

BRICK

3/8" SHIM WITH CONTINUOUS
BACKER ROD AND SEALANT

CAULK

8" METAL STUDS

5/8" GWB

VAPOR BARRIER

5 1/2" MINERAL WOOL INSULATION

FLUID APPLIED AIR BARRIER

TREATED WOOD BLOCKING

STEEL COLUMN - SEE STRUCTURAL DRAWINGS

5/8" GWB ADHERED TO COLUMN
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World Trade Center
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Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

BID DOCUMENTS
FULLY SPRINKLERED

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE314

jhtjht

WALL SECTIONS - PHASE
THREE

 3/4" = 1'-0"AE314

1 WALL SECTION
 3/4" = 1'-0"AE314

2 WALL SECTION
 3/4" = 1'-0"AE314

3 WALL SECTION

NOTE: SEE 2/AE314 FOR SIMILAR NOTES U.O.N.

NOTE: SEE 1/AE314 FOR SIMILAR NOTES

AE314  1 1/2" = 1'-0"

4 DETAIL

AE314  3" = 1'-0"

5 GUTTER DETAIL

AE314  1 1/2" = 1'-0"

6 HEAD DETAIL
AE314  1 1/2" = 1'-0"

7 JAMB DETAIL

7843
 NO.

AI
NI

GR

IV
FOHTLAEWNO

M
M

O
C JOSEPH H. TROST

ARCHITECT



F
FLUSH SOLID CORE WOOD

FNV
FLUSH NARROW VISION

8"
2'

 - 
6"

6" 8"

SC
H

ED
U

LE
D

 H
EI

G
H

T

SCHEDULED WIDTH

SC
H

ED
U

LE
D

 H
EI

G
H

T

SCHEDULED WIDTH

SLFD
SLIDING FLUSH WOOD DOOR AND FRAME

SCHEDULED WIDTH

SC
H

ED
U

LE
D

 H
EI

G
H

T

FNVDE
FLUSH NARROW VISION DOUBLE EGRESS

SOLID CORE WOOD

2'
 - 

6"
8"

8" 8"
1/4" TEMPERED GLASS

SLGD
SLIDING GLASS DOOR AND FRAME

SCHEDULED WIDTH

SC
H

ED
U

LE
D

 H
EI

G
H

T

1/4"
TEMPERED
GLASS

6"

10
"

6"

6"

TRANSLUCENT
PANEL (#2) AT
DOOR A102A

AL
MEDIUM STYLE ALUMINUM DOOR AND FRAME

1/4" TEMPERED GLASS

FIRE RATED GLASS
AT RATED DOORS

FMD
FLUSH INSULATED METAL DOUBLE DOOR

SC
H

ED
U

LE
D

 H
EI

G
H

T

SCHEDULED WIDTH

FM
FLUSH INSULATED METAL DOOR

SC
H

ED
U

LE
D

 H
EI

G
H

T

SCHEDULED WIDTH

FG
GLASS ENTRANCE DOOR

SC
H

ED
U

LE
D

 H
EI

G
H

T

SCHEDULED WIDTH

1/2" TEMPERED GLASS

2" 2"VARIES

2"
VA

R
IE

S

2" 2"VARIES

2"
VA

R
IE

S

1 2

2" 2"VARIES

2"
VA

R
IE

S

3

FOR PARTITION TYPE
SEE FLOOR PLAN
2X6 WOOD NAILER

DOOR TRACK

DOOR TRACK

SLIDING DOOR

FLOOR FINISH AS
SCHEDULED

SEE WALL TYPE

OPEN POSITION CLOSED POSITION

DOOR FRAME

DOOR PULL

SLIDING DOOR

FOR PARTITION TYPE
SEE FLOOR PLAN

SE
E 

W
AL

L 
TY

PE

CAULK

2"

1/2"

SEE WALL TYPE

HOLLOW METAL FRAME

FOR PARTITION TYPE SEE
FLOOR PLAN

3 JAMB ANCHORS
PER JAMB

 FLOORING  AS
SCHEDULED

FLASH PATCH TRANSITION
TO BE LEVEL AS REQUIRED

FLUSH WITH
ADJACENT FINISH

FLOORING AS
SCHEDULED

SATIN ANODIZED ALUMINUM,
TRANSITION STRIP

DOOR AS SCHEDULED

DOOR FRAME BEYOND

DOOR SCHEDULE NOTES
1. SEE DOOR ELEVATIONS FOR FRAME TYPE.

2. SEE WINDOW TYPE K/AE610

3. HARDWARE PER GLASS DOOR MANUFACTURER

4. PROVIDE POWER AND DATA.

5. SEE WINDOW TYPE F/AE610

6. SEE WINDOW TYPE D/AE610

7. SEE WINODOW TYPE L/AE610

8. SEE WINDOW TYPE Q/AE610

1'
 - 

6"
5'

 - 
10

"
2"

6 
1/

2"

4'
 - 

8"

3 
1/

2"
2"

2" 3 1/2"
3' - 1"

3 1/2" 2"

4' - 0"

8 3/4"
2 1/2"

3" RIGID INSULATION

10" CMU BOND BEAM

STL. ANGLE BOLTED
TO CMU BOND
BEAM-SEE STRUCT.
DWGS

CONT. CAULK

GROUTED FRAME

PAINT EXPOSED STL.
TO MATCH BRICK

HM FRAME-PAINTED

BRICK WEEPS AT 24" O.C..

THRU WALL LINTEL FLASHING

BRICK VENEER WITH  BRICK
TIES 16" O.C. VERT.

8" CMU  2" AIRSPACE

DAMPPROOFING AT
FACE OF CMU

DRIP EDGE

4"

FIRST FLOOR
0' - 0"

ALUM. SADDLE
THRESHOLD SET IN
CONT. BED OF SEALANT

 HM DOOR -PAINTED

1/2" EXPANSION JT FILLER

CONC. SIDEWALK-SEE
CIVIL DWGS
SLOPED AWAY FROM
BUILDING

CONC. FLOOR SLAB-SEE
STRUCT. DWGS

6"

BRICK WEEPS 24" O.C..

LINTEL  THRU WALL
FLASHING

STL. ANGLE-SEE STRUCT. DWGS

PAINT EXPOSED STEEL
ANGLE TO MATCH BRICK
CONT. SEALANT

SHIM

HM FRAME - PAINTED
8 3/4"

2 1/2"

DRIP EDGE

4"

EXTEND CONC. SLAB
3 1/2" ALONG SILL,
SEE STRUCTURAL
DRAWINGS

ALUM STOREFRONT
DOOR

1/2" JOINT FILLER

THRESHOLD SET IN
BED OF SEALANT

FINISH FLOOR, SEE
SCHEDULE

3" RIGID INSULATION

CONT. CAULK

GROUT FRAME
SOLID

HM FRAME-PAINTED

8" CMU
GROUT SOLID

 2" AIRSPACE

DAMPPROOFING AT
FACE OF CMU

BACKER ROD AND SEALANT

HM DOOR-PAINTED

3 JAMB
ANCHORS
PER JAMB

PAINT EXPOSED STEEL
ANGLE TO MATCH BRICK
CONT. SEALANT

SHIM

HM FRAME - PAINTED
8 3/4"

FLUID APPLIED AIR BARRIER

TREATED 2X4

MIN 3 JAMB ANCHORS PER JAMB

SE
E 

W
AL

L 
TY

PE

DOOR AS SCHEDULED

EMERGENCY RELEASE JAMB HINGE

HOLLOW METAL FRAME

MIN 3 JAMB ANCHORS PER JAMB

CAULK

EMERGENCY RELEASE DOOR STOP

1/
2"

GWB

MTL STUDS

CAULK

HOLLOW METAL FRAME

SEE WALL TYPE

DOOR AS SCHEDULED

FIRST FLOOR
0' - 0"

ALUM. SADDLE
THRESHOLD SET IN
CONT. BED OF SEALANT

 HM DOOR -PAINTED

1/2" EXPANSION JT FILLER

CONC. SIDEWALK-SEE
CIVIL DWGS
SLOPE AWAY FROM
BUILDING

CONC. FLOOR SLAB-SEE
STRUCT. DWGS

GYPSUM WALLBOARD
(SEE WALL TYPES)

CMU (SEE WALL
TYPES)

7/8" FURRING
STRIP

CMU LINTEL WITH
2-#4 BARS, TYPICAL

HOLLOW METAL
FRAME

2"

1/2" 1/2"

MTL STUDS SEE WALL TYPES
 5/8" GWB

 CLOSER

CAULK

1/2" TEMPERED GLASS DOOR

2 3/4"

DOOR BOTTOM RAIL

FLOOR PIVOT

1/8"
DOOR OPENING

1/2" TEMPERED GLASS
DOOR

FACE OF WALL

 MTL STUD SEE WALL
TYPES
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590-401
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113

AE510

korjht

DOOR SCHEDULES

DOOR SCHEDULE FIRST FLOOR PHASE ONE

NUMBER
DOOR FRAME FIRE

RATING HARDWARE REMARKSTYPE WIDTH HEIGHT THICKNESS TYPE HEAD JAMB SILL
BE1 FM 3' - 0" 7' - 0" 0' - 1 3/4" 4 8/AE510 9/AE510 7/AE510 HW-E1
BG01 FNV 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - - HW-3E
BG02 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-3E
BG03 FNV 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - - HW-SH-3D 4
BG04 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-3E
BG05 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-3E
BG06 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-3E
BG07 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 11/AE510 12/AE510 - HW-2B
BG08 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-3E
BG09 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 11/AE510 12/AE510 - HW-2B
BG10 FM 3' - 0" 7' - 0" 0' - 1 3/4" 1 8/AE510 9/AE510 13/AE510 HW-E1
BG11 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-SH-3D 4
BG12 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-3E
BG13 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-1
BG14 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-3E
BG15 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-3E
BG16 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-3E
BG17 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-4E
BG18A F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-4E
BG18B F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-4E
BG19 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AI510 SIM 3/AI510 - HW-5D
BM1 FM 3' - 0" 7' - 0" 0' - 1 3/4" 1 8/AE510 9/AE510 7/AE510 HW-E1
BV1.1 ALDC 3' - 6" 7' - 0" 0' - 1 3/4" 19/AE610 10/AE610 10/AE510 HW-8D 5
BV1.2 ALDC 3' - 6" 7' - 0" 0' - 1 3/4" 2/AE311 18/AE610 10/AE510 HW-8D 6

DOOR SCHEDULE FIRST FLOOR PHASE THREE

NUMBER
DOOR FRAME FIRE

RATING HARDWARE REMARKSTYPE WIDTH HEIGHT THICKNESS TYPE HEAD JAMB SILL
AG01 ALSD 8' - 7 3/8" 7' - 8" - 1/AE610 1/AE610 SIM 2/AE610 SIM HW-ALSD1 3,7
AG02.1 FG 3' - 0" 7' - 0" 0' - 1 3/4" 1 15/AE510 16/AE510 5/AI510 HW-GD1 3
AG02.2 FNV 3' - 6" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 - - HW-SH-3D 4
AG04 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3E
AG05 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 11/AE510 12/AE510 4/AE510 HW-2B 5
AG06 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-5D
AG07 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 11/AE510 12/AE510 4/AE510 HW-2B 5
AG10 F 3' - 6" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-SH-3D 4
AG10A F 3' - 6" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4F
AG10C F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4F
AG10C.1 FMD 6' - 0" 7' - 0" 0' - 1 3/4" 3 8/AE510 9/AE510 7/AE510 HW-E6
AG12.1 F 3' - 6" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-SH-3D 4
AG12.2 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4F
AG13.1 FMD 6' - 0" 7' - 0" 0' - 1 3/4" 3 3/AE510 SIM 3/AE510 4/AE510 HW-SH-9
AG13.2 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-5D
AG15C F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 3/4 HR HW-SH-3D 4
AG15D F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 3/4 HR HW-SH-3D 4
AG15E F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 3/4 HR HW-SH-3D 4
AG15F F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-SH-3D 4
AG15M SLGD 3' - 4 1/2" 6' - 11 1/2" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL1 1
AG15M.1 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-2
AG15P SLGD 3' - 4 1/2" 6' - 11 1/2" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL1 1
AG15P.1 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-2
AG15Q SLGD 3' - 4 1/2" 6' - 11 1/2" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL1 1
AG15Q.1 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-2
AG15S F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-SH-3D 4
AG17.1 SLFD 3' - 10 1/2" 6' - 11 1/2" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL1 1
AG17.2 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-2H
AG19.1 SLFD 3' - 10 1/2" 6' - 11 1/2" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL1 1
AG19.2 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-2H
AG22 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-5D
AG24 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-2
AG25 SLFD 3' - 10 1/2" 6' - 11 1/2" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL1 1
AG27 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-2
AG29 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3E
AG31 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3E
AG32 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 3/4 HR HW-1L
AG33 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3E
AG38.1 FNV 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 - HW-3E
AG38.2 FNV 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 - HW-4J
AG40 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1
AG41 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3E
AG164 SLFD 3' - 10 1/2" 6' - 11 1/2" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL1 1
AM1 FMD 6' - 0" 7' - 0" 0' - 1 3/4" 3 8/AE510 9/AE510 7/AE510 HW-E6
AV-1.1 ALSD 7' - 10 1/4" 7' - 8" - 3/AE610 3/AE610 SIM 4/AE610 SIM HW-ALSD2 2
AV-1.2 ALSD 7' - 10 1/4" 7' - 8" - 5/AE610 5/AE610 SIM 10/AE510 HW-ALSD3 2
CGA-2.1 FNVDE 7' - 4" 7' - 0" 0' - 1 3/4" 2 3/AE510 SIM 3/AE510 4/AE510 HW-8E
CGA-2.2 FNVDE 7' - 4" 7' - 0" 0' - 1 3/4" 2 3/AE510 SIM 3/AE510 4/AE510 HW-8E
SGA1.1 FRGD 3' - 0" 6' - 11 31/32" 15/AE610 16/AE610-17/A

E610
1 HR HW-GD 2 8

SGA1.2 FM 3' - 0" 7' - 0" 0' - 1 3/4" 1 8/AE510 9/AE510 13/AE510 HW-E4
SGA2.1 FNV 3' - 0" 7' - 0" 0' - 2" 4 14/AE510 15/AE510 4/AE510 1 HR HW-1A
SGA2.2 FM 3' - 0" 7' - 0" 0' - 1 3/4" 4 5/AE510 6/AE5106 13/AE510 1 HR HW-E4

 3/8" = 1'-0"

DOOR TYPES

 3/8" = 1'-0"

FRAME TYPES

AE510  1 1/2" = 1'-0"

1 HEAD/SILL DETAIL

AE510  1 1/2" = 1'-0"

2 JAMB DETAIL

AE510  1 1/2" = 1'-0"

3 JAMB DETAIL

AE510  1 1/2" = 1'-0"

4 DETAIL

DOOR SCHEDULE SECOND FLOOR PHASE THREE

NUMBER
DOOR FRAME FIRE

RATING HARDWARE REMARKSTYPE WIDTH HEIGHT THICKNESS TYPE HEAD JAMB SILL
A102.1 FG 3' - 0" 7' - 0" 0' - 1 3/4" 15/AE510 16/AE510 HW-GD1 3
A102.2 FNV 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 - HW-SH-3D 1
A102A SLGD 3' - 4 1/2" 6' - 11 1/2" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL3
A104 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3E
A106 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3E
A108 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A110 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4G
A112 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A116 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A120 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A122 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A124 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A126 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3E
A128 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-2
A130 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3G
A132 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A133 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A134 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A135 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A136 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A137 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-3J
A138 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A142.1 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4G
A142.2 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4F
A144 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A146.1 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4J
A146.2 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4F
A147 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 3/4 HR HW-SH-3D 4
A148 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A149 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-1L
A152 SLFD 3' - 4 1/2" 7' - 0" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL2 1
A153 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 2/AI510 4/AE510 HW-4G
A155 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4G
A156 F 3' - 0" 7' - 0" 0' - 1 3/4" 3/AE510 SIM 3/AE510 4/AE510 HW-SH-3D
A159 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-SH-3D
A160 SLFD 3' - 4 1/2" 7' - 0" 0' - 1 3/4" - 1/AE510 2/AE510 1/AE510 HW-SL2 1
A161 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-4G
A163 F 3' - 0" 7' - 0" 0' - 1 3/4" 1 3/AE510 SIM 3/AE510 4/AE510 HW-5D
AE1 FM 3' - 0" 7' - 0" 0' - 1 3/4" 1 8/AE510 9/AE5106 6/AE510 SIM HW-E1 2
CIA-3.1 AL 3' - 8" 5' - 6" 0' - 1 3/4" - 4/AE610 2/AE610 5/AE610 HW-AL1 2
CIA-3.2 AL 3' - 8" 5' - 6" 0' - 1 3/4" - 4/AE610 2/AE610 5/AE610 HW-AL1 2
SGA1.21 FRGD 3' - 0" 6' - 11 31/32" 15/AE610 16/AE610-17/A

E610 SIM
1 HR HW-GD 2 8

STA2 FNV 3' - 0" 7' - 0" 0' - 2" 4 14/AE510 15/AE510 4/AE510 1 HR HW-1A

AE510  1 1/2" = 1'-0"

5 HEAD DETAIL

AE510  1 1/2" = 1'-0"

7 SILL DETAIL

AE510  1 1/2" = 1'-0"

8 HEAD DETAIL

AE510  1 1/2" = 1'-0"

10 SILL DETAIL

HEAD SIMILAR

AE510  1 1/2" = 1'-0"

6 JAMB DETAIL
AE510  1 1/2" = 1'-0"

9 JAMB DETAIL
AE510  1 1/2" = 1'-0"

12 JAMB DETAIL

AE510  1 1/2" = 1'-0"

11 HEAD DETAIL

***SEE SHEET AI501 FOR MATERIAL TRANSITION UNDER DOOR****

AE510  1 1/2" = 1'-0"

13 SILL DETAIL

AE510  1 1/2" = 1'-0"

14 HEAD DETAIL
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AE510  1 1/2" = 1'-0"

15 FULL GLASS DOOR HEAD

AE510  1 1/2" = 1'-0"

16 GLASS DOOR JAMB
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FOR SIMILAR NOTES U.O.N.
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PF&A DESIGN

BID DOCUMENTS
FULLY SPRINKLERED

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AE610

korjht

WINDOW SCHEDULES

 3/8" = 1'-0"

WINDOW TYPES

 3/8" = 1'-0"

WINDOW TYPES

 3/8" = 1'-0"

WINDOW TYPES

AE610  1 1/2" = 1'-0"

3 SILL DETAIL

AE610  1 1/2" = 1'-0"

1 HEAD DETAIL
AE610  1 1/2" = 1'-0"

4 HEAD DETAIL

AE610  1 1/2" = 1'-0"

6 SILL DETAIL
AE610  1 1/2" = 1'-0"

12 SILL DETAIL

AE610  1 1/2" = 1'-0"

11 HEAD DETAIL

J

J1

SEE ELEVATION 4&5/AI201

SEE ELEVATION 22/AI202

AE610  1 1/2" = 1'-0"

2 JAMB DETAIL
AE610  1 1/2" = 1'-0"

5 JAMB DETAIL

AE610  1 1/2" = 1'-0"

7 HEAD DETAIL

AE610  1 1/2" = 1'-0"

8 JAMB DETAIL

AE610  1 1/2" = 1'-0"

9 SILL DETAIL

AE610  1 1/2" = 1'-0"

10 CORNER DETAIL

AE610  3" = 1'-0"

13 HEAD DETAIL

JAMB AND SILL SIMILAR

AE610  3" = 1'-0"

14 VERTICAL MULLION DETAIL
HORIZONTAL MULLION AND MID RAIL SIMILAR

AE610  3" = 1'-0"

15 HEAD DETAIL

AE610  3" = 1'-0"

16 JAMB DETAIL

C SEE ELEVATION 2/AI201

AE610  1 1/2" = 1'-0"

17 JAMB DETAIL

AE610  1 1/2" = 1'-0"

19 HEAD DETAIL

AE610  1 1/2" = 1'-0"

18 JAMB DETAIL
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DIVIDER BEAM

1' - 8"

MEMBRANE WATERPROOFING
AROUND ENTIRE PIT

PROTECTION BOARD

SUMP PIT BEYOND

FIRST FLOOR
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ENTRY ROOF
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3' - 4"

AE901
1

10
' -

 8
"

13
R

@
6.

75
"

7'
 - 

4"
13

 R
 @

 6
.7

5"
7'

 - 
4"

3'
 - 

6"

2'
 - 

10
"

10
' -

 0
"

AE901
4

FIRST FLOOR
0' - 0"

11"1"

6 
3/

4"

2"

12"  CHANNEL STRINGER TYP
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SECOND FLOOR
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4"
2"

MAX
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1" PIPE RAIL

1 1/2" PIPE RAIL
5'-0" O.C. MAX

STEEL BEAM SEE STRUCTURAL

12" STRINGER CHANNEL

RUBBER FLOORING

RUBBER TREAD

CONC FILL

CUT CHANNEL AS REQ'D TO
ANCHOR TO STEEL BEAM

8" C CHANNEL

3" CONC SLAB W/
1 1/2" MTL DECK
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FIRST FLOOR
0' - 0"

ALUM STOREFRONT

3 5/8" MTL STUDS @6" O.C. MAX
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113

AE901

jhtjht

VERTICAL CIRCULATION

 1/4" = 1'-0"

FIRST FLOOR PLAN PHASE THREE

 1/4" = 1'-0"

SECOND FLOOR PLAN PHASE THREE

 1/4" = 1'-0"AE901

B BUILDING SECTION
 1/4" = 1'-0"AE901

A PARTIAL BUILDING SECTION

AE901  1 1/2" = 1'-0"

2 STAIR DETAIL

AE901  1 1/2" = 1'-0"

1 STAIR DETAIL

AE901  1 1/2" = 1'-0"

3 LANDING DETAIL
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AE901  1 1/2" = 1'-0"

4 STOREFRONT DETAIL
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DECKING  -SEE STRUCT. DWGS

ALUM ROOFING SYSTEM
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PAINTED RAILINGS
AND  METAL
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PTD. HM. DOOR AND FRAME

CMU BOND BEAMS
AT LANDING CONNECTION
SEE STRUCT. DWGS
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AT LANDING CONNECTION
SEE STRUCT. DWGS
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1
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8" CMU

8" NOND BEAM

MASONRY REINFORCING AT 16" O.C.
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1 1/2" METAL DECK
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METAL TRUSS - SEE STRUCTURAL DRAWINGS
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EXTERIOR PLYWOOD

ALUMINUM ROOFING
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VERTICAL CIRCULATION

 1/4" = 1'-0"

FIRST FLOOR STAIR PLAN PHASE THREE

 1/4" = 1'-0"

SECOND FLOOR PLAN PHASETWO

 1/4" = 1'-0"AE902

1 STAIR SECTION
AE902  1 1/2" = 1'-0"

2 DETAIL

 1 1/2" = 1'-0"AE902
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FINISH NOTES
1. PROVIDE ACCENT PAINT (P#3) THIS WALL.  SEE FINISH COLORS FOR MORE INFORMATION.

2. PROVIDE ACCENT PAINT (P#4) THIS WALL.  SEE FINISH COLORS FOR MORE INFORMATION.

3. PROVIDE ACCENT PAINT (P#5) THIS WALL.  SEE FINISH COLORS FOR MORE INFORMATION.

4. CORNER GUARD [CG#1]  HALF HEIGHT THIS LOCATION.  SEE FINISH COLORS FOR MORE
INFORMATION.

5. PROVIDE HAND RAIL [HR#1] AT 34" A.F.F.  PROVIDE WAINSCOT [WP#1] TO TERMINATE AT
CENTER OF HAND RAIL.  SEE FINISH COLORS FOR MORE INFORMATION

6. PROVIDE END WALL PROTECTION [CG#2] HALF HEIGHT.  SEE FINISH COLORS FOR MORE
INFORMATION.

7. PROVIDE CHAIR RAILS [CR#1] AT 34 A.F.F. AT THIS LOCATION.  SEE FINISH COLORS FOR
MORE INFORMATION.

8. PANEL#1 INSTALLED THIS WALL, VERTICALLY.
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PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AI101

bmwjht

FIRST FLOOR FINISH PLANS

 1/8" = 1'-0"

FINISH PLAN - PHASE ONE - FIRST FLOOR

NOTE: SEE FINISH SCHEDULE FOR ADDITIONAL FINISHES NOT SHOWN.

NOTE: SEE FINISH SCHEDULE FOR ADDITIONAL FINISHES NOT SHOWN.

ROOM LEGEND - PHASE 1

NUMBER NAME
BE1 ELECTRICAL
BG01 RESOURCE/PROG ASSIST
BG02 COUNSELING
BG04 COUNSELING
BG05 OFFICE
BG06 COUNSELING
BG07 TLT
BG08 COUNSELING
BG09 TLT
BG10 IT
BG11 RESIDENTS OFFICE
BG12 NOURISHMENT
BG15 OFFICE
BG16 SOCIAL WORKER
BG17 STORAGE
BG19 CHAPLAIN
BG21 GROUP THERAPY
BG23A GROUP   THERAPY
BG23B GROUP    THERAPY
BM1 SPRINKLER
BV1 VESTIBULE
CGB-1 CORRIDOR
CGB-2 CORRIDOR

ROOM LEGEND - PHASE THREE - FIRST FLOOR

NUMBER NAME
AG01 LOBBY
AG02 WAITING
AG04 RECEPTION
AG05 TOILET
AG06 ELEC
AG07 TOILET
AG10 CORRIDOR
AG10A EQUIPMENT MAINTENANCE
AG10C WATER TREATMENT ROOM
AG12 EQUIP PROCESSING CLEAN STORAGE
AG13 BREAK DOWN
AG15 CORRIDOR
AG15.2 CHAIR STATION
AG15.3 CHAIR STATION
AG15.4 CHAIR STATION
AG15.5 CHAIR STATION
AG15.6 CHAIR STATION
AG15.8 CHAIR STATION
AG15.9 CHAIR STATION
AG15.10 CHAIR STATION
AG15.11 CHAIR STATION
AG15.12 CHAIR STATION
AG15.13 CHAIR STATION
AG15.14 CHAIR STATION
AG15.15 CHAIR STATION
AG15.17 CHAIR STATION
AG15.18 CHAIR STATION
AG15.19 CHAIR STATION
AG15.20 CHAIR STATION
AG15.21 CHAIR STATION
AG15.22 CHAIR STATION
AG15.23 CHAIR STATION
AG15.24 CHAIR STATION
AG15.25 CHAIR STATION
AG15.26 CHAIR STATION
AG15.27 CHAIR STATION
AG15.28 CHAIR STATION
AG15C EQUIPMENT STORAGE
AG15D CLEAN SUPPLY / STERILE SUPPLY
AG15E SOILED UTILITY
AG15F MED PREP
AG15M RENAL DIALYSIS ISOLATION ROOM CHAIR 9
AG15M.1 TOILET
AG15N NURSE STATION
AG15P RENAL DIALYSIS ISOLATION ROOM CHAIR 16
AG15P.1 TOILET
AG15Q RENAL DIALYSIS ISOLATION ROOM
AG15Q.1 TOILET
AG15S IT
AG17 HOME TRAINING
AG19 HOME TRAINING
AG19A TOILET
AG21 EXAM
AG22 HAC
AG24 TOILET / SHOWER
AG25 EXAM
AG27 TOILET
AG29 NURSE PRACTITIONER
AG31 CHIEF NURSE
AG32 EXAM/PROCEDURE
AG33 CHIEF DIALYSIS CENTER
AG38 CONFERENCE
AG40 STAFF LOUNGE
AG41 PACT TEAM ROOM
AM1 MECHANICAL
AV-1 VESTIBULE
CGA CORRIDOR
CGA-1 CORRIDOR
CGA-2 CORRIDOR
CGA-3 CORRIDOR
ELV2 ELEVATOR
ELV 1 ELEVATOR
SGA1 STAIR
SGA2 STAIR

 1/8" = 1'-0"

FINISH PLAN - PHASE THREE - FIRST FLOOR
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FINISH NOTES
1. PROVIDE ACCENT PAINT (P#3) THIS WALL.  SEE FINISH COLORS FOR MORE INFORMATION.

2. PROVIDE ACCENT PAINT (P#4) THIS WALL.  SEE FINISH COLORS FOR MORE INFORMATION.

3. PROVIDE ACCENT PAINT (P#5) THIS WALL.  SEE FINISH COLORS FOR MORE INFORMATION.

4. CORNER GUARD [CG#1]  HALF HEIGHT THIS LOCATION.  SEE FINISH COLORS FOR MORE
INFORMATION.

5. PROVIDE HAND RAIL [HR#1] AT 34" A.F.F.  PROVIDE WAINSCOT [WP#1] TO TERMINATE AT
CENTER OF HAND RAIL.  SEE FINISH COLORS FOR MORE INFORMATION.

6. PROVIDE END WALL PROTECTION [CG#1] THIS LOCATION.

7. PROVIDE CHAIR RAILS [CR#1] AT 34 A.F.F. AT THIS LOCATION.  SEE FINISH COLORS FOR
MORE INFORMATION.

8. PROVIDE PAINTED PANEL [PANEL#1]

9. CORNER GUARD [CG#3] HALF HEIGHT THIS LOCATION.  SEE FINISH COLORS FOR MORE
INFORMATION.
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PHASE 1
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ACTUAL
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CLINICAL BUILDING 113
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HAMPTON, VAMC

590-401

05-13-2016

113

AI102

bmwjht

SECOND FLOOR FINISH PLAN

 1/8" = 1'-0"

FLOOR FINISH PLAN - PHASE THREE - SECOND FLOOR

NOTE: SEE FINISH SCHEDULE FOR ADDITIONAL FINISHES NOT SHOWN.

ROOM LEGEND - PHASE 2 - SECOND FLOOR

NUMBER NAME
A101 ENTRY
A102 WAITING
A102A STORAGE
A104 RECEPTION
A106 VBA OFFICE
A108 EXAM
A110 VISUAL FIELDS
A112 EXAM
A116 EXAM
A120 EXAM
A122 EXAM
A124 LOUNGE
A126 VISIT OFFICE
A128 TOILET
A130 CHIEF OF STAFF
A132 EXAM
A133 SCREENING
A134 EXAM
A135 EXAM
A136 OCT ROOM
A137 PHOTOGRAPHY ROOM
A138 EXAM
A142 LOW VISION TRAINING
A142A STORAGE
A144 OPT SIMULATION
A146 LOW VISION EXAM
A148 EXAM
A149 EXAM
A152 TOILET
A153 LOW VISION MSA OFFICE
A155 VISUAL FIELDS
A156 CLEAN
A157 SOILED
A159 IT
A160 TOILET
A161 VISUAL FIELDS
A163 ELECTRICAL
AE1 ELEVATOR EQUIPMENT
C1A-1 CORRIDOR
C1A-2 CORRIDOR
C1A-3 CORRIDOR
C1A-4 CORRIDOR
SGA1.2 STAIR
SGA2.2 STAIR
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3' - 0"

1"

2' - 6" 2' - 9"

1"

2'
 - 

0"
6"

1'
 - 

8"
2'

 - 
10

"

2' - 6" 2' - 9"

REFRIGERATOR

MICROWAVE

INTEGRAL
SLOPED TOP
TYPICAL

COFFEE
MAKER

SOLID
SURFACE
COUNTER

4  INCH
BASE AS
SCHEDULED,
TYPICAL

2'
 - 

0"
6"

1'
 - 

8"
2'

 - 
10

"

1"

2' - 6" 2' - 6"

1"

3' - 0"

2' - 9" 2' - 0" MICROWAVE

COFFEE MAKER

REFRIGERATOR

SOAP DISPENSER
TYPICAL

PAPER TOWEL
DISPENSER
TYPICAL

SOLID SURFACE
COUNTER

FC FC

1' - 6"4' - 9 3/8"

1' - 0" +/-

5' - 2 1/4"1' - 6"

2'
 - 

6"

OFOI
PLAM DIVIDER

COLUMN

COMPUTER
TYPICAL

PHONE
TYPICAL

POWER
OUTLET
TYPICAL

DATA
OUTLET
TYPICAL

1/4" FROSTED
GLAZING TEMPERED
1/4" CLEAR
GLAZING TEMPERED
LOCK, TYP

2'
 - 

10
"

7'
 - 

0"

COLUMN

OFOI PLAM
DIVIDER

TRANSACTION
LEDGE
SS#2

CORNER GUARD

LOCK, TYP.

CFCI
LOCKERS

SOAP HOLDER

SHOWER ROD

SHOWER HEAD

GRAB BARS

ADA SHOWER SEAT

2'
 - 

10
"

1'
 - 

5"

3'
 - 

9 
1/

4"

8'
 - 

0"

DEPRESS SLAB TO
DRAIN

PT#2

3' - 4"

2'
 - 

10
"

3' - 6"
MIN MAX

1' - 0"

7" - 9"

M
IN

1'
 - 

7"

3'
 - 

4"

2'
 - 

10
"

2'
 - 

10
"

2'
 - 

10
"

2'
 - 

10
"

5'
 - 

0"

PT#2

TR#1

3' - 2"

DEPRESS SLAB TO DRAIN

8'
 - 

0"

INDICATES
SHOWER

2'
 - 

10
"

7'
 - 

0"

SS#2

5'
 - 

0"

PT#2

3 1/2" 2' - 0"

2'
 - 

10
"

1' - 7 1/8"

D

AI202

UNFRAMED
MIRROR

2'
 - 

10
"

3' - 4"

1"

SOLID SURFACE
COUNTERTOP

FRAMED
MIRROR

2'
 - 

10
"

3' - 5 1/2"

FRAMED
MIRROR

SOLID
SURFACE
COUNTERTOP

PTD GWB SOFFIT

2'
 - 

10
"

SOLID SURFACE
COUNTERTOP

D

AI202

1"

3' - 0"

1"

4' - 0"

2'
 - 

0"
2'

 - 
2"

2'
 - 

10
"

SOLID SURFACE
COUNTERTOP

FLUSH RIM
SINK

2'
 - 

0"
6"

1'
 - 

8"
2'

 - 
10

"

F2' - 3"2' - 0"2' - 6"F

SOLID SURFACE
COUNTERTOP

2'
 - 

6"
1'

 - 
8"

2'
 - 

10
"

OMNICELL

CORNER
GUARD

REFRIGERATOR

WALL MOUNTED
PHONE

1' - 0 5/8"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"
2"

2' - 3"

2"

10"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

6 7/8"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

1' - 4 1/8"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 2 3/8"

5/8"

2'
 - 

8"

SS#1

SS#2

BASE AS SCHEDULED

DIALYSIS BOX, TYP.

NC

STAND - OFFS,
TYP.

PROVIDE (2) LAYERS
OF 1/2" SOLID SURFACE
ADHERED TOGETHER FOR
SUPPORT PANEL BETWEEN
EACH SECTION OF CASEWORK, TYP.

PROVIDE STAINLESS STEEL SUPPORT
BRACKET EACH SIDE OF PANEL AND PROVIDE
CONTINUOUS SILICONE SEALANT AT EACH SIDE
OF SUPPORT PANEL TO PROVIDE WATER TIGHT
SEAL BETWEEN PANEL AND SHEET VINYL FLOOR, TYP.

A V S

MEDICAL
GAS, TYP

NURSE
CALL,TYP

DIALYSIS
BOX, TYP

NC A V S NC A V S NC A V S NC A V S NC A V S

BOX OUT AREA AROUND
FLOOR DRAIN

FLIP UP LID,
TYP C

AI202

+/-
31' - 7 1/2" 1' - 4 1/8"

+/-
14' - 5 3/8"

CUBICLE CURTAIN LINE, TYP.

2"

8 3/8"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

8 1/8"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"10"2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"1' - 6 3/4"2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

1' - 10 1/4"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"3 7/8"2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

4 1/4"

6"
1'

 - 
8 

1/
2"

SS#1

SS#2

DIALYSIS BOX,
TYP

NC A V SNC A V S NC A V S NC A V S NC A V S NC A V SNC

A

AI202

B

AI202

TYP TYP

A V S NC A V S

C

AI202

BOX OUT AT FLOOR DRAIN -
SEE PLUMBING DRAWINGS

C

AI202

NURSE CALL - TYP

MEDICAL GASES - TYP

DUPLEX - TYP

+/-
38' - 9 1/2"1' - 6 3/4"

+/-
24' - 5 1/4"

PTD GWB SOFFIT

MANTEL TRIM
FROM SECOND
LOCATION

MANTEL TRIM

SIDE TRIM

SIDE TRIM

HORIZONTAL
TRIM

RECESSED
PANEL TO
MATCH EXISTING
FINISH - NO HOLE
-PROVIDE NEW TO
MATCH EXISTING
FINISH TO MAKE FLUSH

1/4" FROSTED
GLAZING TEMPERED

1/4" CLEAR
GLAZING TEMPERED

C

3'
 - 

3 
7/

8"
3'

 - 
8 

1/
8"

4' - 6 1/2"

8' - 4"

EXISTING FIREPLACE
MANTEL AND TRIM -
(2) LOCATIONS
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CLINICAL BUILDING 113
(DIALYSIS/EYE
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590-401

05-13-2016

113

AI201

bmwjht

CASEWORK ELEVATIONS

AI201  3/8" = 1'-0"
1 LOUNGE

AI201  3/8" = 1'-0"
3 LOUNGE

AI201  3/8" = 1'-0"
4 RECEPTION

AI201  3/8" = 1'-0"
5 RECEPTION

AI201  3/8" = 1'-0"
6 TOILET/SHOWER

AI201  3/8" = 1'-0"
7 TOILET/SHOWER SIMILAR

AI201  3/8" = 1'-0"
8 TOILET, TYP.

AI201  3/8" = 1'-0"
9 HOME TRAINING

AI201  3/8" = 1'-0"
10 HOME TRAINING

AI201  3/8" = 1'-0"
11 CORRIDOR SINK

AI201  3/8" = 1'-0"
12 SOILED UTILITY ROOM

AI201  3/8" = 1'-0"
13 MED PREP

AI201  3/8" = 1'-0"
14 MED PREP

AI201  3/8" = 1'-0"
15 CHAIR STATIONS

AI201  3/8" = 1'-0"
16 CHAIR STATIONS

AI201  3/8" = 1'-0"
2 VESTIBULE

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY

AI201  3/8" = 1'-0"

A EXISTING (2) FIREPLACES
BUILDING 115 FIREPLACES
REPURPOSE TRIM FOR NEW
RECEPTION WINDOW AS SHOWN

PROVIDE NEW LAYOUT OF
REPURPOSED WOOD TRIM FROM
EXISTING BUILDING AS SHOWN IN
DETAIL A/AI201. PROVIDE NEW ONLY
AS REQUIRED TO MATCH EXISTING
TO PROVIDE ELEVATION AS SHOWN

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY
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1' - 1 1/4"

2"

10"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

10"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

1' - 0 3/4"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

1' - 5 7/8"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

2'
 - 

8"
2'

 - 
2 

1/
2"

SS#1

SS#2

BASE AS
SCHEDULED

NC A V S NC A V S NC A V S NC A V S NC A V S

BOX OUT AROUND
FLOOR DRAIN

17' - 9 1/4" 1' - 0 3/4" 23' - 3"

C

AI202

CUBICLE
CURTAIN LINE,
TYP.

6"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

9 3/8"

2' - 3"

2"

2' - 3" 2" 2' - 11 7/8"

2"

2' - 3"

2"

11 1/8"

7 3/4" COLUMN

1' - 9 1/2"

2"

2' - 0"

2"

2' - 0"

2"

2' - 3"

2"

2' - 0"

2"

2' - 0"

2"

2' - 3"

2"

2' - 3"

3 3/4"

7 3/4"

2"

1' - 4 1/2"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

NC A V SNC A V S NC A V S NC A V S NC A V S NC A V S

BOX
OUT AT
FLOOR DRAIN

C

AI202

PANEL#2

SS#2

SS#2

2'
 - 

5 
1/

2"
3'

 - 
0"

3'
 - 

6 
1/

2"

8' - 9 1/2"

PANEL#1

3'
 - 

0"
3'

 - 
6"

4' - 2 1/2" 8' - 0 1/4"

4' - 7 1/2" 4' - 2 1/2"

E

AI202

ALUMINUM
GRIPPER TYP.

2'
 - 

6"

PLAM
DIVIDER

1/4" FROSTED
GLAZING TEMPERED

1/4" CLEAR
GLAZING TEMPERED

LOCK, TYP

2'
 - 

0"
2'

 - 
2"

2'
 - 

10
"

OPEN

F

1' - 9" 2' - 7 3/8"

REFRIGERATOR

COFFEE MAKER

2' - 0" 2' - 3" F
COLUMN

2' - 6" 2' - 3" 2' - 3"

1" 2' - 6" 1' - 6" 3' - 0"

1"

2'
 - 

0"
6"

1'
 - 

8"
2'

 - 
10

"

REFRIGERATOR

MICROWAVE

COFFEE MAKER

6"

2"

1' - 6"

2"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2" 0"

2'
 - 

8"

NC A V S

C

AI202
SIM

BOX
OUT FOR
DRAIN

6"

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"

1' - 6"

2"

NC A V S

SS #1

SS #2

2'
 - 

8"

BOX OUT AT
FLOOR DRAIN

C

AI202

6"

NC A V S

2' - 3"

2"

2' - 3"

2"

2' - 3"

2"2"

1' - 6"

2"

BOX OUT
AT FLOOR
DRAINC

AI202

2'
 - 

8"

2'
 - 

8"

3/4"

10 3/4"

R
O

U
G

H
 O

PE
N

IN
G

12
-3

/4
" W

ID
E 

X 
13

 5
/8

" H
IG

H
1'

 - 
1 

3/
4"

GYPSUM WALLBOARD

SOLID SURFACE BACKSPLASH.  SEE
ELEVATION

FLIP UP COUNTERTOP

PROVIDE (4) EXTRA HEAVY DUTY EUROPEAN 180
DEGREE HINGES PER 7'-1" FLIP UP PANEL

STAND OFF BEYOND

RUN MEDICAL GAS PIPING TIGHT TO BACK WALL - CUT
ACCESS THROUGH SOLID SURFACE SUPPORT PANELS
AS REQUIRED.

RUN RO WATER PIPING TIGHT TO BACK WALL - CUT ACCESS
THROUGH SOLID SURFACE SUPPORT PANELS AS REQUIRED

REMOVABLE PANEL

STAND OFF BEYOND

BOX OUT OF FLOOR DRAIN BEYOND

1' - 0" 1' - 0"

3/4"

10 3/4"

R
O

U
G

H
 O

PE
N

IN
G

12
-3

/4
" W

ID
E 

X 
13

 5
/8

" H
IG

H

GYPSUM WALLBOARD

SOLID SURFACE BACKSPLASH.  SEE
ELEVATION

FLIP UP COUNTERTOP

PROVIDE (4) EXTRA HEAVY DUTY EUROPEAN 180
DEGREE HINGES PER 7'-1" FLIP UP PANEL

RUN MEDICAL GAS PIPING TIGHT TO BACK WALL - CUT
ACCESS THROUGH SOLID SURFACE SUPPORT PANELS
AS REQUIRED.

RUN RO WATER PIPING TIGHT TO BACK WALL - CUT ACCESS
THROUGH SOLID SURFACE SUPPORT PANELS AS REQUIRED

REMOVABLE PANEL

STAND OFF BEYOND

SOLID SURFACE SUPPORT PANEL BEYOND - CLIP TO
FLOOR AND FRONT PANEL AS REQUIRED

DIALYSIS CONNECTION BOX

ACCESS PANEL BEYOND

2'
 - 

8"

BOX OUT OF FLOOR DRAIN BEYOND

2'
 - 

8"

3/4"

1' - 4 3/4"

2'
 - 

5 
1/

4"

GYPSUM WALLBOARD

SOLID SURFACE BACKSPLASH.  SEE
ELEVATION

FLIP UP COUNTERTOP

PROVIDE (4) EXTRA HEAVY DUTY EUROPEAN 180
DEGREE HINGES PER 7'-1" FLIP UP PANEL

RUN MEDICAL GAS PIPING TIGHT TO BACK WALL - CUT
ACCESS THROUGH SOLID SURFACE SUPPORT PANELS
AS REQUIRED.

RUN RO WATER PIPING TIGHT TO BACK WALL - CUT ACCESS
THROUGH SOLID SURFACE SUPPORT PANELS AS REQUIRED

REMOVABLE PANEL

WASTE TO FLOOR DRAIN

SOLID SURFACE SUPPORT PANEL BEYOND - CLIP TO
FLOOR AND FRONT PANEL AS REQUIRED

1' - 6"

1/4" TRANSLUCENT
PANEL

SATIN ANODIZED
ALUM GRIPPER

SET SCREW - DRILL
3/8" DIAMETER IN PANEL

MOUNTING PLATE

SOLID SURFACE
COUNTERTOP

2'-3" HIGH PANEL

SOLID SURFACE COUNTER
TOP WITH BEVELED EDGE

FINISH FLOOR

SOLID SURFACE
BACKSPLASH SCRIBE
AND CAULK AT WALL

UNDERCOUNTER
MOUNTED STAINLESS
STEEL SINK. SEE
PLUMBING DRAWINGS.

FACE OF WALL

FO
R

 C
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O
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K 

H
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G
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SE

E 
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AS
EW

O
R
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EL

EV
AT

IO
N

S
4"

1' - 8 1/2"

SOLID SURFACE SKIRT

5 
3/

4"

7 
1/

4"

METAL SUPPORTS AS NEEDED

PLAM DIVIDER

1/4" FROSTED GLAZING TEMPERED

1/4" CLEAR GLAZING TEMPERED

LOCK, TYP.

2'
 - 

8"

TRANSACTION LEDGE, SS#2
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Fax: 757-471-4205

PF&A DESIGN

BID DOCUMENTS
FULLY SPRINKLERED

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AI202

bmwjht

CASEWORK ELEVATIONS
AND SECTIONS

AI202  3/8" = 1'-0"
17 CHAIR STATIONS

AI202  3/8" = 1'-0"
18 CHAIR STATIONS

AI202  3/8" = 1'-0"
22 RECEPTION

AI202  3/8" = 1'-0"
25 LOUNGE

AI202  3/8" = 1'-0"
24 LOW VISION

AI202  3/8" = 1'-0"
19 RENAL DIALYSIS ISOLATION ROOM

AI202  3/8" = 1'-0"
21 RENAL DIALYSIS ISOLATION ROOM

AI202  3/8" = 1'-0"
20 RENAL DIALYSIS ISOLATION ROOM

AI202  1" = 1'-0"

A SECTION
AI202  1" = 1'-0"

B SECTION

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY

AI202  1" = 1'-0"

C SECTION
NOTE: INTERIOR OF DIALYSIS CASEWORK
LINER ON ALL INTERIOR SURFACES OF
CABINET TO BE SOLID SURFACE

NOTE: INTERIOR OF DIALYSIS CASEWORK
LINER ON ALL INTERIOR SURFACES OF
CABINET TO BE SOLID SURFACE

NOTE: INTERIOR OF DIALYSIS CASEWORK
LINER ON ALL INTERIOR SURFACES OF
CABINET TO BE SOLID SURFACE

AI202  3" = 1'-0"

E WALL CAP DETAIL
AI202  1 1/2" = 1'-0"

D SECTION

AI202  3/8" = 1'-0"
23 WAITING

CASEWORK OFOI THIS ELEVATION
- SHOWN FOR COORDINATION ONLY
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ELECTRICAL
BE1
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BG16
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OFFICE
BG15
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RESIDENTS
OFFICE
BG11

42 SF

TLT
BG09

42 SF

TLT
BG07
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COUNSELING
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99 SF

COUNSELING
BG06
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COUNSELING
BG04

99 SF

COUNSELING
BG02
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OFFICE
BG05

193 SF

RESOURCE/PROG
ASSIST
BG01
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VESTIBULE
BV1
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CORRIDOR
CGB-2
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GROUP
THERAPY

BG23B
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M1801

A1015

M1840

M1801
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ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AI401.1

jhtjht

FIRST FLOOR ENLARGED
PLAN - PHASE ONE

 1/4" = 1'-0"

ENLARGED PLAN - PHASE ONE - FIRST FLOOR - PHASE 1

EQUPIMENT SCHEDULE - PHASE 1

MARK DESCRIPTION OFCI OFOI CFCI TYPE COMMENTS
A1015 PHONE ***** PROVIDE POWER & DATA
K1552 COFFEE MAKER ***** PROVIDE POWER
K4665 MICROWAVE ***** PROVIDE POWER
M1801 COMPUTER SYSTEM ***** PROVIDE POWER & DATA
M1840 COPIER ***** PROVIDE POWER & DATA
R7250 REFRIGERATOR ***** PROVIDE POWER - VERIFY W/ PLUMBER, NO WATER CONNECTION

TOILET ACCESSORY SCHEDULE - PHASE 1

MARK DESCRIPTION MOUNTING HEIGHT REMARKS
A1066 MIRROR 24" x 36" CHANNEL FRAME CFCI
A5075 SOAP DISPENSER 48 A.F.F. TO BOTTOM OF OPENING CFCI
A5080 PAPER TOWEL DISPENSER 48 A.F.F. TO BOTTOM OF OPENING CFCI
A5109.1 18" VERTICAL GRAB BAR 40" A.F.F. TO TOP OF GRAB BAR VERTICAL MOUNT. CFCI
A5109.3 36" HORIZONTAL GRAB BAR 34" A.F.F. TO TOP OF GRAB BAR CFCI
A5145 ROBE HOOK COORDINATE WITH OWNER CFCI
A5200 TOILET PAPER DISPENSER 19" A.F.F. TO CENTERLINE CFCI
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4

B C G

1

E FD

5

2

H

AI2013

AI201

4

AI201 9 AI20110

AI201

5

AI201

7

86

A5080
A1066

M1801M1825

M1801M1825

A1015

A1015

M1801

M1825

A1015

A5109.3

A1066

A5080

A5075

A5109.1 A5109.3

A1040

A1040

M1801 M1801A1015 A1015

A1066

A5200

A5080

A5109.1

A5109.3

A5109.2

M9025

K1552

R7250

STAFF LOUNGE
AG40

PACT TEAM
ROOM
AG41

WAITING
AG02

RECEPTION
AG04

WATER
TREATMENT

ROOM
AG10C

EQUIPMENT
MAINTENANCE

AG10A

EQUIP
PROCESSING

CLEAN STORAGE
AG12

BREAK DOWN
AG13

HAC
AG22

CORRIDOR
AG10CONFERENCE

AG38

CORRIDOR
CGA-1

IT
AG15S

CHIEF DIALYSIS
CENTER

AG33

CHIEF NURSE
AG31

NURSE
PRACTITIONER

AG29

EXAM/PROCEDURE
AG32

TOILET / SHOWER
AG24

ELEC
AG06

MECHANICAL
AM1

EXAM
AG25

HOME TRAINING
AG17

HOME TRAINING
AG19

TOILET
AG19A

LOBBY
AG01

VESTIBULE
AV-1

TOILET
AG07

TOILET
AG05

A5145 A5145

F2540
M1840

A5200

A5109.3

A5145

A5080

A1066

A5075

A1015

A5080

A1066

A5075 A5145A5145 A5075

A5080

A1066

A5075

A5135

A5145

A5075

A5080

K4665

A5075

A5109.3

A5109.3
A5200

A5109.1

AG40

AG07

AG02.2

AG04

AG10C

AG12.2

AG12.1

AG10A

AG22

AG13.2

AG10

AV-1.1

AG02.1

AG06

CGA-2.1

CGA-2.2

AG01

AG29

AG33

AG31

AG24AG32

AM1

AG19.2 AG17.2

AG17.1AG19.1AG25 AG164

AV-1.2

AG15S

CGA-2

A1066

A5080
A5109.3

A5109.3
A5200

A5109.1

A5075

AG05

AG13.1

TOILET
AG15Q.1

A
AE610

L

EXAM
AG21

M0505 M0505

A1040

A1040

A1040

A1040

A1040A1040

A1040

A1040

A1040

A1040

A1040

A1040

A1040

A1040

A1040

A1040

AI201

8TYP

7TY
P

STAIR
SGA1

E0042.1

E0042.2

E0042.2

A5145

A5145

A1066

A5075

A5080

M9025

A5145

A5145

A5075

A1066

A5080

A1015

M9025

1

SHS

SHR

SGB
SH

• CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO THE START OF
CONSTRUCTION. ANY DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE
ARCHITECT FOR A RESOLUTION. ADJUSTMENTS TO DIMENSIONS AND CONDITIONS SHOWN MAY BE
REQUIRED.

• ALL DIMENSIONS ARE REFERENCED FROM FACE OF STUD AT NEW CONSTRUCTION UNLESS OTHERWISE
NOTED. DIMENSIONS ARE REFERENCED FROM FACE OF FINISH AT EXISTING CONSTRUCTION.

• ALL DIMENSIONS INDICATED +/- ARE APPROXIMATE AND MUST BE FIELD VERIFIED PRIOR TO THE START OF
CONSTRUCTION.

• PROVIDE SHALL MEAN TO SUPPLY, TO FURNISH AND TO INSTALL COMPLETE WITH ALL ACCESSORIES,
PARTS AND/OR SERVICES TO BE READY FOR ITS INTENDED USE.

• WHERE WORK ABUTS OR ADJOINS EXISTING SURFACES WHICH WILL REMAIN EXPOSED, ALIGN NEW
WORK FLUSH WITH EXISTING ADJACENT SURFACES.

• THE CONTRACTOR SHALL MAINTAIN THE EXISTING BUILDING IN A WATER TIGHT CONDITION THROUGHOUT
THE ENTIRE CONSTRUCTION PERIOD. REPAIR DAMAGE CAUSED BY CONSTRUCTION OPERATIONS. TAKE
ALL PRECAUTIONS NECESSARY TO PROTECT THE BUILDING AND ITS OCCUPANTS DURING THE
CONSTRUCTION PERIOD.

• CONTRACTOR SHALL PROVIDE BARRIERS TO PREVENT ENTRY TO THE CONSTRUCTION AREA. BARRIERS
SHALL NOT INTERFERE WITH THE OWNERS USE OF THE SITE.

• THE CONTRACTOR SHALL PROVIDE NEGATIVE PRESSURE IN THE AREA OF RENOVATION TO PREVENT
THE SPREAD OF DUST TO OCCUPIED AREAS OF THE BUILDING.

• ALL NOTES, REMARKS AND/OR SCHEDULES ON THIS SHEET ARE FOR THIS ONLY UNLESS OTHERWISE
NOTED.

GENERAL NEW WORK NOTES

1. EMERGENCY EYEWASH.  SEE PLUMING DRAWINGS FOR MORE INFORMATION

NEW WORK NOTES
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ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AI401.2A

jhtjht

FIRST FLOOR ENLARGED
PLAN - PHASE 3, AREA 3A

 1/4" = 1'-0"

ENLARGED PLAN - PHASE THREE - FIRST FLOOR - AREA 3A

EQUPIMENT SCHEDULE - AREA 3A

MARK DESCRIPTION OFCI OFOI CFCI TYPE COMMENTS
A1015 PHONE ***** PROVIDE POWER & DATA
A1040 LOCKER 2 TIER - 72"H *****
E0042.1 CHECK-IN KIOSK PROVIDE POWER AND DATA
E0042.2 CHECK-IN KIOSK PROVIDE POWER AND DATA
F2540 PAPER SHRED BOX ***** -
K1552 COFFEE MAKER ***** PROVIDE POWER
K4665 MICROWAVE ***** PROVIDE POWER
M0505 FLAT SCREEN ***** PROVIDE POWER, DATA, AND SUPPORT: CEILING MOUNTED OR WALL

MOUNTED; SEE PLAN
M1801 COMPUTER SYSTEM ***** PROVIDE POWER & DATA
M1825 PRINTER ***** PROVIDE POWER & DATA
M1840 COPIER ***** PROVIDE POWER & DATA
M9025 EXAM TABLE ***** -
R7250 REFRIGERATOR ***** PROVIDE POWER - VERIFY W/ PLUMBER, NO WATER CONNECTION

TOILET ACCESSORY SCHEDULE - AREA 3A

MARK DESCRIPTION MOUNTING HEIGHT REMARKS
A1066 MIRROR 24" x 36" CHANNEL FRAME CFCI
A5075 SOAP DISPENSER
A5080 PAPER TOWEL DISPENSER 48 A.F.F. TO BOTTOM OF OPENING CFCI
A5109.1 18" VERTICAL GRAB BAR 40" A.F.F. TO TOP OF GRAB BAR VERTICAL MOUNT. CFCI
A5109.3 36" HORIZONTAL GRAB BAR 34" A.F.F. TO TOP OF GRAB BAR CFCI
A5135 MOP RACK COORDINATE WITH OWNER CFCI
A5145 ROBE HOOK COORDINATE WITH OWNER CFCI
A5200 TOILET PAPER DISPENSER 19" A.F.F. TO CENTERLINE CFCI
SGB SHOWER GRAB BAR 36" A.F.F. TO CENTERLINE CFCI
SH
SHR SHOWER ROD 6'-0" A.F.F. TO CENTERLINE CFCI
SHS ADA SHOWER SEAT 17" - 19" A.F.F. TO TOP OF SEAT CFCI
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M0505
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M0505
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M0505

M4905

M0505

M4905

M0505

M4905

WSC

A5075

A5080

M1715 M1715 M1715 M1715 M1715 M1715

M1801 M1801 M1801
A1015 A1015 A1015

M1801M1801M1801

R6200

M4905

M4905

M4905

M4905

M4905

M0505

M1715

M1715

M1715

M1715

M1715

A5075

A5080

M4905

M0505 M0505

A5109.1
A5109.3

M1715 M1715 M1715 M1715

M1715

M1715

M4905
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A5075
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1 SIM
SIM

SIM

AI401.2B
1

AI401.2B
1

AI401.2B
2

AI401.2B
3

A5145

M0505

1. EXPOSED STEEL COLUMN PAINTED.

2. RECESSED SCALE READ OUT.

3. RECESSED SCALE READ OUT INSULATED IN VAFCI NURSE STATION.

4. RECESSED SCALE, DEPRESS SLAB MIN 2". COORDINATE WITH SCALE MANUFACTURER.

NEW WORK NOTES

STEEL COLUMN

1 1/2" METAL STUDS

3 5/8" METAL STUDS

5/8" GWB

EXPOSED STEEL COLUMN PAINTED

CAULK

3 5/8" METAL STUDS

5/8" GWB

MINERAL WOOL INSULATION

CAULK

5/8" GWB

1 1/2" METAL STUD

CORNER GUARD

STEEL COLUMN

3 5/8" METAL STUDS

5/8" GWB
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www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AI401.2B

jhtjht

FIRST FLOOR PLAN - PHASE
3, AREA 3B

 1/4" = 1'-0"

ENLARGED PLAN - PHASE THREE - FIRST FLOOR - AREA 3B

EQUPIMENT SCHEDULE - AREA 3B

MARK /
JSN DESCRIPTION VAFCI VAFVAI CFCI TYPE COMMENTS

A1012 TELEPHONE, WALL-MTD. ***** ***** PROVIDE POWER & DATA
A1015 PHONE ***** PROVIDE POWER & DATA
BPC BED PAN CRUSHER ***** -
E0954 CRASH CART ***** PROVIDE  POWER
F0515 LINEN CART ***** -
F2020 TRASH ***** -
M0505 FLAT SCREEN ***** PROVIDE POWER, DATA, AND SUPPORT: CEILING MOUNTED OR WALL

MOUNTED; SEE PLAN
M1715 DIALYSIS MACHINE ***** PROVIDE POWER
M1801 COMPUTER SYSTEM ***** PROVIDE POWER & DATA
M1840 COPIER ***** PROVIDE POWER & DATA
M3070 DIRTY LINEN BIN ***** -
M3072 RED BAG BIN ***** -
M3150 MED SUPPLY STATION ***** PROVIDE POWER & DATA
M4905 RECLINER ***** PROVIDE POWER
R6200 REFRIGERATOR ***** PROVIDE POWER
WSC WHEEL CHAIR SCALE (IN FLOOR) ***** 1,000 LB CAPACITY PROVIDE POWER

TOILET ACCESSORY SCHEDULE - AREA 3B

MARK DESCRIPTION MOUNTING HEIGHT REMARKS
A1066 MIRROR 24" x 36" CHANNEL FRAME CFCI
A5075 SOAP DISPENSER 48 A.F.F. TO BOTTOM OF OPENING CFCI
A5080 PAPER TOWEL DISPENSER 48 A.F.F. TO BOTTOM OF OPENING CFCI
A5109.1 18" VERTICAL GRAB BAR 40" A.F.F. TO TOP OF GRAB BAR VERTICAL MOUNT. CFCI
A5109.3 36" HORIZONTAL GRAB BAR 34" A.F.F. TO TOP OF GRAB BAR CFCI
A5145 ROBE HOOK COORDINATE WITH OWNER CFCI
A5200 TOILET PAPER DISPENSER 19" A.F.F. TO CENTERLINE CFCI

AI401.2B  1 1/2" = 1'-0"

1 COLUMN DETAIL

AI401.2B  1 1/2" = 1'-0"

2 COLUM DETAIL

AI401.2B  1 1/2" = 1'-0"

3 COLUMN DETAIL
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523 SF

WAITING
A102

20 SF

STORAGE
A102A

123 SF

EXAM
A108

126 SF

EXAM
A120

133 SF

EXAM
A122

127 SF

EXAM
A116

126 SF

EXAM
A112

98 SF

VISUAL FIELDS
A110

131 SF

LOUNGE
A124

102 SF

CHIEF OF STAFF
A130

129 SF

EXAM
A132

139 SF

EXAM
A134

95 SF

RECEPTION
A104

70 SF

VBA OFFICE
A106

180 SF

LOW VISION EXAM
A146

394 SF

LOW VISION
TRAINING

A142

481 SF

CORRIDOR
C1A-1

111 SF

ELEVATOR
EQUIPMENT

51 SF

CORRIDOR
C1A-4

160 SF

STAIR
SGA2.2

81 SF

STORAGE
A142A

100 SF

OPT SIMULATION
A144

134 SF

EXAM
A138

AI202 25

AI20222

WTV

AI202

24

REF

PAL

PAL

PAL

PAL

PAL

IBO

PDG
KER

TON

A1015

M1801

IBO

PDG

KER

TON

A5075
A1066

A5080

A5075
A1066

A5080

A5080

A1066

A5075

KER

TON

IBO

PDG

ATP OIT
A5075

A1066

A5080

MBW

MSC

A5080

A1066
A5075

TON

KER

VAT

IBO

PDGA1015
M1801

M1801

A1015

RFD
MBW

EEC

EEC

RFD

VAT

VAT

MBW

A5145

A5145

A5145

A5145

A5145

A5145

VAT

RFD
MBW

EEC

EEC
RFD

MBW

VAT

A5075

VAT

A5145
A5145

A5145A5145

A1066
A5080
A5075

RFD

PDG

IBO

EEC

KER

TON

MBW

M1840

F2540

MBW

TON

KER
EEC

IBO

PDG

RFD

A5145 A1066
A5080
A5075

VAT

MBW

IBO

PDG

RFD

EEC
TON

KER

94 SF

SCREENING
A133

119 SF

OCT ROOM
A136

114 SF

PHOTOGRAPHY
ROOM
A137

129 SF

EXAM
A148

43 SF

TOILET
A152

109 SF

LOW VISION MSA
OFFICE

A153

74 SF

CLEAN
A156

62 SF

SOILED
A157

MBW

A1066

OIT

AVT

CTU

A5080

A1066

A5075

PDGIBO

EEC

KER

TON

90 SF

IT
A159

43 SF

TOILET
A160

A5075

119 SF

VISUAL FIELDS
A161

MSC

A1066

A5075

MBW

ATP

MBW

MSC
DFC

CTU

ARF

NCT

127 SF

EXAM
A149

115 SF

VISUAL FIELDS
A155

A5080

ATP
MBW

MSC

MBW

RFD
PDG

EEC

KER

TON

16 SF

ELECTRICAL
A163

A5075

A5080

VAT

A1066

VAT

A5080
A1066

A5075

A1066
A5075

A5080

MBW

A

129 SF

EXAM
A135

A5145 A1066
A5080
A5075

VAT

MBW

IBO

PDG

RFD

EEC
TON

KER

MBW

TON

KER

IBO
PDG

EEC

A5145

VAT

A1066
A5080
A5075

RFD

AE610 N

289 SF

CORRIDOR
C1A-3

260 SF

CORRIDOR
C1A-2

52 SF

TOILET
A128

88 SF

VISIT OFFICE
A126

1

1

AI202 23

A5080 A1066 A5075

A5145

A5145

A5145

A5145

A5145

A5145

A5145

A5145

K1552

A5080

A5075

M1801

A1015

IBO

A5145

A5075 A1066 A5080R6200

K4665 K1552

RFD

A5145

A5145

A5109.1

A5109.3
A5200

A5109.3

A5075

A1066

A5080

A5145 A5145

A5200

A5109.1
A5109.3

A5109.3
A5075

A5080A5109.3

A1066

A5080

A5075

A1066

A5080

A1066.2
A5075

A5080
A5109.3

A5109.3
A5200

A5109.1

• CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO THE START OF
CONSTRUCTION. ANY DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE
ARCHITECT FOR A RESOLUTION. ADJUSTMENTS TO DIMENSIONS AND CONDITIONS SHOWN MAY BE
REQUIRED.

• ALL DIMENSIONS ARE REFERENCED FROM FACE OF STUD AT NEW CONSTRUCTION UNLESS OTHERWISE
NOTED. DIMENSIONS ARE REFERENCED FROM FACE OF FINISH AT EXISTING CONSTRUCTION.

• ALL DIMENSIONS INDICATED +/- ARE APPROXIMATE AND MUST BE FIELD VERIFIED PRIOR TO THE START OF
CONSTRUCTION.

• PROVIDE SHALL MEAN TO SUPPLY, TO FURNISH AND TO INSTALL COMPLETE WITH ALL ACCESSORIES,
PARTS AND/OR SERVICES TO BE READY FOR ITS INTENDED USE.

• WHERE WORK ABUTS OR ADJOINS EXISTING SURFACES WHICH WILL REMAIN EXPOSED, ALIGN NEW
WORK FLUSH WITH EXISTING ADJACENT SURFACES.

• THE CONTRACTOR SHALL MAINTAIN THE EXISTING BUILDING IN A WATER TIGHT CONDITION THROUGHOUT
THE ENTIRE CONSTRUCTION PERIOD. REPAIR DAMAGE CAUSED BY CONSTRUCTION OPERATIONS. TAKE
ALL PRECAUTIONS NECESSARY TO PROTECT THE BUILDING AND ITS OCCUPANTS DURING THE
CONSTRUCTION PERIOD.

• CONTRACTOR SHALL PROVIDE BARRIERS TO PREVENT ENTRY TO THE CONSTRUCTION AREA. BARRIERS
SHALL NOT INTERFERE WITH THE OWNERS USE OF THE SITE.

• THE CONTRACTOR SHALL PROVIDE NEGATIVE PRESSURE IN THE AREA OF RENOVATION TO PREVENT
THE SPREAD OF DUST TO OCCUPIED AREAS OF THE BUILDING.

• ALL NOTES, REMARKS AND/OR SCHEDULES ON THIS SHEET ARE FOR THIS ONLY UNLESS OTHERWISE
NOTED.

GENERAL NEW WORK NOTES

1. EXPOSED STEEL PAINTED COLUMN.

NEW WORK NOTES
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Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

PHASE 3

PHASE 1

KEYPLAN

BID DOCUMENTS
FULLY SPRINKLERED

PLAN
NORTH

ACTUAL
NORTH

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)
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590-401

05-13-2016

113

AI402.2

jhtjht

SECOND FLOOR ENLARGED
PLAN - PHASE THREE

 1/4" = 1'-0"

ENLARGED PLAN - PHASE THREE - SECOND FLOOR

EQUPIMENT SCHEDULE - AREA 2C

MARK DESCRIPTION OFCI OFOI CFCI TYPE COMMENTS
A1015 PHONE ***** PROVIDE POWER & DATA
ARF AUTOREFRACTOR ***** PROVIDE POWER
ATP AUTOMATED PERIMETER ***** -
AVT ARMED FORCES VISION TESTER ***** -
CTU CORNEAL TOPOGRAPHY UNIT ***** -
DFC DIGITAL FUNDUS CAMERA ***** -
EEC EYE EXAM CHAIR ***** PROVIDE POWER
F2540 SHREDDER BOX ***** -
IBO INDIRECT BINOCULAR OPTHALMOSCOPE ***** -
K1552 COFFEE MAKER ***** PROVIDE POWER
K4665 MICROWAVE ***** PROVIDE POWER
KER KERATOMETER *****
M1801 COMPUTER SYSTEM ***** PROVIDE POWER & DATA
M1840 COPIER ***** PROVIDE POWER & DATA
MBW MOBILE WORKSTATION ***** -
MSC MOBILE STORAGE CART ***** -
NCT NONCONTACT TONOMETER ***** -
OIT OPTHALMIC INSTRUMENT TABLE ***** -
PAL LOCKER 2 TIER - 72"H *****
PDG PUPILARY DISTANCE GUAGE ***** -
REF REFRIGERATOR, FULL SIZE ***** PROVIDE POWER
RFD REFRACTION DESK ***** -
TON TONOMETER ***** PROVIDE POWER
VAT VISUAL ACUITY TESTER ***** -
WTV TELEVISION, WALL MOUNTED ***** PROVIDE POWER, DATA, AND SUPPORT

TOILET ACCESSORY SCHEDULE - SECOND FLOOR

MARK DESCRIPTION MOUNTING HEIGHT REMARKS
A1066 MIRROR 24" x 36" CHANNEL FRAME CFCI
A5075 SOAP DISPENSER 48 A.F.F. TO BOTTOM OF OPENING CFCI
A5080 PAPER TOWEL DISPENSER 48 A.F.F. TO BOTTOM OF OPENING CFCI
A5109.1 18" VERTICAL GRAB BAR 40" A.F.F. TO TOP OF GRAB BAR VERTICAL MOUNT. CFCI
A5109.3 36" HORIZONTAL GRAB BAR 34" A.F.F. TO TOP OF GRAB BAR CFCI
A5145 ROBE HOOK COORDINATE WITH OWNER CFCI
A5200 TOILET PAPER DISPENSER 19" A.F.F. TO CENTERLINE CFCI
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FINISH REQUIREMENTS ( NFPA 101 10.2.2)

EXIT ENCLOSURES/EXIT PASSAGEWAYS: CLASS A OR B
EXIT ACCESS CORRIDORS & OTHER EXIT WAYS: CLASS A OR B
ROOMS& ENCLOSED SPACES: CLASS A, B, OR C

FLOORS IN EXIT ENCLOSURES, EXIT PASSAGEWAYS AND CORRIDORS
 ( OTHER THAN WOOD, VINYL, LINOLEUM AND RESILIENT FLOORS W/O FIBER
MATERIALS): CLASS I OR II

VINYL COVE CAP COLOR
TO MATCH SV

WALL AS SCHEDULED

SHEET VINYL RESILIENT
FLOORING TURNED UP
TO FORM BASE

RUBBER FILLET STRIP

SHEET VINYL RESILIENT FLOORING

FINISH FLOOR

4"

WALL AS SCHEDULED

EPOXY BASE WITH
BULLNOSE EDGE W/
FUSION SYSTEM

EPOXY COVE

EPOXY FLOORING

FINISH FLOOR

6"

HYGIENIC VINYL
WALL COVERING.
SEE SPECS

TILE TO VCT OR CARPET

DOOR FRAME BEYOND

DOOR AS SCHEDULED

SHEET VINYL OR LUXURY
VINYL TILE AS SCHEDULED

TILE REDUCER STRIP

CERAMIC TILE
AS SCHEDULED

DOOR AS
SCHEDULED

DOOR FRAME
BEYOND
PT AS
SCHEDULED

SCHLUTER - RENO - U
TRANSITION STRIP

CPT AS
SCHEDULED

U
N

D
ER

C
U

T 
W

H
ER

E 
IN

D
IC

AT
ED

 (O
R

 A
S 

R
EQ

U
IR

ED
FO

R
 F

LO
O

R
 F

IN
IS

H
 C

LE
AR

AN
C

E)

PORCELAIN TILE TO
CARPET FLOORING THRESHOLD

DOOR FRAME BEYOND

DOOR AS SCHEDULED

1/8" ALUMINUM
DIVIDER STRIP

VT/RS AS SCHEDULED,
FLUSH WITH
ADJACENT FINISH

SHEET VINYL AS
SCHEDULED, FLUSH
WITH ADJACENT FINISH

SHEET VINYL / VINYL COMPOSITION TILE TO
LUXURY VINYL TILE / VINYL COMPOSITION TILE THRESHOLD

DOOR FRAME BEYOND

DOOR AS SCHEDULED

TRIM TRANSITION
STRIP

SV AS SCHEDULED

CPT AS SCHEDULED

CARPET TO SHEET VINYL / LUXURY
VINYL TILE FLOORING THRESHOLD

SUBFLOOR LEVELER
SYSTEM

FO
R

 F
IN

IS
H

 C
LE

AR
AN

C
E

U
N

D
ER

C
U

T 
W

H
ER

E
IN

D
IC

AT
ED

/S
C

H
ED

U
LE

D

NOTE: INSTALL TRANSITION EDGE STRIP
SUCH THAT IT IS CONCEALED FROM VIEW
WHEN DOOR IS IN CLOSED POSITION.

DOOR AS SCHEDULED

DOOR FRAME BEYOND

PTD SEALED CONC OR RESINOUS
FLOORING AS SCHEDULED

VINYL TRANSITION
EDGE STRIP

SHEET VINYL AS SCHEDULED

FINISH REMARKS

GENERAL FINISH NOTES
• PROVIDE ONE-PIECE VINYL TRANSITION STRIP AT ALL FLOOR FINISH  TRANSITIONS. COLOR

SHALL MATCH ADJACENT RUBBER BASE.

• ALL FLOOR FINISH TRANSITIONS SHALL BE CONCEALED BY A CLOSED DOOR.

• ALL FINISHES LISTED ARE NEW UNLESS SPECIFICALLY NOTED AS EXISTING.

• WALL BASE SHALL BE RUBBER ROLL GOODS.

• WHERE PAINTED GWB ARE INDICATED, PAINTING INCLUDES ALL PREVIOUSLY PAINTED
SURFACES AND TRIM.

• HATCH PATTERNS ON FINISH PLANS ARE REPRESENTATIONAL ONLY TO DISTINGUISH COLOR
CHANGES, UNLESS OTHERWISE NOTED.

• ALL WALLS TO BE PAINTED PNT #1, EGGSHELL,  UNLESS OTHERWISE NOTED. SEE FINISH
COLORS FOR INFORMATION.

• ALL TRIM TO BE PAINTED PNT#1, SEMI-GLOSS, UNLESS OTHERWISE NOTED. SEE FINISH
COLORS FOR INFORMATION.

• ALL LUXURY VINYL TILE TO BE INSTALLED MONOLITHIC.

• SHEET VINYL TO BE 12'-0" ROLL GOODS.

FINISH COLORS
FLOOR

CPT#1 (TAN) 12 X 24" TILE, TAUPE

LVT#1 (OFF WHITE) METALLIC STONE 12" X 24"
LVT#2 (BROWN) METALLIC STONE 12" X 24"

MAT#1 (BROWN) WALK OFF MAT 24" X 24"

PT#1 (TAN) 12" X 12" LINEAR STONE

RES#1 (BROWN) TAUPE WITH BROWN SPECS POURED FLOOR

ST#1 (STAIR TREAD, RISER,STRINGER, LANDING) TAUPE SMOOTH RUBBER 
TREAD W/ ABRASIVE STRIP

SV#1 LINEAR TAUPE 12'-0" ROLLS GOOD
SV#2 LINEAR BLUE 12'-0" ROLL GOOD
SV#3 TAN HOMOGENOUS SHEET; 12'-0" ROLL GOOD

*SHEET VINYL TO BE 12' ROLL GOODS TO MINIMIZE SEAMS. PROVIDE SEAMING DIAGRAM*

TRZ#1 (TAN) TERRAZZO TILE

WALL AND CEILING

P#1 (WHITE)
P#2 (TAN)
P#3 (GREY)
P#4 (GREEN)
P#5 (BLUE)

PT#2 (TAN) 12 X 12" TILE

RB#1 (METAL)
RB#2 (STAIRWELL) TAN

ACT#1 (STANDARD)  TEGULAR 24" X 24"
ACT#2 SCRUBBABLE) 15/16" GRID 24 X 24"
ACT#3 (WOOD)  24 X 24"

CASEWORK AND ACCESSORIES

CC#1 (MULTICOLOR) STATIC X

CG#1 (WHITE) 2"
CG#2 (WHITE) WALL END W/ MATCHING INSERT PIECE
CG#3 (WHITE) CUSTOM ANGLE CORNER GUARD

CR#1 (WHITE)

GRT#1 BROWN: EPOXY
GRT#2 TAN: EPOXY

HR#1 (WHITE)

PANEL#1 (WHITE) MDF TEXTURED PANEL
PANEL#2 GRAPHIC PANEL

SS#1 (WHITE)
SS#2 (OFF WHITE)

TR#1 ALUMINUM WAINSCOT TRIM
TR#2 TRIM - PORCELAIN TILE CORNER

TRP#1 (IMAGE) RESIN PANEL

WP#1 (TAN) .040 THICK WALL PROTECTION

WS#1 (WHITE) .040" THICK WALL PROTECTION

1. PROVIDE ACCENT WALL PAINT. SEE NEW WORK NOTE - ON AS610.1

2. PROVIDE FLOOR PATTERN THIS ROOM.  SEE PLAN ON AI102 FOR MORE DETAILS.

3. PROVIDE PTD GWB SOFFIT.  SEE REFLECTED CEILING PLAN.

4. PROVIDE HAND RAIL [HR#1]  34" A.F.F. AND WALL PROTECTION WAINSCOT [WP#1].  SEE FINISH
PLANS FOR DETAILS.

5. PROVIDE PORCELAIN TILE WAINSCOT THIS ROOM TO 5'-0" W/ ALUMINUM TRIM [TR#1]  SEE
ELEVATIONS FOR MORE INFORMATION.

6. PROVIDE 12'-0" ROLL GOODS TO MINIMIZE SEAMS.  HEAT WELD SEAMS COLOR TO MATCH.

7. PAINT EXPOSED CEILING STRUCTURE. [P#1]

8. PROVIDE PAINTED PANEL [PANEL#1] TO BE RUN VERTICALLY FULL WALL.  SEE FINISH PLANS
FOR LOCATION.

9. PROVIDE CHAIR RAIL [CR#1] THIS LOCATION.  SEE FINISH PLANS FOR MORE INFORMATION.

10. PROVIDE EPOXY COVED BASE TO 6" A.F.F.  SEE DETAIL B/AI501

11. PROVIDE COVE BASE DETAIL A/AI501 AND HEATWELDED SEAMS. USE 12'-0" ROLL GOODS TO
MINIMIZE SEAMS.

12. PROVIDE RIGID VINYL [WS#1] SHEET PROTECTION TO 48" A.F.F. PROVIDE COLOR MATCH CAULK
AT ALL SEAMS.

13. PROVIDE GRT#1 ALL LOCATIONS WHERE PT#1  IS USED.  SEE FINISH SCHEDULE AND COLORS
FOR MORE INFORMATION.

14.  PROVIDE GRT#2 ALL LOCATIONS WHERE PT#2 IS USED.  SEE FINISH SCHEDULE AND COLORS
FOR MORE INFORMATION.

15. SEE ELEVATOR CABINET DETAILS AND SECTIONS FOR MORE INFORMATION.

16. PROVIDE TR#2 ON ALL OUTSIDE CORNERS THIS LOCATION.

17. PROVIDE FIRE RATED CEILING AT BOTTOM OF TRUSS UL #P515.  SEE SECTION A/AE302 FOR
MORE INFORMATION.
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ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

BID DOCUMENTS
FULLY SPRINKLERED

CLINICAL BUILDING 113
(DIALYSIS/EYE
CLINIC/FAMILY SERVICES)

HAMPTON, VAMC

590-401

05-13-2016

113

AI501

bmwjht

FINISH SCHEDULE, NOTES,
AND DETAILS

FINISH SCHEDULE - FIRST FLOOR - PHASE 1

NUMBER ROOM NAME
FLOOR BASE WALL CEILING

HEIGHT REMARKSMTL COLOR MTL COLOR MTL COLOR MTL COLOR
BE1 ELECTRICAL SEALED

CONC
- RB RB#1 PTD PLYWOOD P#1 EXPOSED - - 7

BG01 RESOURCE/PROG
ASSIST

CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 9'-0" 1

BG02 COUNSELING CPT CPT#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1
BG04 COUNSELING CPT CPT#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1
BG05 OFFICE CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 9'-0" 1
BG06 COUNSELING CPT CPT#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1
BG07 TLT PT PT#1 PT PT#2 PT / PTD GWB P#1,#4 ACT ACT#2 9'-0" 1,5,13,14,16
BG08 COUNSELING CPT CPT#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1
BG09 TLT PT PT#1 PT PT#2 PT / PTD GWB P#1,#4 ACT ACT#2 9'-0" 1,5,13,14,16
BG10 IT RES RES#1 RES RES#1 PTD PLYWOOD P#1 EXPOSED - - 7
BG11 RESIDENTS OFFICE CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 11'-0" 1
BG12 NOURISHMENT LVT LVT#1 RB RB#1 PTD GWB P#1,#5 ACT ACT#1 9'-0" 1
BG15 OFFICE CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 11'-0" 1
BG16 SOCIAL WORKER CPT CPT#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1
BG17 STORAGE SV SV#1 RB RB#1 PTD GWB P#1 ACT ACT#1 9'-0" 6
BG19 CHAPLAIN CPT CPT#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1
BG21 GROUP THERAPY SV SV#1 RB RB#1 PTD GWB P#1,#5 ACT ACT#1 9'-0" 1,6
BG23A GROUP   THERAPY SV SV#1 RB RB#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#1 / P#1 9'-0" / 8' -10" 1,3,6
BG23B GROUP    THERAPY SV SV#1 RB RB#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#1 / P#1 9'-0" / 8'-10" 1,3,6
BM1 SPRINKLER RES RES#1 RES RES#1 PTD GWB P#1 EXPOSED - - 7
BV1 VESTIBULE MAT MAT#1 RB RB#1 PTD GWB P#1 ACT ACT#1 8'-0" -
CGB-1 CORRIDOR LVT LVT#1 RB RB#1 PTD GWB / WP P#1,#4 / WP#1 ACT / PTD GWB ACT#1 / P#1 9'-0"/ 8'-10" 1,3,4
CGB-2 CORRIDOR LVT LVT#1 RB RB#1 PTD GWB / WP P#1 / WP#1 ACT ACT#1 9'-0" 4

FINISH SCHEDULE - FIRST FLOOR - PHASE 2

NUMBER ROOM NAME
FLOOR BASE WALL CEILING

REMARKSMTL COLOR MTL COLOR MTL COLOR MTL COLOR HEIGHT
AG01 LOBBY MAT MAT#1 RB RB#1 PANEL / PTD GWB PANEL#1 / P#1,#5 ACT ACT#1 10'-8" 1,8
AG02 WAITING CPT CPT#1 RB RB#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#1 / P#1 9'-0"/ 8'-10" 1,3,9
AG04 RECEPTION CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 9'-0" 1
AG05 TOILET PT PT#1 PT PT#2 PT / EPXY PTD GWB PT#2 / P#1,#4 ACT / PTD GWB ACT#1 / P#? 8'-0"/ 7'-10" 1,3,5, 13,14,16
AG06 ELEC SEALED

CONC
- RB RB#1 PTD PLYWOOD P#1 EXPOSED - - 7

AG07 TOILET PT PT#1 PT PT#2 PT / PTD GWB PT#2 / P#1,#4 ACT / PTD GWB ACT#2 / P#? 8'-0"/ 7'-10" 1,3,5, 13,14,16
AG10 CORRIDOR RES RES#1 RES RES#1 EPOXY PTD GWB P#1 ACT ACT#2 9'-0" 10
AG10A EQUIPMENT

MAINTENANCE
RES RES#1 RES RES#1 EPOXY PTD GWB P#1 ACT ACT#2 9'-0" 10

AG10C WATER TREATMENT
ROOM

RES RES#1 RES RES#1 EPOXY PTD GWB P#1 ACT ACT#2 9'-0" 10

AG12 EQUIP PROCESSING
CLEAN STORAGE

RES RES#1 RES RES#1 EPOXY PTD GWB P#1 ACT ACT#2 9'-0" 10

AG13 BREAK DOWN SV SV#3 SV SV#3 PTD GWB P#1 ACT ACT#1 9'-0" 10
AG15 CORRIDOR SV SV#2 RB RB#1 PTD GWB P#1 ACT ACT#1 9'-0" -
AG15.2 CHAIR STATION SV SV#1 SV SV#2 PTD GWB P#1,#5 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 1,3,11
AG15.3 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.4 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.5 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.6 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 1,3,11
AG15.8 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 1,3,11
AG15.9 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.10 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.11 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.12 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.13 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.14 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.15 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 1,3,11
AG15.17 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 1,3,11
AG15.18 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.19 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.20 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.21 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.22 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 1,3,11
AG15.23 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 1,3,11
AG15.24 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.25 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.26 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.27 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 3,11
AG15.28 CHAIR STATION SV SV#1 SV SV#1 PTD GWB P#1,#5 ACT / PTD GWB ACT#3 / P#1 9'-0"/ 8'-10" 1,3,11
AG15C EQUIPMENT STORAGE SV SV#3 SV SV#3 EPOXY PTD GWB /

WS
P#1 / WS#1 ACT ACT#1 9'-0" 11,12

AG15D CLEAN SUPPLY / STERILE
SUPPLY

SV SV#3 SV SV#3 EPOXY PTD GWB /
WS

P#1 / WS#1 ACT ACT#2 9'-0" 11,12

AG15E SOILED UTILITY SV SV#3 SV SV#3 EPOXY PTD GWB /
WS

P#1 / WS#1 ACT ACT#2 9'-0" 11,12

AG15F MED PREP SV SV#3 SV SV#3 PTD GWB P#1 ACT ACT#1 9'-0" 11
AG15M RENAL DIALYSIS

ISOLATION ROOM CHAIR
9

SV SV#2 SV SV#2 EPOXY PTD GWB P#1,#5 EPOXY PTD GWB P#1 9'-0" 1,11

AG15M.1 TOILET SV SV#1 SV SV#1 EPOXY PTD GWB P#1,#4 ACT / PTD GWB ACT#2 / P#3 7'-10" 1,3,11
AG15N NURSE STATION SV SV#2 SV SV#2 PTD GWB P#1 ACT / PTD GWB ACT#1 / P#3 9'-0"/ 8'-10", 8'-6" 1,3,11
AG15P RENAL DIALYSIS

ISOLATION ROOM CHAIR
16

SV SV#2 SV SV#2 EPOXY PTD GWB P#1,#5 EPOXY PTD GWB P#1 9'-0" 1,11

AG15P.1 TOILET SV SV#1 SV SV#1 EPOXY PTD GWB P#1,#4 ACT / PTD GWB ACT#2 / P#3 7'-10" 1,3,11
AG15Q RENAL DIALYSIS

ISOLATION ROOM
SV SV#2 SV SV#2 EPOXY PTD GWB P#1,#5 EPOXY PTD GWB P#1 9'-0" 1,11

AG15Q.1 TOILET SV SV#1 SV SV#1 EPOXY PTD GWB P#1,#4 ACT / PTD GWB ACT#2 / P#3 8'-0"/7'-10" 1,3,11
AG15S IT SV SV#3 RB RB#1 PTD PLYWOOD P#1 EXPOSED - - 6,7
AG17 HOME TRAINING SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
AG19 HOME TRAINING SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
AG19A TOILET PT PT#1 PT PT#2 PT / PTD GWB PT#2 / P#1,#4 ACT / PTD GWB ACT#2 / P#1 8'-0"/ 7'-10" 1,3,5, 13,14,16
AG21 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
AG22 HAC SV SV#3 SV SV#3 EPOXY PTD GWB /

WS
P#1 / WS#1 ACT ACT#2 9'-0" 11,12

AG24 TOILET / SHOWER PT PT#1 PT PT#2 PT / EPOXY PTD GWB PT#2 / P#1,#4 PTD GWB P#1 8'-0" 1,5, 13,14,16
AG25 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
AG27 TOILET PT PT#1 PT PT#2 PT / PTD GWB PT#2 / P#1,#4 ACT / PTD GWB ACT#1 / P#1 8'-0"/ 7'-10" 1,3,5, 13,14,16
AG29 NURSE PRACTITIONER CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 9'-0" 1
AG31 CHIEF NURSE CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 9'-0" 1
AG32 EXAM/PROCEDURE SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
AG33 CHIEF DIALYSIS CENTER CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 9'-0" 1
AG38 CONFERENCE CPT CPT#1 RB RB#1 PTD GWB P#1,#5 ACT ACT#1 9'-0" 1
AG40 STAFF LOUNGE SV SV#1 RB RB#1 PTD GWB P#1,#5 ACT ACT#1 9'-0" 1,6
AG41 PACT TEAM ROOM SV SV#1 RB RB#1 PTD GWB P#1,#5 ACT ACT#1 9'-0" 1,6
AM1 MECHANICAL SEALED

CONC
- RB RB#1 PTD GWB P#1 ACT ACT#2 9'-0" -

AV-1 VESTIBULE MAT MAT#1 RB RB#1 PTD GWB P#1 PTD GWB P#1 9'-0" -
CGA CORRIDOR SV SV#1 RB RB#1 PTD GWB P#1 ACT ACT#1 9'-0" 4,6
CGA-1 CORRIDOR SV SV#1 RB RB#1 PTD GWB P#1 ACT ACT#1 9'-0" 4,6
CGA-2 CORRIDOR SV SV#1 RB RB#1 PTD GWB P#1 ACT ACT#1 9'-0" 4,6
CGA-3 CORRIDOR SV SV#1 RB RB#1 PTD GWB P#1 ACT ACT#1 9'-0" 4,6
ELV2 ELEVATOR TRZ TRZ#1 - - - - - - - 15
ELV 1 ELEVATOR TRZ TRZ#1 - - - - - - - 15
SGA1 STAIR ST ST#1 RB RB#2 PTD GWB P#1 ACT ACT#1 - -
SGA2 STAIR ST ST#1 RB RB#2 PTD CMU P#1 ACT ACT#1 - -

FINISH SCHEDULE - SECOND FLOOR - PHASE 2

NUMBER ROOM NAME
FLOOR BASE WALL CEILING

REMARKSMTL COLOR MTL COLOR MTL COLOR MTL COLOR HEIGHT
A101 ENTRY PT PT#1 RB RB#1 PANEL / PTD GWB PANEL#1 / P#3 ACT ACT#1 10'-8" 8
A102 WAITING CPT CPT#1 RB RB#1 PTD GWB P#1,#5 PTD GWB/ACT P#1 / ACT#1 9'-0" / 8'-10" 1,3,9
A102A STORAGE CPT CPT#1 RB RB#1 PTD GWB P#1 ACT ACT#1 9'-0" -
A104 RECEPTION CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 9'-0" 1
A106 VBA OFFICE CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 9'-0" 1
A108 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A110 VISUAL FIELDS SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A112 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A116 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A120 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A122 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A124 LOUNGE SV SV#1 RB RB#1 PTD GWB PNT#1,#5 ACT ACT#1 9'-0" 1,6
A126 VISIT OFFICE CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 9'-0" 1
A128 TOILET PT PT#1 PT PT#2 PT / PTD GWB PT#2 / P#1,#4 ACT ACT#1 9'-0" 1,3,5,13,14,16
A130 CHIEF OF STAFF CPT CPT#1 RB RB#1 PTD GWB P#1,#3 ACT ACT#1 8'-0" 1
A132 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A133 SCREENING SV SV#1 RB RB#1 PTD GWB P#1,#5 ACT ACT#1 9'-0" 1,6
A134 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A135 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A136 OCT ROOM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A137 PHOTOGRAPHY ROOM SV SV#1 RB RB#1 PTD GWB P#1 ACT ACT#1 9'-0" 6
A138 EXAM SV SV#1 SV SV#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A142 LOW VISION TRAINING SV SV#1 RB RB#1 PTD GWB PNT#1,#4 ACT ACT#1 9'-0" 1,6
A142A STORAGE SV SV#1 RB RB#1 PTD GWB P#1 ACT ACT#1 9'-0" 6
A144 OPT SIMULATION SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A146 LOW VISION EXAM LVT LVT#1,2 RB RB#1 PTD GWB P#1,#5 ACT ACT#1 9'-0" 1,2
A148 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A149 EXAM SV SV#1 RB RB#1 PTD GWB P#1,#4 ACT ACT#1 9'-0" 1,6
A152 TOILET PT PT#1 PT PT#2 PT / PTD GWB PT#2 / P#1,#4 ACT/ PTD GWB P#3 / ACT#1 8'-0" / 7'-10" 1,3,5,13,14,16
A153 LOW VISION MSA OFFICE SV SV#1 RB RB#1 PTD GWB P#1,#5 ACT ACT#1 9'-0" 1
A155 VISUAL FIELDS SV SV#1 RB RB#1 PTD GWB P#1,#5 ACT ACT#1 9'-0" 1,6
A156 CLEAN SV SV#3 SV SV#3 EPOXY PTD GWB / WS P#1 / WS#1 ACT ACT#2 9'-0" 6,11,12
A157 SOILED SV SV#3 SV SV#3 EPOXY PTD GWB / WS P#1 / WS#1 ACT ACT#2 9'-0" 6,11,12, 17
A159 IT SV SV#1 RB RB#1 PTD PLYWOOD P#1 PTD GWB/ACT P#1 / ACT#1 8'-0" / 7'-10" 7
A160 TOILET PT PT#1 PT PT#2 PT / PTD GWB PT#2 / P#1,#4 PTD GWB/ACT P#1 / ACT#1 8'-0" / 7'-10" 1,3,5,13,14,16
A161 VISUAL FIELDS SV SV#1 RB RB#1 PTD GWB PT#2 / P#1,#4 ACT ACT#1 9'-0" 1,6
A163 ELECTRICAL RES RES#1 RES RES#1 PTD PLYWOOD P#1 EXPOSED - - 7
AE1 ELEVATOR EQUIPMENT SEALED

CONC
- RB RB#1 PTD GWB P#1 EXPOSED - - 7

C1A-1 CORRIDOR SV SV#1 RB RB#1 PTD GWB / WP P#1 / WP#1 ACT ACT#1 9'-0" 4,6
C1A-2 CORRIDOR SV SV#1 RB RB#1 PTD GWB / WP P#1 / WP#1 ACT ACT#1 9'-0" 4,6
C1A-3 CORRIDOR SV SV#1 RB RB#1 PTD GWB / WP P#1 / WP#1 ACT ACT#1 9'-0" 4,6
C1A-4 CORRIDOR SV SV#1 RB RB#1 PTD GWB / WP P#1 / WP#1 ACT ACT#1 9'-0" 4,6
SGA1.2 STAIR ST ST#1 RB RB#2 PTD CMU P#1 ACT ACT#1 10'-0" -
SGA2.2 STAIR ST ST#1 RB RB#2 PTD CMU P#1 ACT ACT#1 9'-0" -

AI501  3" = 1'-0"

A COVE BASE - SHEET VINYL
AI501  3" = 1'-0"

B COVE BASE - EPOXY
AI501  1 1/2" = 1'-0"

1 TRANSITION

AI501  1 1/2" = 1'-0"

2 TRANSITION
AI501  1 1/2" = 1'-0"

3 TRANSITION
AI501  1 1/2" = 1'-0"

4 TRANSITION

AI501  1 1/2" = 1'-0"

5 TRANSITION
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